
T^W9S/g 
i=P36 

FURNACE #2 WASTEWATER COLLECTION SUMP SYSTEM 

V-2400 

DESIGN ASSESSMENT AND CERTIFICATION 

IN ACCORDANCE WITH 

CODE OF FEDERAL REGULATIONS 

TITLE 40 

PART 265, SUBPART J 

r c e c u » v s r f a  

OCT f f 
OffiCE 

FMC CORPORATION 
PHOSPHOROUS CHEMICAL DIVISION 

POCATELLO, IDAHO 
POINT OF GENERATION PROJECT 



FURNACE #2 WASTE WATER COLLECTION SUMP SYSTEM 

V-2400 

DESIGN ASSESSMENT AND CERTIFICATION 

IN ACCORDANCE WITH 
CODE OF FEDERAL REGULATIONS 

TITLE 40 
PART 265, SUBPART J 

FMC CORPORATION 
PHOSPHOROUS CHEMICAL DIVISION 

POCATELLO, IDAHO 
POINT OF GENERATION PROJECT 



FURNACE WASTE WATER COLLECTION SUMP SYSTEM 
DESIGN ASSESSMENT AND CERTIFICATION 

V-2400 

TABLE OF CONTENTS 

Paee 
1. SUMP SYSTEM DESCRIPTION I 

2. SUMP SYSTEM DESIGN ASSESSMENT (PARA. 265.192) 1 

2.1 WASTE STREAM CHARACTERISTICS 1 
2.1.1 Waste Stream Descriptions 
2.1.2 Waste Stream Effect on Materials 

2.2 WASTE WATER COLLECTION SUMP LINER 3 
2.2.1 Construction Design 
2.2.2 Design Standards 
2.2.3 Structural Strength and Anchorage 
2.2.4 Overpressure/Overfill Control 

2.3 SUMP AUXILIARY EQUIPMENT 
2.3.1 Sump Fume Fan 
2.3.2 Sump Pumping System 

2.4 SUMP FOUNDATION 
2.4.1 Construction Design 
2.4.2 Design Standards 
2.4.3 Soil Bearing/Structural Strength 
2.4.4 Frost Effects 

2.5 SUMP ANCILLARY SYSTEMS 
2.5.1 Ancillary Piping System 

2.6 INSTALLATION INSPECTION 

3. CONTAINMENT AND DETECTION OF RELEASES (PARA. 265.193) 

3.1 SECONDARY CONTAINMENT 

3.2 SUMP PRIMARY LEAK DETECTION SYSTEM 

3.3 PIPING & PUMPS LEAK DETECTION SYSTEM 7 
3.3.1 Ancillary Piping System 
3.3.2 Auxiliary Pumping System 

4. GENERAL OPERATING REQUIREMENTS (PARA. 265.194) 8 

4.1 CONTROL SYSTEM 8 
4.1.1 Sump Controls 

5. CERTIFICATION OF DESIGN ASSESSMENT (PARA 270.11(D)) 9 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

i Sept-99 



FURNACE WASTE WATER COLLECTION SUMP SYSTEM 
DESIGN ASSESSMENT AND CERTIFICATION 

V-2400 

APPENDICES 

APPENDIX 1 WASTE CHARACTERISTICS 
MATERIAL SAFETY DATA SHEETS 

APPENDIX 2 WASTE WATER COLLECTION SUMP LINER 
SUMP LINER CALCULATIONS 
SUMP LINER DESIGN DRAWINGS 
SUMP MATERIAL OF CONSTRUCTION 

APPENDIX 3 SUMP FOUNDATION 
CONCRETE SPECIFICATIONS AND STANDARDS 
CONCRETE FOUNDATION DRAWINGS 
SUMP FOUNDATION ASSESSMENT 
DAMES & MOORE, GEOTECHNICAL INVESTIGATION 

APPENDIX 4 ANCILLARY PIPING SYSTEM 
PIPING STANDARDS & SPECIFICATIONS 
PIPING DRAWINGS 
PIPING SUPPORTS 

APPENDIX 5 ANCILLARY PUMPING SYSTEM 
SUMP PUMP INFORMATION & SPECIFICATIONS 
FUME FAN INFORMATION & SPECIFICATIONS 

APPENDIX 6 SUMP SYSTEM DRAWINGS 
P&IDs 

APPENDIX 7 INSTALLATION INSPECTION 
CHECKLIST & SIGN OFF 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

ii Sept-99 



p 

: I •• i 

i 

. 

,5-



FURNACE WASTE WATER COLLECTION SUMP SYSTEM 
DESIGN ASSESSMENT AND CERTIFICATION 

V-2400 

1. SUMP SYSTEM DESCRIPTION 

V-2400 is an existing concrete sump that has been modified to allow only wastewater flows to 
enter the containment area pan and sump. This modification to the original design provides a 
definitive process break between all waste streams and product streams in the furnace area. 
As a result, the sump provides temporary containment for wastewater from the Furnace #2 
Medusa Scrubber, wash down water, pump seal water, and wastewater from the Slurry Pots. 
In conjunction to being a stand-alone system, the containment area pan of sump V-2400 also 
functions as the secondary containment for the Furnace #2 Slurry Pots. The modified V-2400 
sump was placed in service during September 1999. 

The sump and containment area pan are double lined with stainless steel and include manually 
operated interstitial leak detection systems. The containment area surrounds the sump and is 
curbed and sloped to funnel all liquids into the sump. The leak detection system for both the 
sump and for the surrounding containment area consists of a manually operated sealed dip 
tube, with dipstick, which accesses a low point in the interstitial space between the primary 
and secondary liners. The plant operators monitor for leakage on a regularly scheduled basis. 

The sump is sized to contain 3200 gallons of liquid (nominal). The surrounding curbed 
containment area can contain an additional 5300 gallons of liquid prior to overflow. Three 
level indicators provide overfill protection in the sump. All fluid from this sump is pumped by 
either pump P-2401 or P-2402 through ancillary piping, to the V-3600 Wastewater Collection 
Tank System. Sump ventilation is provided by an offgas blower, F-2400, which collects and 
sends all fumes in the sump to the Furnace Scrubber System. 

2. SUMP SYSTEM DESIGN ASSESSMENT (Para. 265.192) 

2.1 WASTE STREAM CHARACTERISTICS 

2.1.1 Waste Stream Descriptions. 

The V-2400 Wastewater sump is a collection point for many different process waste streams. 
The streams vary in pH, temperature, and concentration of solids. A description of each 
stream characteristics is as follows: 

• PWC - Phossy Water Cold, Pond 18B 

PWC is clarified pond water recycled to the plant from pond 18B. The phosphorus-
bearing wastewater streams enter pond 18 A where the solids are allowed to settle. The 
clarified water then overflows to pond 18B. PWC contains P4 in concentrations at the 
solubility limit of P4 in water (~ 3 ppm) and has a pH ranging from 6.5-8. The 
temperature of the PWC ranges from ~ 32° F in the winter to 80° F in the summer. This 
water is used as pump seal fluid for the sump discharge pumps (P-2401 & P-2402), and 
supplies the wash water/fire suppression sprays in the sump. The pump seal flow rate is 
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continuous at 5-10 gpm. The water sprays are manually turned on and off with a flow rate 
of 8 gpm to the nozzle. 

• Precipitator Slurry 

The Precipitator Slurry is a mixture of furnace offgas solids and water (hot clarified 
phossy water, heated PWC or slurry decant water) produced in the Precipitator Slurry 
Pots. The slurry is normally alkaline with a pH ranging from 8-12. Abnormal furnace 
upsets result in major air leakage into the furnace offgas system, causing acid formation 
that can lower the pH of precipitator slurry to a pH of 4. Typically the precipitator slurry 
contains low concentrations of elemental phosphorus (0-2500 ppm), but can reach 
concentrations as high as 4 percent by weight if the slurry system is operated with hot 
clarified phossy water and problems with the clarifier occur. The Precipitator Slurry 
temperature ranges from 120- 160°F and has a solid concentration normally between 11 -
20 percent by weight. Precipitator slurry is not a normal process stream into V-2400. 
Typically slurry enters the sump during maintenance operations when the precipitator and 
slurry pots are washed down. It can also enter the sump if a slurry pot overflows into the 
containment area. The slurry can also be directly pumped to the Wastewater sump as a 
backup to the line going directly to the V-3600 Wastewater Collection Tank System. 

• Medusa Scrubber Liquor 

The Medusa Scrubbers collect tapping fumes from the slag and metal runner areas 
including acid fumes generated in the tapping process. The scrubber liquor has a pH from 
4-6 with an operating temperature of 85° F. Suspended solids in the scrubber liquor are 
typically less than 0.5 percent by weight. 

• Resulting Mixed Waste in Collection sump 

The resulting composition of the mixed waste in the sump as defined by the streams 
described above will vary widely depending upon the flow conditions into the sump and 
the furnace operating conditions. Typically, wastewater will have a pH in the range of 
5.5-7.5 with a suspended solids concentration of 0.5 percent by weight. For short 
durations, the mixed waste pH can range from 4 to 12 and suspended solids will peak at 
20 percent by weight. The normal temperature of the mixed waste in the sump is 85° F, 
however, 205° F can be attained. The discharge line from the pumps can be purged with 
saturated steam at 100 psig. 

2.1.2 Waste Stream Effect on Materials of Construction 

All wetted areas of the sump and containment area are constructed of T316L stainless steel 
(SS). This material was selected on the compatibility requirement for the characteristics of 
the waste case stream contained by the sump. This material provides strength, durability, 
corrosion resistance, and longevity to the sump. See Appendix 2 for material of construction 
design requirements. 
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• PWC is transported in piping meeting the ES-2-1-0 material specification (Carbon Steel-
Appendix 4). The clarified water pH is near neutral. There is the potential for scaling or 
rust formation due to the high total desolved solids in the fluid. 

• Precipitator slurry is transported in pipe meeting the ES-2-31-0 piping specification 
(Carbon Steel-Appendix 4). In normal operating conditions, the slurry is alkaline and 
contains 11-20 percent solids by weight. During this condition there is the possibility of 
scaling. 

• Medusa scrubber liquor is transported in pipe meeting the ES-2-2-0 material specification 
(T316L Stainless Steel-Appendix 4). The scrubber liquor is acidic and slightly corrosive, 
stainless steel is utilized for corrosion resistance. 

• Mixed waste is discharged via pumps P-2401 and P-2402 . All the discharge piping meets 
the ES-2-2-0 material specification (T-316L Stainless Steel-Appendix 4). 

2.2 WASTE WATER COLLECTION SUMP 

2.2.1 Construction Design 

The V-2400 Wastewater Collection sump is a concrete sump that is lined with primary and 
secondary liners constructed of T316L SS diamond plate as a corrosion-protection measure. 
The dimension of the interstitial space between the primary liner and secondary liner will be 
controlled by the bottom of the primary liner plate setting upon the diamond pattern of the 
secondary liner plate. This diamond pattern also provides continuous support for the primary 
liner plate, which is subjected to a hydrostatic liquid head. Hydrostatic head varies depending 
upon the depth of the liquid in the sump. 

The curbed containment area surrounding the sump, and the inside vertical surfaces of the 
curb around the containment area are also double lined with T316L SS diamond plate. The 
top of the liner is attached to the curb with a flouroplastic/glass expansion joint, which will 
flex and thus allow for movement of the liner due to thermal expansion and contraction. The 
bottom surfaces of the existing concrete sump were cleaned and then surfaced with a layer of 
grout. The grout will be used to establish the slope of the bottom surfaces of the sump and of 
the surrounding containment area and provides uniform support and correct slope for liner 
plates. 

2.2.2 Design Standards 

Since the Primary and Secondary liner plates are continuously in contact and supported by the 
concrete foundation they are considered a component of the sump system. Therefore, no 
design calculations in regards to the structural strength for the support of the sump liner are 
required, only calculations of the stress effects on the liner due to thermal changes. See 
Section 2.4 for discussion of the sump foundation design and construction. 
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The stress analysis of the thermal effects on the liner plates was performed using a finite 
element analysis. ANSYS Version 5.3 computer program was used for the analysis. The 
design of the liner plates as applied over the inside surfaces of the containment area is based 
upon reducing the thermal stresses and deflections in all liner plates to acceptable levels. 

2.2.3 Structural Strength and Anchorage 

Based upon the results of the thermal analysis as described in Paragraph 2.2.2 above, the liner 
plates are cradled by the foundation, and are allowed to flex with changes to the thermal 
environment of the contained material. The vertical sidewalls of the surrounding containment 
area curbs are designed with an expansion joint to relieve the thermal stresses caused by the 
thermal expansion and contraction of the liner plates. 

2.2.4 Overpressure / Overfill Control 

Overpressure 
• The sump is not subject to any possible overpressure scenarios for the following 

reasons: 

• The perimeter of the sump lid is open grating to the building interior, and any 
fumes which develop are collected and sent to the furnace scrubber system with 
the F-2400 Vent Fan. 

• The sump operates at normal atmospheric pressure. The only pressure applied 
to the sump plates is a hydrostatic pressure due to the liquid head acting on the 
bottom and side plates, which are fully supported by the concrete foundation. 

Overfill 
• Redundant level elements LE-24001, LE-24002, and LE-24003 have been installed 

into the sump. These level instruments control the pumps through the Furnace #2 
Honeywell Distributed Control System (TDC 3000). The sump Pumps pump liquid to 
the V-3600 Tank System. The Pumps are started and stopped automatically depending 
upon the level of the liquid in the sump. All flow into the sump is shut off upon the 
sensing of a "High-High Liquid Level", which closes the solenoid operated shutoff 
valves located in the liquid inlet piping. 

2.3 SUMP AUXILIARY EQUIPMENT 

2.3.1 Sump Fume Fan 

The sump is equipped with a 20 HP, 2500 CFM off-gas blower mounted in the 8" duct line on 
the sump. The blower draws all the fumes from the sump and discharges them to the Furnace 
Scrubber System. See Appendix 5 for fan information. 
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2.4.3 Soil Bearing/Structural Strength 

The sump is integrated into the overall furnace building foundation therefore not making it 
prone to dislodgment. The original foundation and subsequent upgrades used crushed slag fill 
of minus 3/8" material which has been compacted in 6" lifts, maximum, as a subgrade. Since 
the foundation's initial installation, the area has not been adversely subjected to the effects of 
ground water, seismic conditions or nearby vehicular traffic. 

An independent assessment of the existing sump was conducted to analyze the adequacy and 
water tightness of the sump. The results proved the sump to be adequate and qualified to 
handle the present loading conditions. The details of this calculation are in Appendix 3. 

2.4.4 Frost Effects 

Non-frost susceptible granular slag is used as a subgrade material fill. This material is not 
subject to frost heaving. The formulation of this subgrade material is identified in the Dames 
& Moore Geotechnical Report in Appendix 3. 

In addition, the sump is located within the furnace building which provides protection from 
the elements. Therefore its strength is not jeopardized by extremes in temperatures, excessive 
moisture, ultra-violet radiation, high winds, etc. 

2.5 SUMP ANCILLARY SYSTEMS 

2.5.1 Ancillary Piping System 

2.5.1.1 Materials of Construction 
See Section 2.1.2 and Appendix 4 for Piping Material Standards. The piping is specified 
per ASTM specifications. 

2.5.1.2 Design Standards 
The piping is designed in accordance with ASME/ANSI B31.3 Process Piping formally 
Chemical Plant and Petroleum Refinery Piping. All process streams associated with the 
V-2400 sump are considered category "General" fluid service. Pipe schedules, which are 
consistent with FMC Engineering Standards developed for each service, were used for the 
selected pipe. See Appendix 4 for the piping materials standards. Leak testing of the 
piping components is required. Testing shall be in accordance with ASME/ANSI B31.3, 
Section 345.7. 

2.5.1.3 Pipe Supports 
Appendix 4 contains the standard pipe support designs that were used to properly support 
and protect the ancillary piping systems against physical damage and excessive stress. 
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2.5.1.4 Insulation 
Piping systems which require insulation are identified on the P&IDs. Insulation was 
installed in accordance with specification PP-2003. See Appendix 4. 

2.6 INSTALLATION INSPECTION 

An installation inspection was conducted to insure the sump against weld breaks, punctures, 
cracks, damage to protective coatings, corrosion and other structural damage or inadequate 
construction. Appendix 7 provides the inspection checklist and sign-off. 

3. CONTAINMENT AND DETECTION OF RELEASES (Para. 265.193) 

3.1 SECONDARY CONTAINMENT 

A stainless steel liner between the concrete sump and the primary stainless steel layer, is 
installed to insure that the sump contents do not leak out onto the concrete, provides the 
sump secondary containment. 

In addition, a lined, curbed containment area surrounding the sump is used to contain any 
overflow to prevent contamination and migration into the surrounding soil, ground water or 
surface water. 

3.2 SUMP PRIMARY LEAK DETECTION SYSTEM 

The primary leak detection system for the sump and surrounding containment area is a visual 
detection system based upon performing daily inspections of the interstitial space between the 
primary and secondary liners. The inspections will be made, with a dipstick, at the fixed 
position dip tube sampling points located in the liner. Any liquid that leaks from the primary 
liner, drains and collects at these sample points. 

3.3 PIPING & PUMPS PRIMARY LEAK DETECTION SYSTEM 

3.3.1 Ancillary Piping System 

All piping located within the sump containment area uses flanges and flanged valves. This 
piping is elevated above the ground and is visually inspected for leaks on a daily basis. 

The piping located outside of the V-2400 sump System containment area, has welded joints, is 
elevated above the ground, and are visually inspected for leaks on a daily basis. 

3.3.2 Auxiliary Pumps System 

The Pumps are mounted on the sump lid and are visually inspected daily for leakage. 
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4. GENERAL OPERATING REQUIREMENTS (Para.265.194) 

4.1 CONTROL SYSTEM 

4.1.1 Sump Controls 

4.1.1.1 Feed System Description / Overfill Protection 

The majority of the liquid streams flowing into the sump are not continuous. For example, 
the Wash Down Water and Slurry Pot Wastewater flows occur mainly when the 
equipment is manually washed down by personnel. The sump can collect Precipitator 
Slurry during maintenance operations or during furnace upset conditions. The only 
continuous process streams into the sump are from the Furnace #2 Medusa Scrubber, and 
from the PWC sprays. These continuous streams are equipped with solenoid cutoff 
valves, LV-24003 A/B/ & C, which will close if a High-High Liquid Level is reached. The 
valves will remain closed until the liquid level returns to normal through operation of the 
Pumps. 

4.1.1.2 sump Level Control and Pump Control System 

The liquid level in the Wastewater Collection sump is controlled by redundant level 
transmitters LT-24001 and LT-24003 that are mounted and located in the top of the 
sump. The two level transmitters are monitored by the DCS. One transmitter is 
designated as the primary, and the other is designated the secondary. The primary and 
secondary transmitters are constantly compared to assure that they agree within a distance 
of two inches. If they disagree, the operator is automatically alarmed. The operator then 
has the option to change control of the level over from the primary to the secondary 
transmitter. The decision to change should be based upon a visual verification and 
inspection. The system will remain alarmed until the two transmitters are back in 
agreement. 

Liquid is removed from the sump by the operation of two Pumps, P-2401 and P-2402. 
ON/OFF control of the pumps is automatic and controlled through the DCS. The Pumps 
are turned on if a High-High Liquid Level is detected by LT-24001 or LT-24003 and will 
shut down on Low-Low Liquid Level. If a High Liquid Level is detected by LSH-24002 
or if a High-High Liquid Level is detected by LT-24001 or LT-24003, the solenoid 
controlled cutoff valves LV-24003 A/B/C will close and shut off fluid flow into the sump. 

Upon closing the LV solenoid operated cutoff valves, the DCS then disables the dump 
valves mounted at the Medusa Scrubber. This delays the shut down of the Medusa 
scrubber if a high level of liquid in the sump is remediated. 
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5. CERTIFICATION OF DESIGN ASSESSMENT (PARA 270.11(D)) 

Certification for Tank System: V-2400 (as described herein) 

I certify under penalty of law that this document was prepared, and all attachments were 
gathered and examined under my direction or supervision in accordance with a system 
designed to assure that qualified personnel properly gather and evaluate the information 
submitted. Based on my inquiry of the person or persons who manage the system, or those 
persons directly responsible for gathering the information, the information submitted is, to the 
best of my knowledge and belief, true, accurate, and complete. I am aware that there are 
significant penalties for submitting false information, including the possibility of fine and 
imprisonment for knowing violations. 

Signature: j/cr C/" 
Peter Critikos, P.E. 

Title: Sr. Mechanical Engineer 

P.E. Registration No.: 

Seal: 

Raytheon Engineers & Constructors, Inc. 
5555 Greenwood Plaza Blvd., Suite 100 
Englewood, CO 80111 
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SuBi.et PROPER DESIGNATION FOR PHOSPHORUS ANALYSES 

Recently, in the laboratory, ve have received some rather confusing 
requests for phosphorus analyses. To help us serve you better, I vill 
attempt to explain the various designations. 

P^ is solid, liquid, or gaseous white elemental phosphorus at temperatures 
.below a00°C. Therefore, a request for X elemental P^ or X total P, means 
the same as X P, or X white P, and the reported analytical value would be 
percent white elemental phosphorus. I would suggest using the designation 
X P,. 

P is the chemical symbol for phosphorus. A request for XP would result in 
a report of percent total phosphorus calculated as XP. It does not mean 
percent white phosphorus. 

P^O^ is the chemical formula for the most abundant product of the chemical 
reaction between white phosphorus and oxygen. Because of convention, the 
designation Z]?2-5 means percent total phosphorus calculated as X 
does not represent the percent phosphorus present as ?2-5* 

_3 
PO^ is the ortho-phosphate ion, which is the most common naturally 
occurring form of phosphorus. Again, because of convention, a request for 
ZPO^ or X total PO,.would result in the percent total phosphorus 
calculated as XP0& . However, Xo-PO, or X ortho PO^ means the percent 
phosphorus that is present as the ortno-phosphate ion. 

Finally, red P means red elemental phosphorus, a very stable form of 
elemental phosphorus used in making matches. Should you request an 
analysis of X Red P, we will.throw our hands up in the air and say, "Ve 
will guess with you!" 

nm 
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C O N T I N U O U S  L O N G  T E R M  I N H A L A T I O N  O C . 1  M G / C U .  M )  
W I L L  R E S U L T  I N  C H A N G E S  I N  T H E  J A w e C N E  S T R U C T U R E  
R E S U L T I N G  I N  L O O S E N I N G  O F  T E E T H  A N D  S E V E R E  P A I N  
A N D  S W E L L I N G  O F  T H E  J A W .  

P H Y S I C A L :  
V A P O R  O R  L I Q U I D  W I L L  I M M E D I A T E L Y  I G N I T E  I N  A I R .  
V E R Y  R E A C T I V E  W I T H  O X I D I Z E R S .  

p r o  P A G E  0 1  



MATERIAL SAFETY DATA 7723 

PHOSPHORUS/ ELEMENTAL 

14 0 
«FM 

EMERGENCY TELEPHONES: 
PLANT: (206) 236-82CG PC C AT£ LLO/ ID 
CHEMTReC: <800) 424-5300 TRANSPORTATION 
MEDICAL: <303) 595-9048 RCCKY MTN 

NFPA Designation 704 

OECPEE OE MAiAPO 

« « EXTREME 
3 •  HIGH 
2 * MOOiPATE 
1 *  SLIGHT 
0 » INSIGNFICANT 

REVISION: EFFECTIVE: 10/17/85 PRINTED: 04/29/88 

CAS# AND COMPONENT.  

MELTING POINT 
BOILING POINT -p. 
VAPOR PRESSURE*********** 
VAPOR DENSITY <AIR - 1).. 
ROOM TEMPERATURE 

APPEARANCE AND STATE 
ODOR 
SPECIFIC GRAVITY <H2C =1) 
SOLUBILITY IN H20 X eY WT 
X VOLATILE S EY VCLUME.... 
EVAPORATION RATE 

< BUT YL ACETATE = 1). 
?  H < A S IS) 
PH <1X SOLUTION) 

FLASH POINT************ 
AUTO IGNITION TEMPERATUR 
FLAMMABLE LIMITS UPPER 

< A I R) LOWER 
EXTINGUISHING MEDIA.... 
SPECIAL FIREFIGHTING... 

PROCEDURES 

INGREDIENTS 

MATERIAL OR COMPONENT: 

PERCENT 
C A S *  
HAZARD CLASS 

E L E M E N T A L  P H O S P H O R U S  
W H I T E  O R  Y E L L O W  

9 9 . 9  
7 7 2 3 - 1 4 - 0  
F L A M M A B L E  
P Y R C P H C R I C  
T O X I C  

PHYSICAL DATA 

44.1 C 
28CC 
1 MM 3 76.6C 
4.42 
C U B I C  C R Y S T A L S /  C O L O R L E S S  O R  Y E L L O W  T O  B L A C K  
U A X - L K E  S C L I C  
S H A R P /  P U N G E N T  
1 . 8 2  i  2 C C  
0.C0G3 3 2CC 
N O T  A V A I L A B L E  

N O T  A V A I L A B L E  
N C T  A P P L I C A B L E  
N C T  A P P L I C A B L E  

FIRE/ EXPLOSION AND REACTIVITY DATA 

IGNITES SPCNTANEOUSLY IN AIR 
86 F < 3QC) 
N C T  K N O W N  
APPROX. 3PPM BY VCL 
WATER/ WATER FCG/ FOAM/ DIRT/ SAND 
DELUGE WITH -ATER/ TAKING CARE NOT TO SCATTER/ 
UNTIL FIRE IS EXTINGUISHED ANC PHCSPHORUS HAS 
SCLIDIFIED/ THEN CCVER WITH WcT SAND CR DIRT. 

PAGE 02 



•FN* 
MATERIAL SAFETY DATA 7 72 3 

PHOSPHORUS/ ELEMENTAL 

EMERGENCY TELEPHONES: 
PLANT: (203) 236-32CC 
CHEMTREC: (300) 424-53CC 
MEDICAL: (303) 595-5048 

14 0 FLAMAJASIUTY 
»«EO> 

NFPA Designation 704 

06GBEE Of NAZABO 

4 » EXTREME 
3 * HIGH 2 * mooebaTE 
t  *  SUGHT 
0 » INSIGNFICANT 

PCCAT5LL0/ ID 
TRANSPORTATION 
ROCKY MTN 

REVISION: EFFECTIVE: 10/17/S5 PRINTED: 04/29/82 

DEGREE OF FIRE AND 
EXPLOSION HAZARD 

STABILITY 
HAZARCOUS POLYMERIZATION 
CONDITIONS TO AVOIO 
MAJOR CONTAMINANTS THAT. 
CONTRIBUTE TO INST A31LIT 
INCOMPATIBILITY......... 

HAZARDOUS DECOMPOSITICN..: 
PRODUCTS 

EYE CONTACT.... 

SKIN CONTACT... 

SKIN ABSORPTION 

INHALATION 

INGESTION 

° r d 

FIRE/ EXPLOSION AND REACTIVITY DATA 

DANGEROUS WHEN EXPOSED TO HEAT OR BY CHEMICAL 
REACTION WITH OXIDIZERS. IGNITES SPONTANEOUSLY 
IN AIR. VERY REACTIVE. 
STABLE 
WILL NOT OCCUR 
AVOID CONTACT «ITH AIR/ OXIDIZING MATERIALS. 
NONE 

AIR/ OXIDIZING MATERIALS/ ALKALINE HYDROXIOES/ 
HALOGENS AND NITRATES. 
EMITS HIGHLY TOXIC FUMES CF PCX. PHOSPHINE/ A 
FLAMMABLE/ TOXIC GAS/ CAN BE GENERATED WHEN 
PHOSPHORUS CONTACTS OXIDIZING AGENTS OR WHEN THE 
PHOSPHORUS WATER CCVEP IS ALLOWED TO REACH A PH 
OVER 6.5 AT A TEMP. OF 85C. A PHOSPHINE POLYMER 
CAN ALSO EXIST IN PHOSPHORUS SO PHOSPHINE MAY 
ALWAYS BE PRESENT. 

ROUTES OF EXPOSURE *« = 

SEVERE OCULAR DAMAGE MAY RESULT 
SOURCE: SAX 
DATE 1979 
CAUSES SEVERE AND PAINFUL SURNS 
SOURCE: PATTY DATE: 1981 
SOURCE: OANGERCUS PROPERTIES CF INDUSTRIAL 

MATERIALS - SAX DATE: 1975 
MODERATELY HAZARDOUS LD50 (RAT) = 100 MG/KG 
SCLRCE: SAX DATE: 1979 
THRESHOLD LIMIT VALUE: AIP 0.1 MG/CU. M 
SOURCE: ACGIH DATE: 1584 
OSHA STANDARD/ AIR TWA 0.1 MG/CU. M 
SOURCE: MCSH DATE: 1530 
HIGHLY TOXIC (LC5C <2MG/L) 
EXTRTRTLY HAZARDOUS 
LCLO ( H U M A N )  = 1.4 MG/KG 
SCLRCE: NTI3 CCCUMENT AD 778-725 DATE: 1574 

PAGE 03 



MATERIAL SAFETY DATA 7723 

P H O S P H O R U S /  E L E M E N T A L  

14 0 

E M E R G E N C Y  T E L E P H O N E S :  
P L A N T :  ( 2 0 6 )  2 3 E - 8 2 C G  P C C A T E L L O ,  I D  
C H E M T R E C :  ( 8 0 0 )  4 2 4 - 9 3 C C  T P  A N S P C R T A T I O N  
M E D I C A L :  ( 3 0 3 )  5 9 5 - 9 0 * 8  R C C K Y  - T N  

NFPA Obsignation 704 

OEGB6E O* MA2A«O 
« » EXTREME 
3 * HIGH 
2 » MOQERATE 
1 * SLIGHT 
0 •  INSIGNEICANT 

PLAMMAaiuTY i«eo» 

a6ACT:vtrv (•ELlO^AI 

R E V I S I O N :  E F F E C T I V E :  1 0 / 1 7 / 8 5  P R I N T E D :  0 4 / 2 9 / 8 8  

A C U T E  E X P O S U R E  

C H R O N I C  E X P O S U R E ,  

E Y E S ,  

S K I N ,  

? C P  

E F F E C T S  O F  O V E R E X P O S U R E  

S C L I D  O R  L I Q U I D  C A U S E S  S E V E R E  B U R N S  O F  S K I N .  
I F  I N G E S T E D  C A U S E S  N A U S E A /  V O M I T I N G /  J A U N D I C E /  
L C W  a l O O D  P R E S S U R E /  D E P R E S S I O N /  D E L I R I U M /  C O M A /  
D E A T H .  S Y M P T O M S  A F T E R  I N G E S T I O N  O R  I N H A L A T I O N  
M A Y  B E  D E L A Y E D  F O R  F R C P  A  F E W  H O U R S  T O  3  D A Y S ,  
A CHARACTERISTIC GARLIC  ODOR M A Y  BE PRESENT ON 
B R E A T H  O R  V O M I T U S .  
A  F O R M  O F  G E N E R A L I Z E D  W E A K N E S S /  A C C O M P A N I E D  B Y  
A N E M I A /  L O S S  O F  A P P E T I T E /  G A S T R O I N T E S T I N A L  
C O M P L A I N T S /  C H R O N I C  C C l G H  A N D  P A L L O R  H A S  B E E N  
R E P O R T E D  T O  B E  D U E  T O  S Y S T E M I C  P H O S P H O R U S  
P O I S O N I N G .  T H E  M C S T  C C M M C N  F C R M  C F  C H R O N I C  
P O I S O N I N G  A L S O  C A U S E S  C H A N G E S  I N  T H E  L C N G  B O N E S .  
S E R I O U S L Y  A F F E C T E D  B O N E S  M A Y  E E C O M E  B R I T T L E /  
L E A D I N G  T C  S P O N T A N E O U S  F R A C T U R E S .  I N D U S T R I A L L Y /  
N E C R O S I S  C F  T H E  a C N E  I S  S E E N  O N L Y  I N  T H E  
J A W B O N E S .  I N  S U C H  C A S E S /  T H E  F I R S T  S Y M P T O M S  A R E  
U S U A L L Y  T C C T H A C H E  A N D  E X C E S S I V E  S A L I V A T I O N /  
F O L L O W E D  B Y  T H E  L C C S S M N G  C F  O N E  C R  M O R E  T E E T H  
A N C  S E V E R E  P A I N  A N D  S W E L L I N G  C F  T H E  J A W .  A  
S U P P U R A T I V E  U L C E R A T I O N  D E V E L O P S  I N  T H E  G U M S  
A R C U N D  T H E  T Q C  7  H  C P  T C C T H  S O C K E T  W H I C H  M A Y  
I N V A D E  T H E  B O N E  I T S E L F .  T H E R E  I S  A  G R A D U A L  
P R C G R E S S I C N  O F  T H E  P R O C E S S  U N T I L  M O S T  C F  
T H E  A F F E C T E D  5 C N S  I S  I N V O L V E D .  I N  E X T R E M E  
C A S E S  S E V E R E  F A C I A L  D E F O R M I T Y  M A Y  R E S U L T .  

E M E R G E N C Y  A N D  F I R S T  A I D  P R O C E D U R E S  • • • • • • • • • • • •  

W A S H  E Y E S  C O P I O U S L Y  W I T H  W A T E R  A T  L E A S T  1 5  
M I N U T E S .  E Y E L I D S  S H O U L D  E E  H E L D  A P A R T  D U R I N G  
I R R I G A T I O N .  K E E P  E Y E S  W E T  W I T H  W A T E R  U N T I L  
A N  E Y E  S P E C I A L I S T  I S  I N  A T T E N D A N C E .  
I M M E D I A T E L Y  F L U S H  W I T H  C O F I O U S  W A T E R .  I F  
P h C S P H C R U S  R E M A I N S  I M B E D D E D  I N  T H E  S K I N /  T H E  
C C N T A M I N A T S O  A R E A S  S H C U L O  B E  S U B M E R G E D  I N  
• A T E R .  V I S I B L E  P I E C E S  O F  P H O S P H O R U S  S H O U L D  B E  
P s M O V E D .  

P A G E  0 4  



«EACTivtrv • |YELLO*» 

M E D I C A L :  ( 3 0 3 )  5 9 5 - 5 0 4 6  R C C K Y  H  T N  SPECIAL HAZAPO 

REVISION: E F F E C T I V E :  1 0 / 1 7 / 2 5  P R I M E D :  0 4 / 1 9 / 8 8  

INHALATION 

INGESTION. 

(NTAMINATICN PROCEDURE: 

SQTES TO PHYALC^AN.......: 

VENTILATION REQUIREMENTS, 

R E C O M M 6 N O E O  P E R S O N A L . .  
O T E C T I V E  E Q U I F M E N T  

R E S P I R A T O R Y . . . .  

3 C D 

EMERGENCY AND FIRST AID PROCEDURES 

R E M O V E  V I C T I M  I M M E D I A T E L Y  T C  F R E S H  A I R .  I F  
B R E A T H I N G  H A S  S T O P P E D *  P E R F O R M  A R T I F I C I A L  
R E S P I R A T I O N .  C A L L  A  P H Y S I C I A N .  
C A L L  A  P H Y S I C I A N  I M M E D I A T E L Y .  A V C I D  C O N T A C T  
F R C P  V C M I T L S  C F  O T H E R  E O O Y  F L U I D S /  S I N C E  T H E Y  
M A Y  C O N T A I N  P H C S P H C R U S  T H A T  C A N  C A U S E  B U R N S  O F  
E Y E S  A N D  S K I N .  I F  T H E  V I C T I M  I S  C O N S C I O U S  
I N D U C E  V O M I T I N G  3 Y  G I V I N G  L A R G E  Q U A N T I T I E S  O F  
u A T E R  T O  D R I N K  A N D  H A V I N G  T H E  P E R S O N  T O U C H  
B A C K  C F  T H R O A T  W I T H  H I S  F I N G E R .  C O  N O T  A T T E M P T  
T O  M A K E  A N  U N C C N S C I O U S  P E R S O N  V O M I T .  
K E E P  » E T T E D  O R  I M M E R S E D  I N  W A T E R  U N T I L  A L L  
V I S I B L E  P H C S P H C R U S  P I C K E D  O F F  A N D  F L U S H E D  A W A Y .  
I M M E D I A T E  G A S T R I C  L A V A G E  W I T H  4  L I T E R S  O F  
P O T A S S I U M  P E R M A N G A N A T E  C 1 : 5 Q 0 C  O R  2  P E R C E N T  
H Y D R O G E N  P E R O X I D E  F O L L O W E D  3 Y  A C T I V A T E D  
C H A R C C A L )  S H O U L D  B E  P E P F O R M E D .  M I N E R A L  
O I L  O R  P E T R O L A T U M  B Y  " C U T H  O R  G A V A G E  H A S  
9  E  E N  U S E D  T O  P R E V E N T  A E S O F P T I C N  A N D  H A S T E N  
E L I M I N A T I O N ;  A  D O S E  O F  2 0 C - 2 5 C  M L  I N I T I A L L Y  
A N D  F O L L O W E D  B Y  3 C  M L  E V E R Y  3  H O U R S  F O R  
4 6  H O U R S  I S  G I V E N .  M A G N E S I U M  C R  S O D I U M  
S U L F A T E  C A T H A R T I C S  M A Y  B E  I N D I C A T E D /  I F  N C  
G I  B L E E D I N G  O R  D I A R R H E A  I S  P R E S E N T .  
T R E A T M E N T  I S  S Y M P T O M A T I C  A N D  S U P P O R T I V E /  
4 1 T  H  A T T E N T I O N  T O  S H O C K /  A C I D C S I S /  8 L 0 C D  
L O S S /  C A R D I A C  A R R H Y T H M I A S /  S E I Z U R E S /  I N I T I A L L Y  
A N D  n E P A T I C  A N D  R E N A L  F A I L U R E  L A T E R .  

SPECIAL PROTECTION 

NCTHING SPECIAL ASSUMING FROPER CONTAINMENT 
OF PHCSPHCRUS AT ALL TIMES. USE SELF CONTAINED 
3EATHING APPARATUS/ IF VAPOR IS EXPECTED. 
SEE BELOW, 

-EAR NIOSH/MSHA APPROVED SELF-CONTAINED 
5REATHING APPARATUS/ NEAR BURNING PHOSPHORUS. 

P A G E  0 5  
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Chemical Safety Data Sheet 
PHOSPHORUS 

PREFACE 

Phosphorus, elemental, is a solid material at ambient temperatures 
that ignites spontaneously in air and burns vigorously. It is classified 
as a flammable solid by Department of Transportation regulations. 

Due to its low melting point, 44.1°C (111°F), bulk quantities are 
usually shipped in a molten form, covered with water, inert gas, or a 

combination of both. 

Phosphorus will cause severe burns on contact with the body or 
eyes. When burning in air, it emits large volumes of acrid white fumes 
which are very irritating when breathed. 

The full text of this chemical safety data sheet should be consulted 
for details of the hazards of phosphorus and recommendations for 

their control. 

FIRST AID-SEE PAGE 11 

For assistance in the event of any emergency involving this chemical in 
transportation, call MCA's Chemical Transportation Emergency Center. 

CHEMTREC 
(800) 424-9300* (Us* 483-7616 in District of Columbia) 

Toll-fr**, day or night 

• UM IMI diiMixa ««•»» nwmk«f it 

In CANADA, call Canadian Chemical Producers Association's TEAP 
(Transportation Emergency Assistance Plan) 
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Chemical Safety Data Sheet 

PHOSPHORUS 
1 .  N A M E  

Chemical Name: 
Common Name: 
Formula: 

Phosphorus 

Phosphorus, white phosphorus, yellow phosphorus P« 

2 .  P R O P E R T I E S  

2.1 GEAHE AND STRENGTH 
Elemental white or yellow 99.9% (Amorphous (red) phosphorus is not covered 

in this data sheet) 

2.2 IMPORTANT PHYSICAL AND CHEMICAL PROPERTIES 
Physical Waxy solid 
Ignition Temperature Spontaneously ignites in air 
Boiling Point _.280.53C (536.9°F) 

Color - Colorless to pale yellow to deep straw (in solid form 
under water it is chalky white) 

Corrosivity None in absence of air (See 5.2 Reactivity Hazards) 
Deliquesence—Hygroscopicity None 
Heat of Combustion 5.9 kilocalories per gram 
Heat of Fusion 1 5.0 calories per gram 
Heat of Vaporization 101 calories per gram 
Light Sensitivity Turns red in sunlight 

•Melting Point 44.1°C (II 1°F) 

Odor Mildly characteristic (phossy). Fumes from burning 
phosphorus are pungent, sharp. 

Reactivity -Dangerously so in air or with oxidizing agents (See 
5.2 Reactivity Hazards) 

Specific Gravity 
at20°C (683F) Water 1.8231 
at25°C(77°F) Water. 1.8198 
at 50*C (122°F) Water 1.737 

Solubility in H,0 —0.003% at 20°C (68°F) 
Specific Heat 0.19 at 73C (44.6°F) to 30°C (86aF) 

••Thermal Expansion 3.5% at melting point 
Vapor Density (Air = 1) 4.42 
Viscosity 1.694 ccntipoisc (pure), 0.967 (saturated with water) 

at 50°C (122°F) 

Threshold Limit Value 0.1 mg/m3 1974—ACGIH, American Conference of 
Governmental Industrial Hygicnists 

• Liquid phosphorus must be super cooled to 39.1 *C (102*F) to solidify completely without leaving a liquid core. 
•• Camion—Phosphorus covered with a thin layer of water can shrink away from the sides of the tank car upon solidification, 
thus draining the water cover from the surface of the phosphorus, leaving it exposed. 

5 



Manual She«t SD-1 6 Manufacturing Chemists Association PHOSPHORUS, ELEMENTAL 

3 .  T R A I N I N G  A N D  J O B  S A F E T Y  

3.1 EMPLOYE EDUCATION AND 
TRAINING 

3.1.1 Safe handling of phosphorus depends 
largely upon the effectiveness of employe education, 
proper operating procedures, the use of safe equip­
ment and diligent supervision. 

3.1.2 This data sheet contains pertinent material 
that should be included in the employe training ac­
tivity. Additionally the MCA publications of Case 
Histories of Accidents in the Chemical Industry pro­
vide details of accidents and injuries involving phos­
phorus that may be useful. 

3.1.3 Employes should be instructed in the haz­
ards of this chemical. Speed in stopping the com­
bustion of pliuspliui us is of primary importance. 
First-aid treatment should be started at once in all 
cases of contact with phosphorus, in any form, or 
serious injury may result. Skin exposure requires the 
immediate immersion of the affected area in water 
followed by medical attention. Contaminated cloth­

ing should be removed immediately, preferably while 
showering. Eye exposure requires immediate decon­
tamination with plain water at an eye bath for at least 
15 minutes, followed by medical attention. 

3.1.4 Employes should shower daily on finishing 
work. Food should not be stored or eaten near the 
place where phosphorus is handled. Any abnormal 
condition of the jaw or mouth should be reported 
immediately. 

3.2 SAFETY REVIEW 

For continued safe operation it is important for 
supervision to execute a thorough process review at 
regular intervals. For maximum effectiveness, this 
review should cover all aspects of the operation and 
should include the participation of selected repre­
sentatives of operations, maintenance, technical and 
any other related activities. The MCA publication. 
"Guidelines for Risk Evaluation and Loss Prevention 
in Chemical Plants (1970)" may be helpful. 

4 .  H E A L T H  H  A  Z  A  R  D  S  -  M  E  D  I  C  A  L  M A N A G E M E N T ,  
F I R S T  A I D ,  A N D  P R O T E C T I V E  E Q U I P M E N T  

4.1 HEALTH HAZARDS 

Phosphorus ignites spontaneously when exposed 
to air and contact with the skin or clothing may 
cause severe burns. If combustion takes place in a 
confined space, oxygen may be consumed below a 
safe breathing level. Moderate concentrations of the 
vapors from burning phosphorus are irritating to the 
eyes. nose, throat and lungs. 

If phosphorus is taken by mouth, it is absorbed 
from the gastrointestinal tract It can also be ab­
sorbed from the lungs. In the modern utilization of 
phosphorus in industry, the principal mode of ex­
posure is by inhalation. It is possible that the ab­
sorption of the lower oxides might produce edema of 
the lungs. 

After the absorption of a sufficient amount of 
phosphorus, acute toxic effects are produced in the 
liver and arc accompanied by vomiting and marked 
weakness. The long continued absorption of phos­
phorus may result in necrosis of the mandible or 
maxilla (jawbone) and is known as "phossy jaw." 

Phosphinc (PH-) is a highly flammable toxic foul-
smclling gas. It may be present in phosphorus as a 
polymer or generated at low rates at a temperature of 

(1851F) and with the water at a pH of 6.5. As 
the pH of the water increases, the rate of phosphinc 
generation increases. Phosphinc. which has a charac­
teristic odor of rotten onions or decaying fish, has a 

Threshold Limit Value (TLV) of 0.3 ppm. Phos­
phinc can ignite spontaneously in air. 

4.1.1 Warning Properties 

Elemental phosphorus has no strong warning 
properties (Sec 2. Properties—Odor). 

4.1.2 Acute Toxicity 

4.1.2.1 Local Effects 

Phosphorus, when in contact with air spon­
taneously ignites and burns freely and will cause 
severe local tissue burns if it contacts the skin. Com­
bustion of phosphorus on the skin results in the 
formation of mcta- and ortho-phosphoric acid and 
small amounts of red phosphorus. These compounds 
arc of no importance clinically, as the heat coagula­
tion of the tissues is the important effect of phos­
phorus burns. A firm scab is produced and is sur­
rounded by blisters. 

Phosphorus is especially hazardous to the 
eyes and produces severe damage. 

4.1.2.2 Systemic Effects 

4.1.2.2.1 Phosphorus 

The absorption of phosphorus when taken 
by mouth may be delayed as much as 2 hours. In a 
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few hours after ingestion there is an initial stage of 
local gastrointestinal irritation characterized by 
nausea, vomiting and severe abdominal pain. The 
vomitus may have a garlic-like odor and may be 
phosphorescent (luminous in the dark.) 

After 24 to 36 hours, the symptoms sub­
side. After a few hours, or a few days, nausea, vomit­
ing and abdominal pain reappear with diarrhea and 
abdominal tenderness. The skin becomes jaundiced. 
The toxic state lasts 2 to 15 days, averaging 8 days. 
In fatal eases, most deaths occur within 4 to 5 days. 
The fatal dose is generally about 100 mg, but even 
15 mg may produce a severely toxic reaction. 

Absorption of phosphorus through the skin 
following severe burns may produce systemic toxicity. 

4.1.2.2.2 Phospine 

When low concentrations are inhaled, 
phosphine may cause headache, dizziness, tremors, 
general fatigue, burning substernal pain, nausea, 
vomiting and diarrhea. A productive cough with a 
fluorescent-green sputum, acute dyspnea and pul­
monary edema may develop. Death is usually pre­
ceded by tonic convulsions which may occur sud­
denly after the patient has apparently recovered. 

Phosphine's characteristic decayed fish odor 
is barely detectable at concentrations of 1.5 to 3 ppm. 
Serious effects arc produced following exposure to 
5 to 10 ppm for several hours. Death occurs fol­
lowing x/i to 1 hour exposure to concentrations of 
400 to 600 ppm. 

4.1.3 Chronic Toxicity 

Chronic poisoning occurs from "long continued 
absorption of phosphorus especially through the 
lungs but also through the gastrointestinal tract. 

A form of generalized weakness, accompanied 
by anemia, loss of appetite, gastrointestinal com­
plaints. chronic cough..and pallor has been reported 
to be due to systemic phosphorus poisoning. The 
most common form of chronic poisoning also causes 
changes in the long bones. Seriously affected bones 
may become brittle, leading to spontaneous frac­
tures. Industrially, necrosis of the bone is seen only 
in the jawbones. In such cases, the first symptoms 
are usually toothache and excessive salivation, fol­
lowed by the loosening of one or more teeth and 
severe pain and swelling of the jaw. A suppurative 
ulceration develops in the gums around the tooth or 
tooth socket which may invade the bone itself. There 
is a gradual progression of the process until most of 
the affected bone is involved. In extreme cases severe 
facial deformity may result. 

The chronic effects produced by phosphine arc 
essentially the same as those produced by phos­
phorus. 

4.2 iWEMCAl. MANAGEMENT 

4.2.1 PlivmYal Examinations 

4.2.1.1 Prr/ilaremenl Physical 
Examinations 

Prcplaccmcnt medical examinations should 
be directed toward eliminating from exposure to 
phosphorus those workers with any evidence of his­
tory of liver disease and those workers with anv of 
the following dental defects: gingivitis, pyorrhea, 
carious teeth, exposed sockets and dental cysts. Ab­
sence of all natural teeth is no contraindication. 

4.2.1.2 Periodic Examinations 

An annual physical examination should be 
given to each employe who is frequently exposed to 
phosphorus. He should be instructed to report any 
illness he experiences. 

4.2.1.3 Dental Examinations 

Periodic dental examinations are particularly 
indicated in those who work with phosphorus. The 
frequency of these examinations is dependent upon 
the type and degree of exposure. The examination 
interval therefore may vary from once a year to as 
frequent as once a month. Undesirable dental con­
ditions should be corrected and the employe should 
not be allowed to work around phosphorus until 
the condition has been properly treated. Full mouth 
dental x-rays should be made before employment. 
This should be repeated at the discretion of the 
dentist. 

4.3 FIRST AID 

4.3.1 General Principles 

Speed in stopping t ie combustion of phosphorus 
is of primary importance and. secondly, the removal 
of the material from contact with the skin. First-
aid treatment should bo started at once in all eases of 
contact with phosphorus in any form or serious injury 
may result. Refer all injured persons to qualified 
personnel cvcn.whcn the injury appears to be slight. 

4.3.2 Contact *ith Skin 

Immediate application of water to the area will 
stop combustion of the phosphorus. This may be 
accomplished by plunging the affected parts in water 
or bv the copious use of running water. Contam­
inated clothing should be removed promptly. If avail­
able. ice water will help relieve pain and help mini­
mize severity of burn. The area should be irrigated 
for at least 30 minutes. If small particles of phos­
phorus arc adherent to the skin, they can be seen in 
a darkened area as they arc luminous. The small 
particles of phosphorus can be removed with tweezers 
while the part is immersed in water. 
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It should be borne in mind that following severe 
burns, and particularly in those involving a large 
area of the body surface, shock may appear at any 
time. Shock should be treated promptly. No oil or 
ointment of any kind should be applied to burned 
areas without the sanction of the attending physician. 

CAUTION: It should be remembered that the 
phosphorus stops burning after the application of 
water but when the area dries, due to the evaporation 
of water, the phosphorus will spontaneously ignite 
acain. Drying may be prevented by covering the area 
with a cloth wet with water. The phosphorus must be 
removed as soon as possible. 

A physician should be called at the earliest pos­
sible moment. 

4.3.3 Contact with Eyea 
If even TTmrnre quantities of phosphorus, either 

in solid form or in solution, enter the eves they should 
be irrigated immediately and copiously with water for 
a minimum of 15 minutes. The eyelids should be 
held apart during the irrigation to ensure contact of 
water with all the tissues of the surface of the eyes 
and lids. A phvsician. preferably an eve specialist, 
should be called in attendance at the first possible 
moment. If a physician is not immediately available, 
the eye irrigation should be continued until the 
services of a physician arc available. 

Ophthalmologists may be interested in a method 
of treatment for chemical burns of the eve described 
by Ralph S. McLaughlin. "Chemical Burns of the 
Human Cornea," American Journal of Ophthalmol­
ogy, 29: 1355, 1946. 

4.3.4 Ingestion 
If phosphorus is swallowed, either in a paste or 

as "phossy water," a physician should be called im­
mediately. The patient should be made to vomit at 
once. If necessary, stick finger down the throat to 
cause vomiting. Repeated vomiting should be en­
couraged by giving large quantities of fluids. The 
injurious results of absorption may not occur for a 
matter of hours, therefore, pstrfc washing should be 
carried out whenever a patient is seen. There is no 
established antidote. Do not give oily cathartics; 
avoid fatty foods, including milk. 

NEVER GIVE ANYTHING BY MOUTH OR 
ATTEMPT TO CAUSE VOMITING IN AN UN­
CONSCIOUS PATIENT. 

4.3.5 Inhalation 
Burning phosphorus in a confined area may 

cause a depletion of the oxygen from the air to a 
sufficient extent to cause asphyxiation. The patient 
should be removed at once to fresh air and effective 
artificial respiration initiated immediately if breathing 
has ceased. A physician should be called at once. 

4.4 PERSONAL PROTECTIVE EQUIPMENT 

4.4.1 Availability ami Use 
Personal protective equipment cannot be con­

sidered as a substitute for tight controls in the 
handlins of phosphorus. The potential risk of con­
tact with phosphorus dictates the need for an ade­
quate supplv of approved personal protective equip­
ment be provided and prescribed use enforced. 

4.4.2 Eve Protection 
Whenever the danger of contact with phos­

phorus is present, full eye and face protection should 
be worn. This can best be provided by chemical 
safety goggles with impact resistant glass or plastic 
lenses and a full length face shield. -A full chemical 
hood which completely covers the head, face and 
neck may also be considered. 

Approved spcctaclc-tvpe safety glasses are rec­
ommended as minimum eye protection for other 
work areas. 

4.4.3 Respiratory Protection 
Entry into bins, hoppers and vessels in phos­

phorus related operations presents a potential ex­
posure to toxic vapors of phosphorus, phosphine, 
flouridc. carbon monoxide, etc. Unless thorough air 
sampling indicates the atmosphere is free of toxic 
vapor and that an adequate oxygen level is assured, 
maximum respiratory protection in the form of self-
contained breathing equipment or a supplied air 
breathing system should be worn. 

In other open work areas where minimal res­
piratory protection may be indicated, a chemical 
cartridge-type respirator may suffice. 

4.4.4 Head Protection 
Approved safety hats should be worn where 

there is an exposure to head injury. 

4.4.5 Foot Protection 
Leather or rubber safety shoes with built-in steel 

toe caps are recommended for workers in all phos­
phorus related work areas. High .top styles are 
preferred. " 

4.4.6 Body, Skin and Hand Protection 
Because phosphorus ignites in air, contact with 

the skin may result in very serious burns. Where a 
potential exposure to phosphorus exists such as open­
ing a line, a protective suit with hood offers ideal 
protection. However, protective coats, trousers, boots 
and gloves offer good body protection. The head and 
face should then be protected by safety hat, chemical 
goggles and face shield. 

Protective suits exposed to phosphorus should 
be washed immediately with water to remove phos­
phorus particles. 
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5 .  F I R E  H A Z A R D S ,  F I R E  F I G H T I N G  

5.1 FIRE HAZARDS 

Phosphorus ignites spontaneously in air and burns 
vigorously. Fires can be controlled by covering with 
water, sand, or earth to exclude the air. Foam ex­
tinguishers may also be used. Avoid the use of high 
pressure water streams. 

5.2 FIRE FIGHTING 
Phosphorus ignites spontaneously upon exposure 

to air and emits clouds of white acrid fumes. Self-
contained breathing equipment is recommended for 
fire fighting activities. 

Large spills of phosphorus should be restricted by 
damming with earth or A shallow layer of 
water on the surface of burning phosphorus will 
effectively extinguish the fire. Water application 
should be made as softly as possible. High pressure 
streams scatter molten phosphorus with each of the 

smalt particles burning violently. Water application 
regardless of pressure, should use fog or spray noz­
zles to provide gentle application. Dry chemical 
extinguishers arc relatively ineffective. Foam extin­
guishers can be used to bring a spill fire under 
control. 

A leak from a phosphorus line or tank can often 
be controlled by applying a cooling stream of water 
at the leak to chill and solidify the liquid phosphorus. 
Solid phosphorus unless covered with water, sand or 
earth to exclude the air will slowly melt, and ignite. 

Fire hydrants and hose stations should be dis­
tributed so that spill fires may be approached from 
an upwind position. 

Except in small confined spaces the use of steam 
on phosphorus fires should be avoided because it 
tends to spread the fire and does not aid in cooling 
the phosphorus. 

T Y  H A Z A R D  A N D  C O N T R O L  6 .  I N S T A B I L I T Y ,  R E A C T I V I  

6.1 INSTABILITY HAZARDS—None 

6.2 REACTIVITY HAZARDS 

When exposed to air, phosphorus ignites spon­
taneously and burns vigorously. Phosphinc. a flam­
mable. toxic gas. can be generated when phosphorus 
contacts oxidizing agents or when the phosphorus 
water cover is allowed to reach a pH over 6.5 at a 
temperature of 85°C (185'F). A phosphinc poly­
mer can also exist in phosphorus so phosphine may 

always be present. Phosphine can ignite spon­
taneously. 

Hydrogen has also been known to be present above 
a phosphorus surface. If the phosphorus water cover 
is allowed to drop below 5.5 pH. the steel container 
may be attacked chemically and lead to hydrogen 
generation. 

The phosphorus water cover should be controlled 
between a 5.5-6.5 pH range for maximum safety. 

7 .  E N G I N E E R I N G  C <  

7.1 BUILDING DESIGN 

Since the production of elemental phosphorus in­
volves operations which create carbon monoxide, 
phosphinc, smoke, dust, molten slag and metal— 
structures, particularly the furnace plant should be 
designed to allow as much natural ventilation as pos­
sible. To obtain more effective ventilation it may be 
necessary to provide a fume removal system. 

7.2 EQUIPMENT DESIGN 

7.2.1 Since elemental phosphorus ignites spon­
taneously upon exposure to air. it is essential that it 
be contained or handled in closed systems and stored 
under a water cover. 

N T R O L  O F  H A Z A R D S  

7.2.2 Storage tanks may be constructed of con­
crete or of welded steel without bottom or side 
outlets. 

7.2.2.1 Above grade storage tanks should be 
placed in retaining basins, also constructed of con­
crete or of welded steel, without bottom or side 
outlets. 

7.2.2.2 The basins should be large enough to 
retain the full contents of the tanks or tanks with an 
allowance for water coverage. Basins should be 
cleaned periodically of accumulated dirt to retain 
their original design capacities. 

7.2.2.3 Water lines should be installed to the 
retaining basins to permit flooding. 
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7.2.2.4 Scakd tanks should be equipped with 
frangible discs or safety valves and seals set to 
release at a predetermined pressure. An ample 
safety factor should be allowed to protect the tank 
itself. Discharge from these devices should be di­
rected into a retaining basin. 

7.2.2.5 Storage tanks should be equipped with 
heating coils for either hot water or steam. 

7.2.3 To avoid corrosion at the water line, all 
pipe lines should be equipped with non-corrosive 
sections at those points where the pipes enter the 
liquid. 

7.2.3.1 The pipe used to carry phosphorus 
being pumped or transferred, should be jacketed with 
hot water or steam traced to prevent freezing of the 
phosphorus, and should be installed to allow for 
expansion ar|rl nnnmntimt 

7.2.3.2 Pipe lines for phosphorus should be 
sloped to the outlet to allow maximum drainage. A 
warm water connection should be made to flush out 
the lines after use. 

7.2.4 Plug or ball valves (all steel) are preferable 
to other types. Flange shields are suggested for pro­
tection in case of gasket failure. Where possible, all 
connections to valves or tanks should be of the 

welded flange type. Valves should be hot water 
jacketed or steam traced. 

7.3 VENTILATION 

Good ventilation is essential in all phosphorus 
handling operations. Building design and equipment 
layout should take full advantage of natural ventila­
tion. However, it may be necessary to provide 
mechanical ventilation at sources of dusts, fumes and 
vapors to ensure that a safe atmosphere is being 
maintained. 

7.3.1 Routine air sampling of the work environ­
ment for phosphorus " and other potential contam­
inants. such as phosphine, carbon monoxide and sul­
fur dioxide is recommended to ensure the adequacy 
and effectiveness of the ventilation systems and other 
engineering controls. 

7.4 ELECTRICAL EQUIPMENT 
General purpose electrical installations are nor­

mally used in phosphorus production areas. 

* A gas chromatic method of detecting 0.004 trig of elemental 
phosphorus per cubic meter of air has been developed by 
C. D. Bohl and E. F. Kaeible and reported in American Indus­
trial Hygiene Association Journal. Volume 34, pp. 306-309. 
Determination of Elemental Phosphorus in Air by Gas 
Chromatography, 1973. 

8 .  S H I P P I N G ,  L A B E L I N G ,  H A N D L I N G  

8.1 STORAGE 

8.1.1 Phosphorus is stored under water. In con­
tact with water certain gaseous compounds are 
formed, and minute particles detach themselves from 
the main body of the phosphorus which oxidize in 
the cover water and slowly acidify it. The tempera­
ture of the cover water is a factor in the acidification. 
The process will in time corrode the container above 
the phosphorus leveL The pH of the cover water 
should be periodically checked for acidity. When the 
acidity is below pH 5.5, the cover water should 
be neutralized to pH range 5.5-6.5 with lime, am­
monia or soda ash. Tests show that a pH up to 6.5 
is a safe limit for alkalinity to avoid the evolution of 
phosphine. Dry soda ash should never be dumped 
into the water since this could result in the formation 
of high pH around the soda ash particles which 
greatly increases the evolution of phosphine. Soda 
ash should be dissolved in hot water and the solution 
pumped into the water and thoroughly mixed. 

8.1.2 Storage tanks should be remote from con­
gested areas. Personnel traffic should be restricted to 
essential workers only. 

8.1.3 Mechanical ventilation should be provided 
where phosphorus is stored or handled inside 
buildings. 

8.2 LABELING AND IDENTIFICATION 

8.2.1 DOT Labeling and Identification * 

8.2.1.1 Each container shall be marked with 
the proper shipping name "Phosphorus, white or 
yellow, dry" or "Phosphorus. white or yellow, in 
water" per DOT 173.401(a). 

8.2.1.2 Outside shipping containers, except 
bulk containers, must bear the "Flammable Solid" 

• label as described in DOT 173.410. 

8.2.1.3 Tank cars and other cars containing 
one or more containers of phosphorus must bear the 
DANGEROUS placard per DOT 174.541 (a)(1), 
(2). (3) and tank cars previously loaded with phos­
phorus. when shipped filled with water or inert gas. 
must bear the "Caution—Residual Phosphorus" 
placard per DOT 174.555. 

8.2.1.4 Tank motor vehicles, whether loaded 
or empty, and other motor vehicles transporting 
phosphorus, white or yellow, dry or wet. in any 
quantity of 1000 pounds or more, must be placarded 
FLAMMABLE per DOT 177.823 (a)(1), (2), (3) 
and (b) (I). 

* DOT Regulations should be checked for changes. 
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8.2.2 Precautionary Labeling 

The Manufacturing Chemists Association rec­
ommends that ail containers of phosphorus, white or 
yellow, in water should bear a label as shown. The 

text is designed for the product as shipped for indus­
trial use. It should be used in addition to or in com­
bination with any specific wording required by law. 
Since individual statutes, regulations or ordinances 
may require that particular information be included 

r 

f 

PHOSPHORUS 
White or Yellow 

(For Shipment Under Water) 

DANG€R! EXTREMELY FLAMMABLE 
CATCHES FIRE IF EXPOSED TO AIR 
CAUSES SEVERE BURNS 
MAY BE FATAL IF SWALLOWED OR INHALED 

Contents packed under water and will ignite if water is removed. 

Do not get in eyes, on skin, on clothing. 

Do not breathe vapor. 

Wear heavy protective gloves, goggles, and face shield. 

Keep container closed. 

Use only with adequate ventilation. 

Wash thoroughly after handling. 

POISON 
Call a Physician 

FIRST AID: 

In Case of Contact, immediately flush skin or eyes with plenty of water 
for at least 15 minutes while removing contaminated clothing and-
shoes. Keep skin area wet until medical attention is obtained. Wash 
clothing before reuse. 

If Swallowed, induce vomiting by sticking finger down throat or by 
giving soapy water to drink. Repeat until vomit fluid is clear. Never 
give anything by mouth to an unconscious person. 

If Inhaled, remove to fresh air. If not breathing give artificial respira­
tion, preferably mouth-to-mouth. If breathing is difficult, give oxygen. 

In Case of: Fire, Spill, or Leak—Cover with water, sand, or earth. 

1 1  



Manual Shaet SO-16 Manufacturing Chemists Association PHOSPHORUS, ELEMENTAL 

in a label, that certain information be displayed in 
a particular manner, or that a specific label be allixcd 
to a container, the use of this label will not neces­
sarily ensure compliance with such laws. Such laws 
include the Federal Hazardous Substances Act: Fed­
eral Insecticide. Fungicide and Rodcnticidc Act; and 
similar state and municipal legislation. 

8.3 NON-BULK CONTAINERS 

Phosphorus, white or yellow, is classified by the 
DOT as a Flammable Solid. As such it must be 
packed in DOT specification containers when 
shipped by rail, water, or highway and all DOT 
regulations governing loading, handling and labeling 
must be followed. 

8.3.1 Type and Size 

Authorized containers for phosphorus, white or 
yellow, arc indicated in DOT 173.190. Special refer­
ence is made to shipments by rail express. The usual 
containers used for this commodity are as follows: 

8.3.1.1 Phosphorus, white or yellow, wet 
(shipped under water). 

8.3.1.1.1 DOT Spec. 15A or 15B. Wooden 
boxes with inside containers which must be her­
metically sealed (soldered) metal cans, enclosed in 
other hermetically sealed (soldered) metal cans; or 
hermetically sealed (soldered) metal cans containing 
not over I pound each, enclosed in other watertight 
metal cans with screw-top closures: or hermetically 
sealed (soldered) metal cans enclosed in hermetically 
scaled (soldered) metal boxlining, DOT Spec. 2F. 

8.3.1.1.2 DOT Spec. 5A. 6A. or 6B. Metal 
barrels or drums, not over 30 gallons capacity each. 

8.3.2 When phosphorus is shipped or received in 
drums, care should be taken to see that all fittings are 
tight. 

8.3.3 The plug in the bung opening should be 
loosened to prevent rupture of the drum before the 
material is heated to the proper temperature, i.e.. 
above 44"C (llleF) and below 55CC (131eF). 
preferably to about 52°C (I26°F) before applying 
water to displace the material. 

8.4 BULK TRANSPORT 

8.4.1 General 

8.4.1.1 Loading and unloading operations 
should be conducted by fully trained, reliable em­
ployes under diligent supervision. 

8.4.1.2 Loading and unloading stations should 
be equipped with emergency showers or tubs of 
water for emergency immersion of personnel who 
have come in contact with phosphorus. 

8.4.1.3 Sec that the car or truck is spotted 
accurately and that the track or road is level. Prefer­
ably. loading and unloading operations should be 
conducted in limited personnel access areas and 
posted "Authorized Personnel Only." 

8.4.1.4 The hand-brake should be set and 
standard chocks or rail clamps should be installed to 
block the wheels at the time of loading or unloading. 

8.4.1.5 Shipper's instructions for unloading 
should always be followed and all precautionary 
markings on both sides of tank or dome should be 
read and observed. 

8.4.1.6 Personnel engaged in connecting, load­
ing or unloading lines or sampling should wear pro­
tective clothing (See 4.4 Personal Protective Equip­
ment). 

8.4.1.7 In the event of a leak in the tank car 
cr tank truck or the fittings that cannct be stopped by 
following the instructions from the supplier (which 
may include a suggestion to play a stream of low 
pressure cold water on the leak point and through 
the external coils to freeze the phosphorus) or by 
simple adjustment or tightening, immediately contact 
the shipper or MCA CHEMTREC—800-424-9300 
for further instructions. 

8.4.1.8 Damage Enroute. In case a tank car 
or tank truck becomes damaged enroute so that it 
cannot proceed safely to its destination, every effort 
should be made to park it where it will not endanger 
necple. traffic. or property. The police and fire 
department should be notified and public warned to 
stay away. If a leak or spill is involved, follow 
MCA Chem-Card precautions as available or contact 
shipper or MCA CHEMTREC—800-424-9300 for 
safe disposal instructions. 

8.4.2 TankTrticks 

DOT Spec. MC 310. MC 311. or MC 312. 
Tank muter vehicles, without bottom outlet and with 
insulation at least 4 inches in thickness, except that 
2 inches of insulation is authorized for tanks 
eqnioped with an exterior heating jacket. Interior 
heating coils arc not authorized. The- material must 
be immersed in water or be blanketed with an inert 
••as and be leaded at a temperature not exceeding 
60 "C (140'F). After unloading, the tank must be 
filled to its entire capacity with an inert gas or to its 
entire capacity with water having a temperature not 
exceeding 60"C (I40°F) or a combination of water 
and inert gas. 

Trucks should have their wheels chocked and 
jack stands arc recommended for trailer support if 
tractor is removed. 

8.4.3 Tank Car* 

8.4.3.1 Derails should be placed on the un­
loading track approximately one car length from the 
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car being unloaded, unless the car is protected by a 
closed and locked switch or gate. 

8.4.3.2 Metal "CAUTTON" signs should be 
fastened to the track. Signs should be I2"xl5". 
painted light blue. Use the legent "STOP—TANK 
CAR CONNECTED," with the letters in "STOP 
four inches high. Signs are available from safety 
equipment dealers. 

8 4 3 3 DOT Spec. 103. I03W, I 11A60-F-1, 
111A60-W-I. 111A100-W-1. 111AIOO-W-3. Tank 
cars without bottom outlet for discharge of lading 
and with approved dome fittings, external heater sys­
tems. and with insulation at least 3 inches in thick­
ness. except that thickness of insulation may be 
reduced to 2 inches over external heater coils. 
Bottom wash-out nozzle of approved design may be 
applied. Approved ciean-out nozzles may be applied 
to top of f < to aid in cleaning. These are usually 
10 inch I.D. nozzles closed with a bolted blind flange. 
The material must be immersed in water or be 
blanketed with an inert gas and be loaded at a 
temperature not exceeding 60°C (140°F). In cars 
DOT Spec. 103 and 103-W, the water must be 
loaded in the dome to not more than 50 per­
cent of the capacity of the dome. In cars DOT 
Spec. 111A60-F-1. 111A60-W-1. UlAlOO-W-l. 
11 1AI00-W-3 which are without domes, the outage 
is in the tank shell. Cars without domes must not 
be loaded to more than 98 percent of shell capacity 
with phosphorus. The water cover should be ad­
justed to 99 percent of the shell capacity. Inert gas 
of appropriate pressure or a combination of gas and 
water may be used. After unloading, the tank must 

be filled to its entire capacity with an inert gas or 
its entire capacity with water at a temperature not 
exceeding (SO 'C (!4()'F). If unloading domelcss 
cars fill with water to 99 percent of the shell capacity 
or an appropriate amount of inert gas or a combina­
tion of both. The unloaded car must be placarded 
with a caution placard described in DOT sect. 174.555 
before being offered for return mo\ement. See 
DOT Hazardous Material Tariff Section 174.562-66, 
Section 174.584(F), and 197.202-5 for placarding, 
billing, and special requirements in addition to Sec­
tion 173.190. 

8.5 SHIPPING 
8.5.1 Phosphorus, white or yellow, wet (under 

water) shipped by rail express must be shipped in 
DOT Spec. I5A or 15B wooden boxes with inside 
containers which must be hermetically sealed 
(soldered) metal cans, containing not over I pound 
each, enclosed in other water-tight metal cans with 
screw-top closures, or with soldered closures. This 
method is also authorized for rail, highway, and 
water shipments. 

8.5.2 Phosphorus, white or yellow, dry must be 
cast solid and shipped in DOT Spec. 6A. 6B. 6C 
metal barrels or drums not over 30 gallons capacity 
each. 

8.5.3 Phosphorus, white or yellow, dry must not 
be shipped by rail express. 

8.5.4 Unloading areas should be well supplied 
with tubs of water or emergency showers and eye 
baths which arc easily accessible and plainly marked. 

9 .  W A S T E  D I S P O S A L  G U I D E  

9.1 Discarding phosphorus, and materials con­
taminated with it, is not generally permissible. Con­
tact with the supplier or a waste disposal company 
is suggested. 

1 0 .  T A N K  A N D  E Q U I P M E N  

10.1 PREPARATION FOR THE JOB 
The hazardous nature of tank inspection, cleaning, 

or repairs requires that the foreman and crew be 
selected, trained, and drilled carefully. They should 
be fully familiar with the hazards, and the safe­
guards necessary for the safe performance of the 
work. 

10.2 PREPARATION OF THE TANK OR 
EQUIPMENT 

Gcaning or making repairs inside a tank may be 
hazardous even though the tank contained a non-

L I N E S  A N D  S P I L L  C O N T R O L  

9.2 "Phossy water" mu..t meet effluent standards 
before allowing it to flow out of the plant. 
9.3 Solid or pasty residues may be burned subject 
to air emission standards. 

T  C L E A N I N G  A N D  R E P A I R S  

toxic, non-flammable material or even after the tank 
has been cleaned of toxic or flammable material. 

10.2.1 Flush tank with hot water one or more 
times as needed. Water temperature should be at 
least 6CTC (I40 = F) for flushing; however some 
phosphorus handlers use water temperatures as high 
as 90SC (194CF). Remove the phosphorus water 
but leave enough to barely cover the residue in the 
tank. Then add four to six inches of the coldest 
water available, in order to chill any remaining phos­
phorus or solid residue in the bottom of the tank. 
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10.2.2 Run water into the cooling coils of the 
tank twelve to sixteen hours before the tank is en­
tered. The cooling water should be left on during 
the entire cleaning operation. 

10.2.3 Wherever possible, tanks or vessels should 
be cleaned from the outside, through clean-out 
openings. 

10.2.4 Pipe lines into or out of the tank or other 
apparatus should be disconnected, preferably by re­
moving a complete small section, and providing a 
blank flange on the open end to protect against 
human error and unsuspected leaks. Valves, cocks, 
and blank flanges in the pipe line should not be 
reiied upon. 

10.2.5 Danger signs should be placed suitably to 
indicate when workmen are in the tank or other 
ttpptlTStCBa 

10.2.6 The portable electric lights and power 
tools should be in good condition and grounded. Low 
voltage lights are recommended. 

10.3 TAISK ENTRY 

10.3.1 Be sure the tank can be left by the 
original entrance. 

10.3.2 Lock electrical switches in the off posi­
tion. remove drive belts, and otherwise completely 
safeguard against accidentally starting the agitating 
equipment or other moving parts located inside or 
adjacent to the tank entrance. 

10.3.3 Before entering a tank and during the 
course of the work, tests should be made by a quali­
fied person to determine that no further washing is 
necessary, that no oxygen deficiency exists and that 
no harmful gases are present. 

10.3.4 The person entering the tank must wear 
self-contained or supplied air breathing equipment at 

all times while in the tank, -together with rescue 
harness life line and wearing proper personal pro­
tective equipment. 

10.3.5 -One person in the tank at a time usually 
makes better progress than several. This is also con­
sidered safer, as it minimizes fouling of the air hose 
and life line with the piping or other equipment in 
the tank. The men should work in relays. 

10.4 EMERGENCY RESCUE 

10.4.1 Another person provided with the same 
equipment should be on guard at all times that 
worker(s) are in the tank. He should keep the man 
or men in the tank under constant observation. At 
least two men should be available to aid in rescue if 
it becomes necessary. 

10.4.2 A water hose with a control valve at the 
outlet should be in a ready position to protect the 
man in the tank. 

10.5 CLEANING AND REPAIRS TO 
TANK AND EQUIPMENT 

10.5.1 When first entering the tank it will be 
noted that some burning has occurred on the walls 
leaving deposits of acid. The acid should be washed 
down into the water to prevent injury to the worker 
and damage to the equipment. 

10.5.2 When the tank is cooled, all solids above 
the frozen phosphorus should be removed by means 
of a bucket. Then the solid phosphorus under the 
water in the bottom of the tank may be chipped 
and broken up with a chisel-pointed bar. The small 
pieces of phosphorus should be placed under water 
in a bucket to prevent burning and the generation of 
vapor. 

10.5.3 Extreme care should be taken in remov­
ing buckets not to spill any material on the person 
in the tank. 

14 
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FURNACE WASTE WATER COLLECTION SUMP SYSTEM 
DESIGN ASSESSMENT AND CERTIFICATION 

V-2400 

APPENDIX 2 WASTE WATER COLLECTION SUMP LINER 

SUMP LINER CALCULATIONS 
Calculation 15-2: Primary Containment Liner for Furnaces No. 2 & No. 3, Rev 0 
Calculation 15-5: Sump V-2400 and Containment Area Volumes, Rev 0 

SUMP LINER DESIGN DRAWINGS 
300664 - Standard Details Drip Pans, Rev 2 
300665 - Standard Details Double Wall Containment, Sht 1, Rev 0 
300666 - Standard Details Double Wall Containment, Sht 2, Rev 1 
300667 - Standard Details Double Wall Containment, Sht 3, Rev 4 
300668 - Standard Details Double Wall Containment, Sht 4, Rev 1 
300674 - Furnace #2 Wastewater Collection sump V-2400 Containment Plan, Rev 0 
300675 - Furnace #2 Wastewater Collection sump V-2400 Containment Sections, Rev 0 
300676 - Furn #2 Wastewater Collection sump V-2400 Containment Details, Sht 1, Rev 0 
300677 - Fum #2 Wastewater Collection sump V-2400 Containment Details, Sht 2, Rev 0 

SUMP MATERIAL OF CONSTRUCTION 
Record of Telephone Conversation: RAT-022, 8-19-99 

Basis for Material of Construction for the Wastewater Sumps 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

A-3 Sept-99 
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*****  SUMMATION OF TOTAL FORCES AND MOMENTS IN  GLOBAL COORDINATES *****  
FX =  -0 .5566849E-09  
FY =  -21180 .96  
FZ =  0 .4585121E-09  
MX =  3890003 .  

-11890 .06  
-2379002 .  

SUMMATION POINT= 0 .0000  0 .0000  0 .0000  

O e ^ - 0  L . o > A . O  



*****  SUMMATION OF TOTAL FORCES AND MOMENTS IN  GLOBAL COORDINATES *****  
FX =  -0 .3275162E-07  n  .  Te - r iP  
FY =  -21180 .96  ly  L  +-  /  £ /V7/  
FZ =  0 .1796100E-07  
MX =  3084745 .  

-845373 .0  
-2684546 .  

SUMMATION POINT= 0 .0000  0 . 0 0 0 0  0 . 0 0 0 0  



PG. 

ANSTS 5 .5 .15P  
HAR 4  1999  
08 :15 :38  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
BOTTOM 
DHX = .502815  
SHN =37 .524  
SMX =33065  
SHXB=51060  

37 .524  
3707  
7377 

El j  11047  
14716  
18386  

r_l 22056  
I—'  25725  
,  ,  29395  
t I 55I1CC 

FMC Poca te l lo  -  Ana lys i s  Of  P r imacy  Con ta inment  L ine r  For  Furnaces  2  S  3  



ANSYS 5 .5 . ISP  
HAR 4  1999  
08 :46 ;39  
MODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UY 
BOTTOM 
RSYS=0 
DHX = .502815  
SEPC-37 .642  
SHN =- .020652  
SMX = .334151  

- .020652  
.018761  
.058185  
.097609  
.137032  
.17  645  6  
. 21583  

[—|  .255303  
i——'  . 294727  

.334151  

FMC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 & 3 
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P a ,  ) l j 3 o  

_i3X-

ANST3 5 .5 . ISP  
HAR 4  1999  
08 :38249  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
BOTTOM 
DMX = .476305  
SHN =41 .359  
SHX =29061  
SHXB=29518  

41 .359  
3266  
6490  
9715  
12939  
16164  
19388  
22613  
25037  
29061  I I 

WI 

FHC Poca te l l a  -  Ana lys i s  Of  P r imary  Con ta inment  L ine r  For  Furnaces  2  & 3  



P c .  1 4 - / 3  

ANSYS 5 .5 . ISP  
HAR 4  1999  
08 :40 :48  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UX 
BOTTOM 
R5YS=0 
DHX = .475306  
SEPC-0 .767  
SHN = - .0506  
SHX = .279029  

- .0606  
- .022853  
.014873  
.05261  
.090347  
.  128083  
.16532  
.203556  
.241293  
.279029  
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MX 
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HN 
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ANSYS 5 .5 . ISP  
EAR 4  1999  
08 :41 :03  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UY 
BOTTOM 
R5YS=0 
DHX = .476306  
SEPC-8 .767  
SHN =- .031277  
SHX = .348801  

- .031277  
.010954  
.053185  
.095415  
.  137647  
.179878  
.222108  
.264339  
.30657  
.348801  



PG. 

HX 

ML 

ANSYS 5 .5 . ISP  
HAR 4  1999  
08 :42 :07  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
U2 
BOTTOM 
RSYS=0 
DHX = .476306  
SEPC-8 .767  
SHN =- .306651  
SMX = .078903  

- .306651  
- .2  63  812  
- .220972  
- .178133  
- .135294  
- .092454  
- .049615  
- .006776  
.036064  
.078903  

• 
I I 
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Pc \i133 

ANSYS .5 .5 .  ISP  
HAR 4  1999  
08 :51 :36  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
BOTTOM 
DHX = .054876  
SUN =58 .144  
SHX =24529  
SKXB=33805  

58 .144  
2777  
5495  
0215  
10934  
13  653  
16372  
19091  
2  IB  10  
24529  

I I 

[—] 

EH 
• 
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***** SUMMATION OF TOTAL FORCES AND MOMENTS IN GLOBAL COORDINATES ***** 
FX = -0.1666822E-07 n , , -rs „ M 
FY = -21180.96 V L -h TEniP E 
FZ = -0.1586320E-07 
MX = 2725522. 

#= -1006439. 
= -2879957. 

SUMMATION POINT= 0.0000 0.0000 0.0000 

Pc- i £>/ 
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ANSYS 5 .5 . ISP  
HAR 4 1999 
09 :40 :33  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV [AVG)  
BOTTOM 
DHX = .723456  
SKN =51 .262  
SHX -37034  
SHXB =  572  21  

61 .262  
4169  
8278  
12386  
16494  
20602  
24710  
28818  
32926  
37034  

FMC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 £ 3 
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ANSYS 5 .5 . ISP  
HAR 4  1999  
09 :41 :06"  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UY 
BOTTOM 
RSYS=0 
DUX = .723456  
SEPC-39 .441  
SMN =- .020824  
SMX = .530754  

- .020824  
.040462  
.101749  
.163035  
.224322  
.285608  
.346895  
.408191  
.469468  
.530754  

FMC Poca te l lo  -  Ana lys i s  Of  P r imary  Con ta inment  L ine r  For  Furnaces  2  £  3  



P<3. Zl/3^ 

ANSTS 5 .5 .  ISP  
HAR 4  1999  
09 :44 :14  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
TOP 
DHX = .725658  
SHN =954 .103  
SHX -40595  
SHXB=48749  

954 .103  
5359  
9763  
14168  
18572  
22977  

< 27382  
I—J  31786  

36191  
40595  

FHC Poca te i l a  -  Ana lys i s  Of  P r i  



PC. ~L~L 

HN 

ANSYS 5 .5 . ISP  
HAR 4  1999  
09 :46 :45  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV [AVG)  
BOTTOM 
DHX = .7756  
SHN =5 .14  
SHX =9169  
SHXB =18182  

S .  14  
102  3  
2041  
3060  
4078  
509  6  
6114  
7132  
8150  
9169  

I I 
m 

i i 

FMC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 £ 3 



PG. ZI/Z\ 

ANSYS 5 .5 . ISP  
HAR 4  1999  
09 :47 :08  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UX 
BOTTOM 
RSYS=0 
DHX = .7756  
SEPC-26 .596  
SHN =- .050243  
SHX = .210176  

- .050243  
- .021308  
.007628  
.036563  
.065499  
.094434  
.  12337  
.152305  
.  181241  
.210176  

E3 
If 



PC. T 

ax 

HN 

ANSYS 5 .5 . ISP  
HAR 4 1999 
09 :47 :23  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UY 
BOTTOM 
RSYS=0 
DHX = .7756  
SEPC-26 .596  
SHN =- .026208  
SKX = .536668  

- .026208  
.041889  
.1099B7 
.178084  
.246181  
.314279  
.382376  
.450473  
.51857  
.585668  

FHC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 S 3 



P& • TSV2»^ 

unr 

MN 

ANSTS 5 .5 . ISP  
HAR 4  1999  
09 :47 :37  
NODAL SOL TIT  ION 
STEP=2  
SUB =999999  
TIME=2 
U2  
BOTTOM 
R5YS=0 
DHX = .7756  
SEPC-26 .596  
SHN =- .466488  
SHX = .049294  

- .466488  
,409179  
.35197  
,294551  
,237252  
,179943  
122633  

,065324  
- .008015  
.049294  

I I _ 

EE . 

FMC Pocatello - Analysis Of Primary Containment: Liner For Furnaces 2 & 3 



Pa. Zc^/S5 
AN5YS 5 .5 . ISP  
BAR 4  1999  
09 :52 :34  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
BOTTOM 
DKX = .057444  
SHN =52 .21  
SKX -24559  
SMXB =  3  6056  

52  . 21  
2784  
5505  
8220  
10950  
13671  
16393  
19115  
21937  
24559  

• 

FHC Pocatello - Analysis Of Primacy Containment Liner For Furnaces 2 & 3 



PC' LL/2> 
*****  SUMMATION OF TOTAL FORCES AND MOMENTS IN  GLOBAL COORDINATES *****  ^  Ur>  

OL + TLC\A /> H I FX =  -0 .3766330E-07  
FY =  -21180 .96  
FZ =  0  .  436112  IE-0  7  
MX =  3519372 .  

=  -0 .490613  3E+0  8  
=  5803274 .  

SUMMATION POINT= 0 .0000  0 .0000  0 .0000  



PO.ZA>/3£ 

ANSYS 5 .5 . ISP  
HAR 4  1999  
10 :32 :18  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (J .VG)  
BOTTOM .  
DHX = .53J571  
SHN =111 .535  
SMX =35241  
SMXB =  459  63  

111 .535  
4018  
7920  
11823  
1572  6  
19629  

r—1 23532 
—I 27435  

E—1 31338  
®  35241  

FHC Poca te l lo  -  Ana lys i s  Of  P r imary  Con ta inment  L ine r  For  Furnaces  2  £  3  



Pg. 257/35" 

FHC Pocatello - Analysis Of Primary Containment Liner For Furnaces 253 

ANSYS 5 .5 . ISP  
HAR 4  1999  
10 :32 :39  
NODAL SOLUTION 
3TEP=2  
SUB =999999  
TIME=2 
UY 
BOTTOM #  
RSYS=0 
DHX = .533571  
SEPC-26 .135  
SKN =- .025636  
SKX = .313875  

- .025636  
.012038  
.049811  
.087535  
.  125258  
.  162982  
.200705  
.230428  
.276152  
.313875  

til 
|—] 



P<j . f 

ANSYS 5 .5 . ISP  
HAR 4 1999 
10 :34 :21  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV [  AVG)  
BOTTOM 
DHX = .533571  
SHN =208 .75  
SHX -34757  
SHXB=35589  

208 .75  
4047  
7885  
11725  
15553  
19402  

r_ i  23241  
1—1 27080  

30918  
34757  

FMC Pocateilo - Analysis Of Primary Containment Liner For Furnaces 243 



PG . J I ! 3 5 

Mx 

ANSTS 5 .5 . ISP  
HAR 4  1999  
10 :35 :20  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV [  AVG)  
TOP 
DHX = .467872  
SHN =111 .178  
SHX -34632  
SMXB=35458  

111 .178  
3947  
7783  
11618 
15454  
192  90  
23125  
26951  
30797  
34632  

• 
CD • 

FHC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 £ 3 



P A .  Z Z / 3 5  

DM 

ANSYS 5 .5 . ISP  
EAR 4  1999  
10 :35 :34  
MODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UX 
TOP 
R5YS=0 
DHX = .467872  
SEPC-7 .47  
SHN =- .179156  
SHX = .342261  

- .179156  
- .121221  
- .063286  
- .00535  
.052585  
.11052  
.168455  
.226391  
.28432  6  
. 342261  

E3 

FHC Pocatello - Analysis Of Primacy Containment Liner For Furnaces 2 S 3 



Pc. 
ANSYS 5 .5 . ISP  
HAR 4  1999  
10 :35 :52  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
UY 
TOP 
R5YS=0 
DHX = .467872  
SEPC-7 .47  
SHN =- .016403  
SHX = .345319  

- .016403  
.023788  
.06398  
.104171  
.  144362  
.184553  
.224745  
.264936  
.305127  
.345319  

E3 
r 



PA. 2 4-/$6 

HN 

;x 

ANSTS 5 .5 . ISP  
HAR 4  1999  
10 :36 :10  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
U2  
TOP 
RSYS=0 
DHX = .467872  
SEPC-7 .47  
SHN =- .308446  
SHX = .067666  

- .308446  
- .256656  
- .224365  
- .183075  
- .141285  
- .099495  
- .057705  
- .015915  
.025876  
.067666  

in.-
• 

i : 

I I 

FHC Pocatello - Analysis Of Primary Containment Liner For Furnaces 2 £ 3 



PC. / y/3£ 

ANSYS 5 .5 . ISP  
EAR 4  1999  
10 :37 :49  
NODAL SOLUTION 
STEP=2  
SUB =999999  
TIME=2 
SEQV (AVG)  
BOTTOM 
DHX = .623504  
SHN =441 .513  
SHX =107043  
SHXB =152  547  

441 .513  
12  3  75  
24308  
3  62  42  
48175  
50109  
72042  
83976  
95909  

E3  107843  

FMC Poca te l lo  -  Ana lys i s  Of  P r imary  Con ta inment  L ine r  For  Furnaces  2  & 3  



PCMM HJ10 

Raytheon 
Engirwera A Constructors CALCULATION SUMMARY 

& CONTROL SHEET 
Page 1 of 6 

PROJECT TITLE FlAL-Yf^V AC- QtAfrcVo/N 

CALCULATION SC~ NO 
\S-S 

PRELIM. FINAL VCIC ££*/ 1 SIGN 

DISCIPLINE KtcL o. r^cAvU 
J.O. RtoOSfo.oS© 

STRUCTURE OR SYSTEM V?p. PUliUc- 6^ DESIGN CLASSIFICATION 

SUEJECT ui/wTS 

COMPLETED BY 

CHECKED BY 

APPROVED BY 

DISTRIBUTION 

SIS. 

DATE 

DATE 

DATE 
SOE OR MGR OF STAFF GROUP 

REASON FOR REVISION: TOTAL NUMBER OF SHCZ ' s 
IN THIS ISSUE 

SHEETS REVISED. AODSO OR 
DELETED 

PROBLEM STATEMENT: n u D U C i v i  . . . .  .  .  .  .  A  

Pth-C^̂ A . . At* J . ./k^\ . TZK . y~ZA\°.Q . 

SUMMARY CONCLUSIONS: 
j<A/W£S Vij (H/K/-S -

.  . .  .V :2 t ?p .  .  =  . .  .  
....... £3°P. 

XicU-
\Joi„/*.£•>. .**< . . H in -̂. . 

ACJOJC l 7,  



K;HM 5410 M£V 3^X3 

CALCULATION SUMMARY 
& CONTROL SHEET 

Page 2 of 6 

PROJECT TITLE 'pMC- o ^ 

CALCULAT.CN SET NC. 

[ S S  
PREUM. FINAL VOID REVISION 

DISCIPLINE NSttw^nJvcAu. 
J.O. AteORfc-OSS 

DESIGN BASIS: ' 

(ji) P^pTT'.-Y-. .v?U^. <?-f. ATTP. . . SjrfV-. .'̂ P'v-eJTW. 
^W-Ft ?p- - ."RTRA. .4V?t^T. . Sfr\fUr 

\yjk-. .-.i-k&gX 

UNVERIFIED ASSUMPTIONS/OPEN ITEMS: • 

. ."bRf.̂  .1;T .̂CW4H-T . . . .  
(L *- WA K . . • -« £A.WS - -+*>. - *.«*»•»*«» J^fV. AT. 

' p" y.ol̂ \ iMWfoC X*. hP. PU.^. • ^-s- • -is- ^ 
? . a-.'. FTA-. -"^J . ry\Avo (nwi . A>^u . AT. '. 

. /&«.£*, . 5h?\ .Pi? -?F>r. .It-ikrPT + BO. - PUP-y.h . . .-tar . .•?*.? 
- /^<.  p?ct«i»«r .4?h .  ATA1. . ..£??». t~. $.' .T. 

REFERENCES" (SPECIFICATIONS, DRAWINGS, CODES, CALCULATIONS, TEXTS, REPORTS. 
COMPUTER DATA. FSAR, ETC.) 

££#' 
?'jA 
f«? 
p'̂  
gPHs 

D*J-

SoQtcb -).-

2OPT,7A .• 

3BP(,?5. 

-3<?°KL6 

50ofe,7? 
.4.0. .*? 

.?4Y A.'. .5f%i<W. .Cfc^jis.. P.O.*KK,<T>f>'l. C#.«HH/RI^H. .I.^BT ?• 
/2<y-  ?_*_  .  CPP. "t^'A/h&sh. ,>  P.hh.^ 

P - HUCOQOL .-P-.TR. . .G>JLC*{T'»R\ Y.-*B- . ^".H'C 'PSTFTL 

D F  [ N \ I  F ^ R ^ C C .  P R A  .  £ ? L T E H * > *  . ^ F V Y R V T  U E T T .  

&JO PfZrAAI+. A. 7-. t r . V r A - f p p .  
B.JP. . WIPYHR. C?IKCH^P^S.. /W?. ?&>!&.S*TP 

3 -r^v^ptA-rr^i^ 5: '^^'"^*-*^4 k.PfCf. 'AT".' 
•KtnL  ,  N ^ > - Z  H ^ R ^ C I . .  

?oolA5 
t^4-' 9. 7. J?5! P?5> 6]v^-
(UJO - 2— P?) .syrv.F^.i.N??'. ?•. . T?ATT-. Ap D-^A. ...... (., , 

FFO 9SCSTL5 OF TOUEYWOOE "^T-OTO D».-R£0 G»A°/^ (KR^^RJL 

COMPUTER PROGRAM DISCLOSURE INFORMATION: 

PROGRAM USED: (NAME) REV. NO. REV. DATE PROGRAM TYPE UE&C VERIFIED 

• YES 

• NO 

ANALYSIS DESCRIPTION RUN NO. RESULT 

The attached computer cutout has been reviewed, the input data checked, and the results approved !cr release. 

INPUT CRITERIA BY DATE CHECKED BY DA 1 c 

RUN BY DATE APPROVED BY DATE 

AUHCOl 7,-2 



Form 5007 (Rev. 9/95) 

Raytheon Engineers & 
Constructors 

GENERAL 
COMPUTATION 

SHEET 

PRO.IFCT p-£ 

SUBJECT 'T ^ 

CALCULATION SET NO. 

\S'5 

PRELIM. FINAL VOID 

SHEET ^ OF^ 

J0- "7<*&8£> 

COM P. BY 

DATE 

CHK'D. BY 

DATE 

DATE 

jtsU-V*. — . .. - . -

33A^<^.e,V A . Rq -r _ 324^ Coi\ no,vi^\ 



Form 5007 (Rev. 9/95) 

Raytheon Engineers & GENERAL 
Constructors COMPUTATION 

SHEET 

PRO.IFCT tMC' 

SUBJECT v/-"2.4QO j 

CALCULATION SET NO. 

PRELIM. FINAL VOID 

SHEET 4 0F6 

J0- 1UO^OS-S, 

REV. 

O 

COM P. BY 
?C 
DATE 

£»/za^ /<=R 

DATE 

CHK'D. BY 

DATE 

DATE 

£T^/u»\,oi A4-£»v# . I ."5_ C" _ 

> )t.>6Tl 7. Ibl , S3i\ |t-Lt̂ 7db-fTjS-i5|- 13- 5*1. 

sS 

-v.-fe-;/ 

i 
. © 

TO 
- /.2S-&I 

-3CI&-

_/,!£» £\_ 

0-55^CL 
I ! I 

I ! I  I  

! I i 

•A- : x 
V.*3. 

— 

__ \loU-c.A- JfeT) X • IB. X_|(£*LT-03y+Z.5.-?/)T]_. §-26. 

MoL-^ €>- y JL-sJi Jg-lfo^-Zd~ — 
k, : i : ! i l-;' i • 1 i ; : ! 

fl. 
1 • 

_v/_t>v_—. c - .(7.njK^ x  , i s  *  [ t u i p )  ± .  \ 3 - -

\Zo\-j-\a. o— .y Ta .'. 13 A.t^a.\'7.qS^ -H ia-ir^ =• 7-t * C-Tt._. 

/g.se> A 28.2^ x C i-t-S - , /?£)_ - S8o7T £)-

\/ot *?' x- C L - 2 S R - ' L ^ S ) .7!/L (I }:*<*/?•? A • 2-') 

/^. «A •/" S u^h~ .. - 78/.5" Tr 

T P ^ I-  7^5 V ^  5£i^S g<l -

...._ --6°^- ' - 5°f^ ^ • *-£ -... 5353.. J<! 



Form 5007 (Rev. 9/95) 

Raytheon Engineers & 
Constructors 

GENERAL 
COMPUTATION 

SHEET 

PROJECT £-/V\C - J £ 

RURJFCT \1-~2AOO G Aro.\JoL^<. 

CALCULATION SET NO. 
IS-5 

PRELIM. FINAL VOID 

SHEET ^ OF 

J.O. 

REV. 

O 

COMP. BY 
?C 
DATE 

0/3/11 

DATE 

CHK'D. BY 

DATE 

DATE 

.\JQL</W, CWV-•- '|A AcL0ric^6<_. ujirrr.. A +U; 

_*p \cO _Pfr^c^V_^4 -4e<olt_.<—•?'. 
r0 Oi4C<-/'" ?Fg—^6-)- tu.^ ~os\ i ^4~i lux-W.?— g-4 prcqpi 

•iZ-US-S _ Cĉ °c\\-^ _^E £>(- f r-c'c j  p' . 

.Js Voc*tVifcA .^w^Vjcfc. V-t-onlg. /yg<JLS 
.+0_fc^_SLl^»k. oP- Wr^s,-E-' ""tw^j 

; /xg>r^ cy^oxfr-*- 'S-LC-PR^:P^VA^ SWA^^ .  

4 *M I ! ! ; i I ! : ! i ' J j_ i i 

v*«Ai.T^ 

W.v^, ^Sc*fCic;-< 

< L | '  ' I I I  
i ! 

2_U. SLYFA-^ FOY XJOUV. SVWX. A IF*; '<^/N <3 ^ C^Vi/'Aci ccA '•• '-o'xJA^! 

stiv\ieA<pKc«T E-R^-± fu_ £ lo^vt • "fir*- v-U'vE«lr i 
l^Jt\ j A , -lU^. 4<w^lc- r\£*+BJ~ CxO <^LSW-_+4EZ_ <3 —(1J_O .; 

_ C LA^ *<- /IF^LFO /WAW<_ 4-LA— VDL_«/V^_ 
TF -VL-T- U>CLW. zfe> !M_! <A ]_ 

t_P ' i+L-\ A U-^\l I. ^O^QIVX -Eo. 
A • • I • ' I ! : I I ! J 

(.. ! ' ' i i 

^ro^^JtA+o "I1** > --Ri-0 

~ 

3'-lo'v 

2*1 A'-O" 
> 

TT̂ . ' ̂  T*LS5 F-JL_ 2,CGI -F^S &W/^FS>** 'OEF--I»V>S\^-
IO Qd̂ '̂ r\ ; _ • • ; j 

. . |ST p««>s_ \|»IM^CV 1 '. : J : J 

UQUA-<- O- TT 4"^"^ * S-lo" -- \Yl .S £>*.'&- j 

\-4r?.£> A _7.<e_ £°y ^_-=. '/o_3 (̂__;' ._ or 

2. p*VS3 v7ol 

—1 II'7-O" J 

(?) 
2^-6'-O" 

V/PC. 

sloC/v-c. Z Ti f \ ^- o" o. 115 U+.-LI-

>R H3 >< 7-^5 
Cy/.t-r 

:)O0AVC;'I-»A-C4- ART*. )$ __ •/© U. t/PI*~J-OC 

/-^p^s_s Avrj,pp't- f»V( -/-{A<_ 4* ^}Y.R2- A>i~ £C*L? IR^JL..''... ,'P 4^5 5 

6\CClf>V\>^-L v/o(x.AA^_ 



Form 5007 (Rev. 9/95) 

Raytheon Engineers & 
Constructors 

GENERAL 
COMPUTATION 

SHEET 

PROJECT ~ Q g  JO 

Rl IRJFCT *S>i>rv\P \]- "Z-'tOO p CpO-fAi^^LM" 

CALCULATION SET NO. 

\s -s  
PRELIM. FINAL VOID 

SHEET ^ OF 

J0- RL.O^.O&S 

REV. 

O 

COM P. BY 

DATE 
V\O.>E^ 

DATE 

CHK'D. BY 

DATE 

DATE 

Cz; rr^c i p. \Iz>\^r^,- LOU»r> (-iW, (pr<Pp' UW/*~ A 
_ i>o <asV gpt/Ap&'v V~» cAe^o^^"" g<a_~-/UA^"Rori. TV\g_ 

e&Vi'r-KC,j-g, e@- --TJCxUs- La -5 <Ji £BS- !4-V)i'S 'opLr^Oy , >S 4QOO^AUA-

s/eA r̂y .̂. ZP _03A.4 '̂l̂ /vĵ S'!r Soii^p' C<?A^ict-iAt^l. v'S _ 

rhs A VW(, -Clovxa Q-rO/^ -^'3 Oper<K'V'-g-^ ^ ̂  A . 

;dW_ Jo\^t. : P *̂- 5̂ 7̂  poV- l̂ e-C'Uô  j i I ; ! I 
~  1 1 1 - :  1  i  !  !  u  i  !  I  : '  I  !  !  i  i  I  !  i  i  

i r 
I ! ! i i ! 

(  .  •  .  ;  j  ,  !  |  j  I  -  .  ;  j  )  |  i  i  |  j  i  

C.%; *3iCIOA-y-p, N^^IAR' V/P\L</UC.". I U"^Aoo Oyrsgt -VL-fl- C«OAR<Z<A <vjt--cF^ G.T-C^ VoC/v-
vfe in •fenv-L o-^R/V C\CL* E. 

\ 

RQN.URT\ ! C-O'VU Q\ STTSS,* &6/-^ I /Opotalw^: 
n \~6^c\ i ^PtJlctle. - i-J*=Ait-A, "Vn aL • "TLri. Sg-co~ Ac-r^ £on4»>)n/wc^V | < 5 <^>/oVL^-&A 

<?£ Sk>~A«,s SUA /:WW oW-Vc , ! <Asp j 'ACJrjton=,-ka_gL 

~i j ; ~ I ! I ; n , .1 J f^>! !. t ! i r 
\&g\< de.Ug.V>^ *SvyVt-rv\ 4>r, & yjis'iW-aj <4.^>Ni <gin'A —JRJ-AV 

_ C c\&AS<___*Q?_  ̂ i"Lu p/jĵ Sr-, .n /VUAT  ̂ J '_ 
: ; • 0 j ; ! ; i I 1 ! ; I i 

! : : • ; I i : ! > ! ! 

™"^a'is -tW. ne^ScJre-rc^|u'j>ov-<n'o <=& '(^g-^AtJL -.A &_C "7 1 

7-U-S ,\A3 1 Pv^p,pL a <A tfn-A ' g-&) 
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£>.1>c*c^\rv\t/\-\ \ 

Raytheon Engineers & r^nYilfr1 

Constructors li U\_/U\_l 

FMC - RA YTHEON ALLIANCE 
RECORD OF TELEPHONE CONVERSATION 

DATE: 8-10-99 
TIME: 2:00 pm 
PAGE 1 OF 1 
TELECON NO. RAT -020 

FROM: K Snow-McGregor TO: Steve Wolf 
COMPANY: Raytheon COMPANY: FMC 
PHONE: 2245 PHONE: (208)236-8318 
FMC ALLIANCE PROJECT NO.: 96096.088 
SUBJECT: Containment Requirement for Waste Water Sumps 

TOPICS OF CONVERSATION: 

Steve Wolf informed me that the waste water sump containment requirement be defined as 

a precipitator bottom drop volume. Plant experience has been that a precipitator bottom drop 

volume typically is 3000 gallons. Steve said that 4000 gallons should be used as the containment 

volume required for this event on the waste water sumps, with the additional 1000 gallons as a 

safety factor. 



2" TYPE P0 - WB BASKET STRAINER 
1 1/2* 10NC. 2*2 MESH. I PLY 
HEAVY WIRE CLOTH. J16 SST. FOR 
R.F. FIANCE. REMOVE HANDLE 
HEN0R1X CO. OR EQUAL 
SEE NOTE 4 

SLOPE VARIES V 

2 PLACES O 180" Z-13 
(SHOWN OUT OFF POSITION) DRAIN TUB" 

2" ANSI 836.19 
316L. SCH AOS. 
WELDED SS PI°E 

SLOPE VARIES MIN. 
BEND RAO. 

2" TYPE PB - WB BASKET STRAINER 
1 1/2" LONG. 2x2 MESH. 1 PLY . 
HEAVY WIRE CLOTH. 316 SST. FOR f 
R.F. FIANCE. REMOVE HANOLE \ 
HENDRIX CO. OR EQUAL a A f-s 
SEE NOTE A —--v /1\ /2\ j 

SLOPE VARIES ^ ^ 

PAN BOTTOM 
1/4* 316L SST PL 

PAN SIDE WALL 
1/A- 316L SST PL 

SLOPE VARIES 
PAN BOTTOM 
1/A" 316L SST PL DRAIN TUBE 

2* ANSI 836.19 
31 6L SCH AOS. 
WELDED SS PIPE 

PAN SIOE WALL 
1/A" 316L SST PL 

AREA AROUNO DRAJN 
TUBE ONLY 

VARIES 
PAN BOTTOM 
1/A* 316L SST PL 

TYPICAL PAN CORNER - DETAIL 4 TYPICAL PAN SIDE DRAIN TUBE - DETAIL 3 TYPICAI PAN BOTTOM DRAIN TUBF - DETAIL 2 TYPICAL PAN SIDE WALL - DETAIL 1 

END PLATE 
1/A" 31 6L SST 3* TYPE P8 - WB BASKET STRAINER 

5 1/2" LONG. 2x2 MESH. 1 PLY 
HEAVY WIRE CLOTH. 316 SST. FOR t 
R.F. FLANGE. REMOVE HANDLE J 
HENDRIX CO. OR EQUAL A 
SEE NOTE (t± J 

FULL RAOtUS 

1/2" HILTI KWIK " 
BOLT II EXPANSION 
ANCHOR. SST. 
OR APPROVED 
EQUAL 

CRIND OFF DIAMONDS 
AS REOUIRED 

/

PAN BOTTOM 
1/A" DIAMOND PL 
316L SSJ 

TYP 
BOTH SIDES PAN BOTTOM 

\/S" 316L SST 
NOTCH END PLATE 
AROUND SIDE WALL 

SIOE WALL —— 
(SEE DETAIL 5) 

VARIES 
1/2" NOM. GROUT 
AS REOUIRED FOR 

A FIAT SURFACE TYPICAL FLAT BOTTOM PAN 
PAN BOTTOM 
1/4" 316L SST DETAIL 8 END PLATE 

NEW GROUT 

TYPICAL FLAT BOTTOM PAN 
DETAIL 7 ANCHORING TYPICAL MFDUSA SCRUBBER DRIP PAN TYPICAL FLAT BOTTOM PAN 

DETAIL 5 DETAIL 6 SIDE WALL DRAIN TUBE NOTES 
FOR GENERAL NOTES 4c STANDARD WELDING NOTES. 
SEE DRAWING 300663. 

BREAK ALL SHARP EDGES AND REMOVE 
ALL BURRS. 

TOLERANCES ON ALL DIMENSIONS ARE ± 1/16". 
00 NOT ACCUMULATE TOLERANCES. 

HENORIX (OR EOUAL) FROM: 
MUELLER FLOW TECHNOLOGIES 
HOUSTON. TX. PH 281-469-4520 

MEDUSA LEG 
REF. 

n°TOR 
'SSTRUC^S 

MIN 8EN0 
RADIUS 2x2 WIRE MESH STRAINER WAS 8x8 

AQOED STRAINERS. REV PET 6. REMOVED PET 9 
ISSUED FOR CONSTRUCTION 

PHOSPHORUS CHEMICAL DIVISION 
r u e  C O R P O R A T I O N  

POCATEU.O. IDAHO 

POINT OF GENERATION REFERENCE ORA*NCS 

0RAWING STATUS STANDARD DETAILS PO.C.-MECH. owe INQEX 100663 REVISION APPROVAL RECORD 
STATUS DRIP PANS 

TOR APPROVAL 

NOTED 
SPECIAL FLAT BOTTOM PAN 

DETAIL 10 SIDE WALL 
300664 SCALE: y=r-0' 

Z> 



m 

COUPLER DUST CAP 
W/IOCKINC CAP ARMS 
P-T COUPUNC CO 
PT. #20VL (SST) 

T/OIPSTICK EL 
VARIES 

COUPUNC ADAPTER 
016 SST 
(SOCKET WELD) 
P-T COUPUNC CO. 
PT. #20 AWS 

OIPSTICK TUBE 
2" SCH AOS. WELDED 
316L SST PIPE 

5 1/4" TYP 

PRIMARY CONTAINMENT 
1/4" 316L SST 
DIAMOND PL 

GRIND CHK'O PL FLUSH AT-
CUSSET LOCATIONS 
TYP 0 PLCS 

TYPICAL SUMP DIPSTICK TUBE - DETAIL 1 
SCALE: 6"=r-0" 

TYPE 316 SST U-BOLT FOR 2" PIPE. 
3/8"—16 THREAO SIZE 
MCMASTER-CARR #29605T6 

2X 4.43 HOLES THRU 

L3* X 3" X 1/4" 
316L SST TYP 

1" X 45" CHAMFER 

PLATE. I/4" THK X J 1/2" x 12 3/a" LC -
31SL SST 

TYPICAL SUMP DIPSTICK TUBE BRACE- DETAIL 3 
SCALE: 

BREATHER VENT. 
PROTECTOSEAL 
MODEL C8542H 
2" W.C. PRESSURE 
1 * W C. VACUUM 

DIP STICK CAP. SEE DETAIL 1 

1/8* 0.0. TUBING X .035 WALL THK.. 
WELDED. 316 SST. ROUTE AS SHOWN. 

UACNEHELIC DIFFERENTIAL PRESSURE CAGE 
MODEL NUMBER 2300-10CM COMPLETE WIT 
A-610 PIPE MOUNTINC KIT 

1/8* 0.0. TUBING X .035 WALL THK. 
WELDED. 316 SST. 

ROUTE DOWNWARO AS SHOWN. 

2*4 GASKET. 150 LB. tAMONS STYLE WR. 
CHLOROCARB SPIRAL WOUNO WITH 316L 
WINDING AND C.S. CENTERINC RINC. API 601 
TYP 3 PLCS 

2". FLANGE. 150LB R.F. WELD NECK. SCH 40 BORE 
ASTM A182-F316L TYP 3 PLCS. 

(4) 3/4"4 X 2 1/2" LG STUD BOLT. ASTM A193 GR B7 
W/ HEAVY HEX NUTS. ASTM A194 CR 2H 

MALE CONNECTOR. 1/8" O.D. TUBE X 1/8" NPT. 
SWAGELOK #SS-200-1-2 
TYP 3 PLCS 

1/8" HALF COUPUNC. 3000 LB. 316 SST 

PRESSURE REGULATOR. 3/4" FNPT CONNECTIONS. 
FISHER # Y690. STEEL BOOY. SPRING RANCE 1" - 2 1/2" W.C. 

DIPSTICK TUBE. 2" PIPE SCH 40S 
WELDED 316L SST PIPE 

THREDOLET, 3/4" OUTLET SIZE. 3000 LB. 316L SST 
TYP 2 PLCS 

2" LONG RADIUS. 90*. 316L SST ELBOW 

3/4" PIPE NIPPLE. SCH 80S. ASTM A312-TP316 
TYP 3 PLCS 

BALL VALVE. 3/4" FNPT CONNECTIONS. 150 PSl WSP MIN 
NPT UNlBOOY CONSTRUCTION 316 SST BOOY ANO TRIM 
API 607 FIRE SAFE. LOW PROFILE OVAL HANDLE. DURA FILL SEATS 
WATTS #S8100—Ml -02-0L. 
TYP 2 PLCS 

EXHAUST VALVE 

GUSSET. 1/4". X 2 1/2" X 
5 1/4" LG. 316L SST 
TYP 3 PLCS 

17" 

PRIMARY CONTAINMENT 
1/4" 316L SST 
DIAMOND PL 

GRIND CHK'D PL FLUSH AT 
GUSSET LOCATIONS 
TYP 3 PLCS 

2 1/2" TYP 

NOTES: 
1. FOR GENERAL NOTES 6c STANDARD WELDING NOTES. 

SEE DRAWING 300663. 

2. BREAK ALL SHARP EDGES AND REMOVE 
ALL BURRS. 

3. TOLERANCES ON ALL DIMENSIONS ARE ± 
DO NOT ACCUMULATE TOLERANCES. 

1/16". 

TYPICAL CONTAINMENT DIPSTICK TUBE - DETAIL 2 
SCALE: 3"=f-0" 

FOR PIPINC SPECIFICATIONS. SEE POCATELLO ENClNEERlNC STANDARD 
SPEC # ES-2-2-0. 

\SSU|0 

tODemnnni 

REVISION APPROVAL RECORD |REV 0 ORAWINC STATU S 

WSONUNC •CVTfwtH BATE OSCPUNC nmntiJ OA IE STATUS REV DATE SOE PEM 

CML ATMC 
FOR APPROVAL 

STHUCTUNA*. FJV 11/17/96 CL£CT»Ot 
FOR APPROVAL 

ANCWTECTVAAt ANPNCNtD ' ON 
CONSTRUCTION 0 %/ 

•Wl 
SXB CTL 

MCCHAMGM. 5X8 11/!2/96 HST * CONTROL 

ANPNCNtD ' ON 
CONSTRUCTION 0 %/ 

•Wl 
SXB CTL 

<*OCC5 CDC ! 1/17/96 •C*SO> • AP«"NOVED 
TON CONSTRUCTION 

NUCHA# CLN ANNAM& 

•C*SO> • AP«"NOVED 
TON CONSTRUCTION 

MOT ANMNOVED '0- CCl.5T»KIWl UNlCSa SCNCD * BATED 
OtSTNOT *U »»INNT5 »CA*NC tANUEN OATE */0» «CV NO 

MOT ANMNOVED '0- CCl.5T»KIWl UNlCSa SCNCD * BATED 
OtSTNOT *U »»INNT5 »CA*NC tANUEN OATE */0» «CV NO 

IISSUED FOR CONSTRUCTION 
NELSONS 

CHEMICAL PHOSPHORUS 
f M C  C 0 4 * » 0 « A T I 0 M  
POCATELLO. I0AHO 

Date 
DIVISION 

RE7TRCNCE DAAMNCS 

3006631PQG MSCH QWG INOEX 

300666 DBL WALL CONT. SH. 1 

OBL WALL CONT, SH. 3 

DBL WALL CONT, SH 4 

ON •* OW -uorw™. it CONfiOCnn**. *«o MUST NOT •* -NX Puauc <* copta 
VMlXSS iUlXXUS ST v. IT I* MjCCT to »(n*N. ». DO—**> 
PMOS*HO*U? CMCMICAL O'VtSJON 

POINT OF GENERATION 
STANDARD DETAILS 

DOUBLE WALL CONTAINMENT 
SHEET 1 

M.m SAT 11—03—98 

0" a ami c lOCwnnc* 
9 It | QNAMWC » 

FR 300665 IM 
| PAN? 0* T 



PRIMARY CONTAINMENT——^ 
1/4" 316L SST DIAMONO PL SECONDARY CONTAINMENT 

4mm 3161 SST DIAMONO PL 
SLOPE VARlCS SLOPE VARIES 

T/WELL 

VARIES NEW GROUT 

L 1 1/2x1 1/2 x3/16 
2" LC. TYP (FURN fl 
0NLY) A f 

VARIES 

1/2" HILTl KWIK BOLT II 
EXPANSION ANCHOR. SST. 
OR APPROVED EQUAL 
(FURN #1 ONLY) A C 

B/SUMP 

SUMP WELL BOTTOM -> 
(SLOPED TO OIPSTICK) 

EXISTING CONCRETE 

WELD PETAL 2 
SCALE: FULL SIZE SECTION Y-Y SECTION X-X TYPICAL SUMP DIPSTICK WELL - DETAIL 3 

TYPICAL LEVELING CHANNEL - DETAIL 1 
SECONDARY CONTAINMENT 
4mm 316L SST DIAMOND PL 

- SECONDARY CONTAINMENT 
EXISTING 1/4" BENT PL SST 

PRIMARY CONTAINMENT 
1/4" 316L SST PL 

PRIMARY 
CONTAINMENT 
1/4" 316L 
SST DIAMOND 
PL Z' PRIMARY CONTAINMENT 

1/4" 316L SST DIAMOND PL 

SLOPE VARIES 

% 

,/////////]>/////////////////;///, SECONDARY — 
CONTAINMENT 
•mm 316L SST 
DIAMOND PL 

T/WELL 

5̂; xVV  ̂ 1 /" 
25S*t Y si /A xi i 

PRIMARY 
CONTAINMENT 
1/4" 316L 
SST PL 

SECONDARY 
CONTAINMENT 
4mm 316L SST 
DIAMONO PL «®MS 

Miss 
VARIES 

NEW CROUT 
NEW GROUT NEW GROUT 

VARIES 
SECONOARY 
CONTAINMENT 
4mm 316L SST 
DIAMONO PL . A WFL-D DETAIL 7 

SCALE: FULL SIZE 
VARIES 

NOTES T/SUMP EXISTING CONCRETE 
1. FOR GENERAL NOTES tc STANDARD WELDING NOTES, 

SEE DRAWING 300663. 

2. BREAK ALL SHARP EDGES AND REMOVE 
ALL BURRS. 

3. TOLERANCES ON ALL DIMENSIONS ARE ± 1/16". 
DO NOT ACCUMULATE TOLERANCES. 

4. F1EL0 WELDS SHOWN MAY BE SHOP WELDS. WHERE 
POSSIBLE. INSTALLERS OPTION. — 

WELD DETAIL 6 
SCALE: FULL SIZE 

EXISTING 
CONCRETE 

REV|StOfQR CONTANMCNT WELL -
BOTTOM 
(SLOPED TO DIPSTICK) 

|ADDED NOTI 4. PETS 6 A 7, PET 3 ADD (FURN I 
I ONLY) TO CALL OUTS. PET 4 k 3 REMOVED PL SIZE 
|FROM CALLOUTS. PET 3 A 4 ADD ROM TO 1/8" QlM 
I ISSUED FOR CONSTRUCTION 

PRIMARY CONTAINMENT 
1/4" 316L SST DIAMOND PL 

(INVERTED AS SHOWN) PRIMARY 
CONTAINMENT 
1/4" 316L SST 
DIAMONO PL 
(INVERTED AS 
SHOWN) 

\\\̂ \\\v\\\\W\\\V\̂  
PHOSPHORUS CHEMICAL DIVISION 

P M C  C O R P O R A T I O N  
POCATELLO. IQAHO UB&SHKNN 

POINT OF GENERATION SECONDARY 
CONTAINMENT 
EXISTING SST 
BENT PL 

DRAWINC STATUS POG MECH DWG INDEX STANDARD DETAJLS 300663 REVISION APPROVAL RECQRQ PRIMARY 
CONTAINMENT 
1/4" 316L 
SST PL 

STATUS DBL WALL CONT. SH. 1 300665 
DOUBLE WALL CONTAINMENT 

300667 SECONDARY CONTAINMENT -> 
EXISTING BENT PL SST ) FOR APPROVAL 300668 

TYPICAL CONTAINMENT DIPSTICK WELL - DETAIL 4 SECONDARY 
CONTAINMENT 
4mm 316L SST 
DIAMONO PL 

EXISTING CONCRETE 

WFI D DETAIL 5 

300666 



CLAMP PLATE. TYP 
BENO TO  M ATCH EMBCDOCD 4X4 ANGU 

SlOE WALL 
1/4" PL 316L SST 

BENO TO MATCH CONCRETE 
riOUROPLASTC/GLASS 
EXPANSION XXNT MATERIAL 
.050" THK . 1 1/2" WIOE 
CFFOX INC FLOUROFUX #0720 
• fh JI >.u« 
SEE MOTE 5 A 

1/8" TEFLON 

PRIMARY k 
SECONDARY 
C0N(/MNMEN1 
(BELOW) 

*>FCOMOAPY CONTAINMENT ^ 
II UL J16L iif -rtCi.1 

PRIMARY CONTAINMENT 
tt GA. 316L SST SHEET \ 

LLAUH TTA« 
1 /4*« 1 1/2" J16L SST 
2 PLACES 
(WITH Pj/4" MOLES TO MATCH 

WELD STUOS) A 

FABRICATORS OPTION: 
COPING * BUTTING 
INSTEAD OF MfTERlNG 

•5/8" X 2" LG SLOnED HOLES 
2 PLACES. CORNER ONLY 

GASKET > 
ADHESNE BACK CO TEFLON 
TYP UPPER * LOWER 
SEE NOTE 5 / 

PLACE WELD 
STUOS AT 
ADJACENT 
TANGENT POINTS 
IN CORNERS 

CONCRETE WALL WITH 
EMBEOEO SST I4a4 

1/2"- 13 UNO « 1 1/2" LG. 
SST NELSON STUO (#CPL 101-017-747) 
W/ HEX NUT k FLAT k LOCK WASHERS 
316 SST 
(ON 6" CENTERS MAX.) 

SIDE WALL RETAINER 
SEE OETAIL 4 

FLOUROPLASTIC/GLASS " 
EXPANSION JOINT MATERIAL 

.050" THK a 9* WIOE N 

(DO NOT TRIM) 
EFFOX. INC. FLOUROFLEX #0720 
FIELD PUNCH HOLES «3/4" 
(INSTALL STRIPEO SlOE MARKED 
"PROCESS" OR "GAS SlOE" FACING 
OUT) SEE NOTE 5 

EMBEOEO L4.4 

CLAMP PLATE-
SEAM v 

•ROUNDED EDGES 
FULL RADIUS 

TYPICAL EXPANSION CORNER - DETAIL 3 
TfVAR 88 
1/8"* 12% 120" SECTIONS 
(6" SPACE BETWEEN 
SECTIONS) 

TYPICAL CONTAINMENT WAIL JOINT - DETAIL 2 

1/ CONTAINMENT ELEV. 
(SEE SPECIFIC DETAILS) 

PRIMARY k SEC. 
SEE NOTE 4 / 

SlOE WALL RETAINER 
SEE DETAIL 4 
TYP SlOE WALL 

RETAINER 
SEE OCTAH. 4 

SECONDARY CONTAINMENT 
11 GA. 316L SST SHEET 

PRIMARY CONT. PAN WALL 
11 GA. 3161 SST SHEET EXISTING CONCRETE 

PRIMARY CONTAINMENT 
11 GA. 316L SST SHEET 

(3/4") MIN. RADIUS 
BENDS TYP VARIES 

ACCORDING 
TO 

LOCATION 

3" UAX. —• 
(NAIL SPACING) 

PR0V10E EXTRA 
HOLES ON ENDS 

CONCRETE NAIL, 1 
5/16" LG X #0.146" 
SHANK. 
POWDER ACTUATED 
CORROSION RESISTANT 
"HILTI" X-CR34-P8 OR 
APPROVED EQUAL 

PRIMARY CONTAINMENT 
1/4" 3161 SST 
D1AMONO PL 

FABRICATORS OPTION: 
BENDING AROUND CORNER 
INSTEAD OF MfTERlNG 

TYPICAI SIDF WALL DETAINER - DETAIL 4 
SCALE: 6"*f-0" 

NOTES: 
I. FOB GENERAL NOTES A SIANOARO WELDING NOTES. 

SEE DRAWING 300663. 

3. BREAK ALL SHARP EDGES ANO REMOVE 
ALL BURRS. 

3 TOLERANCES ON ALL DIMENSIONS ARE ± 1/16". 
DO NOT ACCUMULATE TOLERANCES. 

A TYPICAI CONTAINMENT WALL JOINT - DETAIL 5 
SCALE: 6"=r-0" 

CHAMFER — 
1/8" • 43* 

AOOCD NOTE 3. REVISED CALLOUTS FOR 

REV)StOfoR EXPANSION JOINT COMPONENTS 
LEVEUNC CHANNEL 3/'°/W 

3/4- IAS I/7-, » 1/l»- W«S I 6/T6-, 7 1/3" WAS r 
ADOEP OH 5. <00 1/»' OEPTH TO FILLET WELDS 

AOOEC 10 1/3' RET DIM TO OCT I 
REVISED DO 4. PET 1 QUA 6 9/16' WAS 7 11/16* 

REMOVED FABRICATORS OPTION FROM 1/3' CAP 

SECONOARV CONTAINMENT PLATES MUST BE FLAT ANO 
IN CONTACT WITH THE GROUT. ANO THE PRIMARY 
CONTAINMENT PLATES MUST BE FLAT AND IN CONTACT 
WITH THE SECONOARV CONTAINMENT PLATES. PRIOR 
TO WELDING THE PAN WALL TO THE SlOE WALL 

GASKETS R EXPANSION JOINT MATERIAL SHALL NOT 
PROTRUOE PAST CLAMP BARS (AUCN EDGES). 

NEW CROUT 
1/3* JOINT FILLER 
PREFORMED BITUMINOUS 
FILLER. PER ASTM 01791 

ISSUED FOR CONSTRUCTION 

EXISTING CONCRETE 
PHOSPHORUS CHEMICAL DIVISION 

r u e  c a w o u TON 
POCAHLLO. OAHO 

POINT OF GENERATION TYPICAL CONTAINMENT WALL - DETAIL 1 
STANDARD DETAILS DRAWING STATUS POG MECH OWC INDEX 

OBL WALL CONT. SH. I 

300663 REVISION APPROVAL RECORO 
SCALE: 6" = r-0' STATUS DOUBUE WALL CONTAINMENT 

300666 

300667 





WASTE WATER COLLECTION 
SUMP V-2400 
CROUNO LEVEL 

EXISTING 
PHOS SUMP 
COVER 

(9-1 13/16*) (8"-9 13/16*) 

EXISTINC WALL 
TO BE 

REMOVED CONTAINMENT WALL 
SEE DWG 300667 
DETAIL 1 

FURN 02 FURN 01 FURN 04 FURN 03 

KEY PLAN SLURRY POT C SLURRY POT 

WALL 

2ND PASS PPTR/I 
SLURRY POT /A 

ANCHOR 
TYP 

1ST PASS PPTR-
SLURRY POT -CORNER WALL JOINT 

& EXPANSION JOINT 
SEE DETAM. 2. 3 6c 5 
DWG 300S67 

CONTAINMENT 
DIPSTICK 
SEE DWJ 30C 
DETAIL : 

SLOPE 

SLURRY POT 
NOTES 

1. FOR GENERAL NOTES 6c STANDARD WELDING NOTES. SEE DRAWING 300663. 

SEE DWG 
300675 

4— SUMP DIPSTICK 
| SEE DWG 300^65 
, DETAIL 1 INSTALLATION NOTES 

1. CLEAN AND THEN FILL THE CENTRIFUGE PRODUCT STORAGE TANK WITH SAND. 

DRIP GUARD 
SEE DWC 300676 
SECTION D-D 

2. POUR CONCRETE BACKFILL IN AREAS SHOWN PER P.O.G. CONCRETE DRAWING 
300645. 

-CORNER SPLASH 
GUARD 
SEE DETAIL 6 
DWG 300668 

3. INSTALL CONTAINMENT WELL. 

4. INSTALL LEVELING CHANNELS INTO CONTAINMENT AREA. 

SEE DWG 
300676 

5. POUR NEW GROUT USING LEVELING CHANNELS FOR CUIDES. 

6. POSITION SECONDARY CONTAINMENT UNER SHELL INTO THE SUMP PIT 6c 
BRACE FOR GROUTING. 

7. POUR SECONDARY LINER GROUT IN SUMP AREA. 

0. INSTALL SUMP SECONDARY CONTAINMENT CAP PLATE. 

9. INSTALL PRIMARY CONTAINMENT LINER INTO THE SUMP PIT. 

10. INSTALL THE SIDE WALL RETAINER AROUND THE PERIMETER OF THE 
CONTAINMENT AREA. SEE DWG 

300675 
11. INSTALL THE PRIMARY 6C SECONDARY CONTAINMENT SECTIONS 6c WELD 
TOGETHER. 

12. INSTALL THE DIP STICK TUBES. EXPANSION SEAL SPLASH GUARDS. AND 
DRIP GUARDS. LEVELING CHANNEL TYP 

SEE DWG 300666 
DETAIL 1 13/16 TO 

12 SLOPE 

CORNER SPLASH CUARD 
SEE DETAIL 2 
DWG 300668 
3 PLACES 

4/27/99 ISSUED FOR CONSTRUCTION CENTRIFUGE PRODUCT 
STORAGE TANK 

PHOSPHORUS CHEMICAL DIVISION 
FMC CORPORATION 

POCATCLLO, IDAHO 

SPLASH GUARD 
SEE DWC 300668 
DETAIL 1 Pfrpmrwro 

SEE DWG 
300675 POINT OF GENERATION 

DRAWING STATUS FURNACE #2 REVISION APPROVAL RECORD 300663 POC MECH DWC INDEX 
STATUS 395070 PLAN F2 CONC. DRAINAGE WASTE WATER COLLECTION 

300309 PLAN F2 CONC. O'-O' 
SUMP V—2400 FOR APPROVAL 

ARRG. CENTR, PROD. TK. FURNACE *7 WASTE WATFR COLLECTION SUMP V-2400 - CONTAINMENT PLAN 
SCALE: 3/8"= r-0" 

392284 

CONTAINMENT PLAN ARRG. PLAN PIPING 

CONT. ON DWG 300675 
NOTED 

300674 





PRIMARY 
CONTAINMENT 
1/4" 316L SST 
DIAMOND PL 

DRIP CUARD 
7 OA SHEET 
316L SST 

CONTAINMENT WELL 
SEE DETAIL 5 THIS 
SHEET ic DETAIL 4 
DWG 300666 

PRIMARY CONTAINMENT 
1/4" 316L SST PL 

SPLASH GUARD 
SEE DWG 300666 
DETAIL 1 TURN DOWN UP 1 

(3 SIDES) 
SECONDARY CONTAINMENT 
4mm 3161 SST DIAMOND PL 

•T/WELL EL. DETAIL 6 

DWG. 300666 

zgzzgz Z2 ZZ 2ZZ2Z 2 7ZZ2CZ 

SECONDARY -
CONTAINMENT 
4mm 316L 
SST DIAMOND 

T/GROUT EL. 
-3-9' 

-T/SUMP EL. 

SPLASH GUARD — 
SEE DWG 300668 
DETAIL 1 

T/CONC. 
EL. 2-1 1/2' 

SUPPORT LEG (2) 
L3x3x1/4 x 36" LG. 
316L SST 
(CUT TO LENGTH) 
W/ PL 1/4"x4" SO. 
316L SST EACH END 

DETAIL 1 PRIMARY CONTAINMENT 
1/4" 316L SST DIAMOND PL 
(INVERTED) 

DWG. 300667 

SECONDARY 
CONTAINMENT 
EXISTING PL 1/4" SST 

NEW GROUT 
NEW GROUT 

T/SIDE WALL 

DETAIL 2 
FROM DWG 300675 
SCALE: 6"«r-0" 

•T/GROUT EL 
VARIES 

PRIMARY CONTAINMENT 
1/4" 316L SST DIAMOND 
PL - TYP 

TYP 
BEND OPTIONAL. 

NEW GROUT 
OETAIL 7 DETAIL 1 
DWG. 300666 

GROUT 
TYP 

PRIMARY 
CONTAINMENT 
1/4" 316L SST 

SECONDARY 
CONTAINMENT 
4mm 316L SST 
DIAMOND PL 
TYP 

NEW 
GROUT 

NEW GROUT 
NEW GROUT 

1/2" HILTI KWIK 
BOLT n 
EXPANSION 
ANCHOR. SST OR 
APPROVED EQUAL 

SECONDARY 
CONTAINMENT 
4mm 316L 
SST DIAMONO 
PL 

T/CONC. EL. —4—7' SECTION D-D 
NEW GROUT 

FROM DWG 300674 
SCALE: 2"-1'-0" 

SUMP WELL SEE 
DETAIL 6 THIS SHEET 
Sc DETAIL 3 DWC 
300666 

DETAIL 3 
FROM DWG 300675 
SCALE: 6"-1-0" 

DETAIL 4 DIPSTCK 
SEE DETAIL 1 
DWC 300665 

DIPSTCK 
SEE DETAIL 2 
DWG 300665 

FROM DWG 300675 
SCALE: 6"*1'—0" T/DIPSTICK CAP EL 7'-0' 

T/WELL EL. -4'-5' T/WELL EL O'-O' 

NOTES 
GENERAL NOTES ic STANDARD WELDING NOTES. 
DRAWING 300663. 

(B/WELL EL -4-7") 

CENTERUNE OF 
DIPSTICK 

(B/WEU. EL -0-3") INSTALLATION INSTRUCTIONS. 
DRAWING 300674. CORNER OF 

CONTAINMENT WELL 
CORNER OF 
CONTAINMENT WELL 

CENTERUNE OF DIPSTICK 
& CORNER OF 
CONTAINMENT WELL SUMP WELL LAYOUT - DETAIL 6 

@ CENTER OF WELL 
CONTAINMENT WELL LINEAR LAYOUT - DETAIL 5 

@ CENTER OF WELL 
4/27/99 ISSUED FOR CONSTRUCTION 

APVO 

PHOSPHORUS CHEMICAL DIVISION 
FUC CORPORATION 

POCATELLO. IDAHO 

POINT OF GENERATION REFERENCE DRAWNCS 

DRAWING STATUS FURNACE #2 POG MECH DWG INDEX REVISION APPROVAL RECORD 300663 
STATUS 300674 V-2400 CONT. PLAN WASTE WATER COLLECTION 

V-2400 CONT. ELEV 300675 
SUMP V-2400 FOR APPROVAL 300677 

CONTAINMENT DETAILS SH 1 
NOTtD 

300676 

1/8 



D 

TYP 
PRIM St SEi 

PRIMARY 
CONTAINMENT 
1/4" 316L SST 
DIAMOND PL TYP 

SPLASH GUARD 
DETAIL 1 
DWG. 300668 

DWG. 300667 

T/CONT. WALL 
EL. l'-3" 

SECONOARY 
CONTAINMENT 
4mm 316L SST 
DIAMOND PL TYP 

DETAIL 1 
FROM DWG 300675 
SCALE: 12"-1 "-0" 

PRIMARY CONTAINMENT 

NEW GROUT '/«* 316L SST DIAMOND PL 

T/CONC a 2'-1 1/2" 

SECONOARY CONTAINMENT 
4mm 316L SST DIAMOND PL 

CONTAINMENT SLOPE 
12 

3/1 
T/GROUT 

EL O'-l 1/2* 

W.P. 
EL. -O'-l 7/8" 

DETAIL 1 
DWG. 300667 

T/CONT. WALL 
SL i-r 

j -PRIMARY CONTAINMENT 
1/4* 316L SST DIAMOND 
PL 
- SECONOARY CONTAINMENT 

4mm 316L SST DIAMOND PL 

CONTAINMENT 
SLOPE APPROX. y/ / bLUrt. APPKUX. 

JUm, 

V—4V-

PRIMARY CONTAINMENT 
1/4" 316L SST PL 
TYP 

SECONDARY CONTAINMENT 
4mm 31 EL SST DlAMONO PL 
TYP 

W.P. 
EL -0'-2 3/16" 

-NEW GROUT 

XIST1NG CONCRETE 

FROM DWG 300675 
SCALE: 2"-r-0" 

DETAIL 3 
FROM DWG 300675 
SCALE: 2"-1'-0" 
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FMC - RA YTHEON ALLIANCE 
RECORD OF TELEPHONE CONVERSATION 

DATE: 8-19-99 
TIME: 3:00 pm 
PAGE i OF 1 
TELECON NO. RAT -022 

FROM: P Critikos TO: Steve Wolf 
COMPANY: Raytheon COMPANY: FMC 
PHONE: 2245 PHONE: (208)236-8318 
FMC ALLIANCE PROJECT NO.: 96096.088 
SUBJECT: Basis for Material of Construction for the Waste Water Sumps, V-1400 through 
V4400, SE Sump and V-3800 Tank 

TOPICS OF CONVERSATION: 

Steve Wolf, of FMC, informed Raytheon that the material of construction for each of the sumps 

and tanks on the POG project are based on using the design requirements for piping material as 

specified in the latest FMC Engineering Piping Standards ES-2-0.0 through ES-2-95. The 

material of construction is selected upon the worst case characteristics of the streams entering and 

contained in the tank or sump. For all the sumps, the Medusa Scrubber Liquor is considered the 

worst case stream. FMC's experience identifies the stream as acidic by nature and past carbon 

steel containers have been prone to corrosion at the wet/dry interfaces. As such, the latest FMC 

standards, ES-2-2-0 and ES-2-10-0, require T3126L stainless steel to be used for the pipe 

material to resist corrosion and sustain longevity. Therefore, the sump lining is made of the same 

compatible material. For V-3800, the Anderson Scrubber Liquor has the worst case characteristic 

also requiring the use of T316L stainless steel per FMC piping standard ES-2-2-0 for similar 

corrosion resistance and system longevity reasons as the sumps. 
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SUMP FOUNDATION ASSESSMENT 
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1. SCOPE 

1.1. The Subcontractor shall supply all materials, equipment, labor, tools and facilities 
to construct the concrete work in accordance with the scope of the Contract and 
the contract Drawings. This part of the specification covers the technical 
requirements for the concrete materials and mix design, forming materials, 
reinforcing, embedded items, and curing materials as well as the technical 
requirements for mixing, transporting, forming, placement, curing and finishing of 
concrete and the technical requirements for the installation of reinforcing steel and 
embedded items. 

1.2. The Subcontractor shall be responsible for making all arrangements for and 
furnishing, his own concrete, and shall be responsible for the concrete meeting the 
necessary requirements, including but not limited to: strength; durability; 
water-cement ratio; workability; pumpability (where required); cement type and 
quality; aggregate size, gradation and quality; slump; admixtures; and entrained air 
content. 

2. ENVIRONMENTAL CONDITIONS 

2.1. The site of the work is located in Pocatello, Idaho. It is considered to be a Uniform 
Building Code Seismic Zone 3. 

2.2. The nominal elevation of the plant site is 4,480 feet above mean sea level. 

2.3 The Design Wind Pressures shall be based upon a 70 miles per hour Basic Wind 
Speed, Exposure C, and an Occupancy Category per the project in accordance 
with the Uniform Building Code. 

2.4. The maximum temperature extremes for design purposes are from -17°F to 94°F. 

3. REFERENCES AND STANDARDS 

3.1. The issue in effect on May 21, 10Q7January 27, 1999 (unless indicated otherwise) 
of the following codes, specifications, standards and publications, with applicable 
supplements and revisions thereto, form a part of this Specification by reference 
as if published in full content. 

A 36 Specification for Structural Steel. 

A 82 Specification for Steel Wire, Plain, for Concrete Reinforcement. 

A 108 Specification for Steel Bars, Carbon, Cold-Finished, Standard 
Quality. 

A123 Specification for Zinc (Hot-Galvanized) Coatings on Iron and 
Steel Products. 

A153 Specification for Zinc Coating (Hot-Dip) on Iron and Steel 
Hardware. 

3.1.1. American Society for Testing Materials (ASTM) 
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A 185 Specification for Steel Welded Wire Fabric, Plain, for Concrete 
Reinforcement. 

A 307 Carbon Steel Externally Threaded Standard Fasteners. 

A 525 Specification for General Requirements for Steel Sheet, Zinc-
Coated (Galvanized) by the Hot-Dip Process. 

A 563 Specification for Carbon and Alloy Steel Nuts. 

A 615 Specification for Deformed and Plain Billet-Steel Bars for 
Concrete Reinforcement. 

A 706 Specification for Low-Alloy Steel Deformed Bars for Concrete 
Reinforcement. 

A 775 Specification for Epoxy-Coated Reinforcing Steel Bars. 

C 31 Making and Curing Concrete Test Specimens in the Field. 

C 33 Specifications for Concrete Aggregates. 

C 39 Test Method for Compressive Strength of Cylindrical Concrete 
Specimens. 

C42 Method of Obtaining and Testing Drilled Cores and Sawed 
Beams of Concrete. 

C 94 Specification for Ready-Mixed Concrete 

C138 Method of Test for Unit Weight, Yield and Air Content 
(Gravimetric) of Concrete. 

C 143 Method of Test for Slump of Portland Cement Concrete. 

C 150 Specification for Portland Cement. 

C 171 Sheet Materials for Curing Concrete. 

C 172 Method of Sampling Freshly Mixed Concrete. 

C 192 Method of Making and Curing Concrete Test Specimens in the 
Laboratory. 

C 231 Method of Test for Air Content of Freshly Mixed Concrete by 
the Pressure Method. 

C 260 Specification for Air-Entraining Admixtures for Concrete. 

C 309 Liquid Membrane-Forming Compounds for Curing Concrete. 
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C 309 Liquid Membrane-Forming Compounds for Curing Concrete. 

C 311 Test Methods for Sampling and Testing Fly Ash or Natural 
Pozzolans for Use as a Mineral Admixture in Portland 
Cement Concrete. 

C 494 Specification for Chemical Admixtures for Concrete. 

C6I8 Specification for Fly Ash and Raw or Calcined Natural 
Pozzolan for Use as a Mineral Admixture in Portland 
Cement Concrete. 

C 685 Specification for Concrete Made by Volumetric Batching 
and Continuous Mixing. 

C 920 Specification for Bastomeric Joint Sealants. 

C 1017 Specification for Chemical Admixtures for Use in Producing 
Rowing Concrete. 

D 1190 Concrete Joint Sealer, Hot-Poured Bastic Type 

D 1751 Preformed Expansion Joint Fillers for Concrete Paving and 
Structural Construction (Non-extruding and Resilient 
Bituminous Types). 

D 1752 Preformed Sponge Rubber and Cork Expansion Joint Filers 
for Concrete Paving and Structural Construction. 

F 436 Specification for Hardened Steel Washers. 

F1554 Specification for Anchor Bolts, Steel, 36, 40 and 105-ksi 
yield strength. 

3.1.2. American Concrete Institute (ACI) 

117 Tolerances for Concrete Construction and Materials 

301 Specifications for Structural Concrete for Buildings 

305 Specification for Hot-Weather Concreting 

306 Specification for Cold-Weather Concreting 

315 

318 

Manual of Standard Practice for Detailing Reinforced 
Concrete Structures 
Building Code Requirements for Structural Concrete 

347 Concrete Formwork 
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3.1.3. American Institute of Steel Construction (AISC) 

Specification for Structural Steel Buildings. 
Code of Standard Practice for Steel Buildings and Bridges. 

3.1.4. Concrete Reinforcing Steel Institute (CRSI) 

Manual of Standard Practice for Reinforced Concrete Construction 

3.1.5. American Welding Society (AWS) 

D1.4 Structural Welding Code - Reinforcing Steel 
D1.1 Structural Welding Code - Steel 

3.1.6. Occupational Safety and Health Administration (OSHA) 

Title 29, Part 1910 and Part 1926 

3.1.7. Steel Structures Painting Council 

Steel Structures Painting Manual - Vol. 2 
Systems and Specifications 

3.2. The issue in effect on May 21, 1997 January 27, 1999 (unless indicated 
otherwise) of the following are recommended as guides to meet the 
requirements of this Specification. Mandatory requirements of these 
publications are as stated in this Specification. 

3.2.1. American Concrete Institute (ACI) 
211.1 Standard Practice for Selecting Proportions for Normal and 

Heavyweight Concrete 

302 Guide for Concrete Floor and Slab Construction 

304 Guide for Measuring, Mixing, Transporting and Racing 
Concrete 

308 Standard Practice for Curing Concrete 

309 Guide for Consolidation of Concrete 

311 ACI Manual of Concrete Inspection 

347 Guide to Formwork for Concrete 
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4. MATERIALS 

4.1. Cement 

4.1.1. Except as otherwise specified, cement shall be Portland cement 
conforming to ASTM C I50, Type II, modified for low alkali. 

4.1.2. Cement shall be stored to prevent caking, partial setting, deterioration 
or contamination. Cement which has any deleterious characteristics 
shall not be used in the mix. 

4.2. Aggregates 

4.2.1. Coarse aggregate shall conform to ASTM C 33. See Section 5.2. for 
maximum size of coarse aggregate. 

4.2.2. Fine aggregate shall be sand, clean and sharp. Fine aggregate shall 
conform to ASTM C 33. 

4.2.3. Aggregates shall be stored and handled so as to preserve the gradation 
and cleanliness of the material. Segregation and/or contamination are 
cause for rejection and the deficient material shall be removed and 
replaced. 

4.3. Water 

Water used in mixing concrete shall be clear, clean and potable, with no 
unusual taste or odor. 

4.4. Reinforcement 

4.4.1. Materials 

a. Reinforcing steel bars shall conform to the requirements of 
ASTM A 615, Grade 60 except for bars that are indicated on 
the Drawings to be welded shall be ASTM A 706. Steel bars 
shall be deformed except for sizes less than 3/8-inch and 
specified dowels or spirals. 

b. Spiral reinforcing shall conform to the requirements of ASTM 
A 82 and smooth dowels shall be ASTM A 36 steel. 

c. Welded wire fabric shall conform to the requirements of ASTM 
A 185. Unless specified otherwise, the material shall be 
furnished only in flat sheets. 

d. Fibrous concrete reinforcement shall be 100% virgin 
polypropylene fibrillated fibers specifically manufactured for use 
as concrete reinforcement, containing no reprocessed olefin 
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materials. Fibrous concrete reinforcement shall be as 
manufactured by Fibermesh Company. The length of the fibers 
shall be as recommended by the manufacturer of the fibrous 
reinforcement for each mix design. 

4.4.2. Detailing and Fabrication 

a. Reinforcing steel shall be detailed and fabricated in accordance 
with, and to the tolerances of, ACI 315 unless otherwise noted 
on the engineering design Drawings. 

b. Reinforcing as delivered shall be free of loose mill scale, loose 
rust, paint, grease, oil, dirt, mud or any other foreign material 
which will prevent or reduce bonding. 

c. Fabricated reinforcement shall be free of twists, kinks or 
unscheduled bends. Such defects shall be cause for rejection. 

d. Reinforcing shall be bent cold without inducing fractures or 
cracking in the steel. 

4.5. Reinforcement Accessories 

4.5.1. Bar supports, tie wire and accessories shall be supplied by the 
Subcontractor. 

4.5.2. Bar supports of standard types and sizes shall conform to the Concrete 
Reinforcing Steel Institute Specifications. Where concrete will not be 
exposed to view, Class 3 bright basic bar supports may be used. 
Where concrete will be exposed to view, Class I plastic protected 
supports shall be used. Special support systems shall be designed by 
the Subcontractor and submitted to the Subcontractor for review. If 
the reinforcement is galvanized or coated, the supports shall also be 
galvanized or coated. 

4.5.3. Tie wire shall be black annealed wire, not less than No. 16 gauge, of 
suitable quality for securing reinforcement in place. If reinforcement is 
galvanized or coated, then tie wire shall be galvanized, plastic coated or 
epoxy coated wire as appropriate. 

4.6. Expansion and Control Joint Material 

4.6.1. Bituminous type expansion joint filler shall be preformed, non-extruding 
and resilient conforming to ASTM D 1751. 

4.6.2. Non-bituminous type expansion joint filler shall be preformed, 
non-extruding and resilient conforming to ASTM D 1752. 

4.6.3. Hot poured joint sealing compound shall conform to ASTM D 1190. 
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4.6.4. Cold applied joint sealing compound shall conform to ASTM C 920. 

4.6.5. Caulking compounds shall be "Sikaflex" one-component polyurethane 
as manufactured by SIKA Corporation, or equal. * Sikaflex-1 CSL', self-
leveling, shall be used for Horizontal Joints and ' Sikaflex-1 a', 
gun-grade, shall be used for vertical and overhead joints. Primer shall 
be as recommended by sealant manufacturer. Color shall be limestone. 

4.6.6. Backing rod shall be round, preformed, resilient material such as 
"Bhafoam" as manufactured by Dow Chemical Company or equal. The 
diameter shall not be less than one and one-half times the width of the 
joint in which it is to be installed. 

4.6.7. Joint caps shall be 'Snap-Cap', made of high impact FVC, as 
manufactured by W. R. Meadows or equal. 

4.7. Void Form 

Void form materials used to bridge footing loads over underground pipes or 
structures or for expansive soils shall be Denform "K-Void" as manufactured 
by K.C. Construction Supply Company or equal. 

4.8. Form Oil 

Form release agent shall be a commercial product of proven performance that 
will prevent adhesion of the concrete to the forms and will not penetrate, stain 
or adversely affect concrete surfaces. The material shall not impede wetting 
of concrete surfaces to be damp cured nor impair subsequent surface 
treatments which depend upon bond or adhesion. 

4.9. Waterstops 

Waterstops shall be extruded polyvinyl-chloride of the size and shape specified 
on the Drawings. Waterstops shall be as manufactured by Greenstreak Plastic 
Products Co. or an approved equal. 

4.10. Curing Materials 

4.10.1. Waterproof paper, polyethylene sheeting, or polyethylene-coated 
burlap shall conform to ASTM C 171. Burke Security Blankets or 
equal is a suggested material. 

4.10.2. Liquid membrane-forming curing compound shall conform to ASTM C 
309, Type 1-D, Class B. Wax base or wax-resin base curing 
compounds will not be permitted. 
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4.10.3. Curing compounds which will stain or alter the natural concrete color 
shall not be permitted. 

4.11. Floor Hardener 
Liquid-applied floor hardener shall be Sonneborn "Lapidolith" or an approved 
equal fluosilicate type floor hardener. 

4.12. Forming 
Form materials shall be as specified under Section 6 of this Specification. 

4.13. Embedded Items 

4.13.1. Anchor bolts shall be as shown on the Drawings, and shall conform 
to the requirements of ASTM F1554, Grade 36. Nuts shall be 
ASTM A 563, Grade A, heavy hex. Washers shall conform to ASTM 
F 436. Rate washers shall be ASTM A 36 material. 

4.13.2. Structural steel embedments shall be as shown on the Drawings, 
shall be fabricated from ASTM A 36 plates, bars and shapes to the 
configuration shown on the Drawings and shall conform to the 
requirements of the American Institute of Steel Construction (AISC). 
Embedments shall be blast cleaned in accordance with SSPC-6 
"Commercial Blast Cleaning." Surfaces of embedments which will 
not come in contact with the concrete, except surfaces which will 
receive welding, shall be prime painted with one shop coat of oil 
alkyd paint. The paint system shall be "Kem-Kromik Universal Metal 
Primer", B50N2-Z6 as manufactured by Sherwin-Williams or engineer 
approved equal. Surfaces which will come in contact with the 
concrete and surfaces which will receive welding shall be protected 
with a solvent removable rust-proof coating. 

a. Embedded trench and curb angles shall be provided complete 
with floor plate or grating when shown on the Drawings. 

4.13.3. Steel pipe embedments shall be standard Schedule 40 black pipe 
fabricated to the configuration as shown on the Drawings. Rpe 
embedments shall receive surface treatment as in paragraph 4.13.2 
above. 

4.13.4. Weldable steel stud connectors shall be ASTM A 108 by Nelson 
Stud Welding Company or Engineer approved equal and of the 
automatic-end-weld type of the size and length shown on the 
Drawings. Studs shall not be painted. 

4.13.5. Welding electrodes for carbon steel materials shall have a 70,000 psi 
minimum tensile strength and comply with Table 4.1, AWS D1.1. 

Raytheon Engineers 
Constructors 
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4.13.6. Miscellaneous embedded items, which are manufacturer's standard 
items shall be as shown on the Drawings, or an Engineer approved 
equal. Standard items shall have a zinc coating conforming to 
ASTM A123, A153 or A525. 

4.13.7. Abrasive stair nosing shall be Wooster Cast Iron, No. 101 ferrogrit, 
or Engineer approved equal, 3 inches wide, with concrete anchors 
and standard black finish. 

4.13.8. Cast iron floor drains shall be as shown on the Drawings. 

4.14. ^x>xy Material 
Epoxy bonding agents adhesives or grout shall be Sikadur as manufactured by 
the Sika Chemical Corporation, or Engineer approved equal. Type and grade 
shall be as shown on the Drawings for each particular application. 

4.15. Fly Ash 

4.15.1. Class F or Class C fly ash may be used in the concrete to be used on 
this project. The fly ash shall meet the requirements of ASTM 
C618, "Standard Specification for Fly Ash and Raw or Calcined 
Natural Pozzolan for use as a Mineral Admixture in Portland Cement 
Concrete", and shall be tested in accordance with ASTM C311, 
"Standard Test Methods for Sampling and Testing Fly Ash or Natural 
Pozzolans for Use as a Mineral Admixture in Portland Cement 
Concrete." 

4.15.2. All fly ash used on the project shall be from one source and its 
quality shall be monitored throughout the duration of its use. 

4.15.3. Fly ash shall be stored as a cementious material per Section 4.1.2 

4.15.4. The maximum percentage of cement to be replaced by flyash shall 
be 20%. 

4.16. Concrete Color Pigments 

Synthetic red oxide coloring shall be used to color the concrete protecting 
electrical duct banks. Quantities of coloring added to concrete mix shall be as 
recommended by the manufacturer of the color pigment. 

4.17. Vapor Barrier 

Vapor barrier shall be polyethylene, single film, 6.0 mil thickness, black in 
color. Lap joints shall be sealed using an adhesive of the type recommended 
by the vapor barrier manufacturer. 
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5. DESIGN OF CONCRETE MIX AND CONCRETE SUPPLY 

5.1. General 

All concrete shall be ready-mixed concrete manufactured and delivered in 
accordance with the requirements of ASTM C 94, Option C. The concrete 
manufacturer shall assume the responsibility for the design of the concrete 
mix or mixes. Design of the concrete mixes to fulfill job requirements shall 
comply with ACI 301 and may be done either on the basis of previous field 
experience on trial mixtures or new trial mixtures. Proportioning of the new 
concrete mix shall not be done based on empirical data. The design of the 
concrete mix shall be in accordance with ACI 211.1 to attain the properties of 
strength, slump, entrained air, and water-cement ratio in conformance with 
the following requirements. 

5.2. Maximum Size of Coarse Aggregate 

Coarse aggregate shall be No. 67 (3/4 inch to No. 4) for concrete classes BSA 
and CSA. Coarse aggregate for concrete classes BLA and CLA shall be No. 
467 (r/2 inch to No. 4). 

5.3. Proportioning of Ingredients 

5.3.1. The proportion of ingredients shall be selected to produce the proper 
placeability, pumpability, durability, strength and other required 
properties, and shall be such as to produce a mixture which will work 
readily into the corners and angles of the forms and around 
reinforcement by the methods of placing and consolidation employed 
on the work, but without permitting the materials to segregate or 
excessive free water to collect on the surface. 

5.3.2. The determination of the water-cement ratio to attain the required 
strength and/or durability shall be in accordance with ACI 301 and with 
ACI 211.1. The maximum water-cement ratio for concrete which will 
be subjected to special exposure conditions or exposed to sulfate 
containing solutions shall be in accordance with ACI 318, Chapter 4. 
The maximum water cement ratio for all other concrete shall be 0.50. 

5.4. Strengths 

5.4.1. Concrete mixes shall be designed for the minimum compressive 
strengths, aggregate size and air content as listed hereafter: 
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28 Day Maximum Size Percent of 
Desianation Strenath Aqqreqate Entrained Air 

Class ASA 5000 psi 3/4" 6.0% ± 1.5% 
Class ALA 5000 psi 1 1/2" 5.5% ± 1.5% 
Class BSA 4000 psi 3/4" 6.0% ± 1.5% 
Class BL4 4000 psi 1 1/2" 5.5% ± 1.5% 
Class CSA 3000 psi 3/4" 6.0% ± 1.5% 
Class CLA 3000 psi 1 1/2" 5.5% ± 1.5% 
Class D 2000 psi 3/4" 
(Lean Concrete) 

5.4.2. Special Classes 

a. Pea-gravel aggregate, 3000 psi at 28 days, to be designated as 
CPG (an "A" suffix for air entrapment may be used as required. 
If used, air content shall be between 6% and 7.5% with a 

tolerance of +_ .5%). 

b. Sand-cement, 5000 psi at 28 days, shall be referred to on the 
Drawings as "S-C Grout". 

c. The suffix "F' added to the concrete designation shall indicate 
fibrous reinforced concrete. 

5.5. Slump 
Except where otherwise indicated on the Drawings, concrete mixes shall be 
designed for the following slumps. Slumps shall be measured in the field at 
the point of discharge from the transport vehicle one slump test per truck, and 
shall be tested in accordance with ASTM C I43 and shall be within the 
following limits: 

SLUMP IN INCHES 
TYPE OF CONSTRUCTION MAXIMUM MINIMUM 
Reinforced Foundation Walls 
and Footings 4 1 

Rain Footings and Substructure 
Walls 3 1 

Drilled Rers 7 5 

Beams and Reinforced Walls 4 1 

Building Columns 4 1 

Pavement Slabs 3 1 

Mass or Mat Concrete 2 1 

Riling Rles 6 4 
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5.7. 

5.8. 

Correction of Proportions 

Prior to concreting operations, the Subcontractor shall establish minimum 
standards of proportions of all the types of concrete to be used on the project. 
Concrete operations shall proceed with these mix designs, but if at any time 
the tests of job concrete indicate failure to meet the strength, slump, and air 
entrainment requirements, the Subcontractor shall be required to change the 
standard proportions to meet the requirements. 

Air-Entraining Agent 

5.7.1. All concrete shall be air entrained unless otherwise noted on the 
drawings. Air content by volume shall be in accordance with 5.4.1 
above and shall be determined in accordance with ASTM C 231. Air 
content shall be based on measurements made in concrete mixtures at 
points of discharge from the truck at the jobsite. 

5.7.2. Air entrainment shall be produced by adding an air entraining agent at 
the mixer. Air entraining agent shall conform to ASTM C 260. The 
agent and the cement proposed for use shall be selected well in 
advance of concrete placing, and the Subcontractor shall provide 
satisfactory facilities for ready procurement of adequate test samples. 

Water-Reducing and Set-Controlling Admixtures 

5.8.1. A water-reducing admixture shall be used (ASTM C 494, Type A). At 
the option of the Subcontractor, a water-reducing admixture which 
retards the time of set may be used (ASTM C 494, Type D). 

5.8.2. Water reducing admixtures shall conform to the requirements of ASTM 
C 494. Admixtures shall be used in strict accordance with the 
manufacturer's recommendations and shall be accompanied by the 
services of the qualified field representative of the manufacturer to 
supervise the use thereof. The Subcontractor and concrete producer 
shall submit a certificate from an approved laboratory attesting that the 
admixture equals or exceeds the physical requirements of ASTM C 
494, Type A or D as applicable. 

High Range Water Reducing Admixture (Plasticizer) 

5.9.1. At the option of the Subcontractor, a high range water reducing 
admixture, conforming to ASTM C 494 Type F and ASTM C1017, may 
be used. The concrete mix shall be specifically designed for the use of 
a plasticizer to maintain homogeneity of the flowing concrete. 
Rasticizers may only be added at the site of the pour and must be used 
in strict accordance with, and under the supervision of, the 
manufacturer of the admixture. 
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5.9.2. The use of high range water reducers shall be limited to those 
placements which require that concrete be pumped a long distance or 
which would be difficult to place at the normal slump. 

5.10. Fly Ash 

Class F or Class C fly ash may be used in the concrete to be used on this 
project. The fly ash shall meet the requirements of ASTM C618, "Standard 
Specification for Fly Ash and Raw or Calcined Natural Pozzolan for use as a 
Mineral Admixture in Portland Cement Concrete", and shall be tested in 
accordance with ASTM C311, "Standard Test Methods for Sampling and 
Testing Fly Ash or Natural Pozzolans for Use as a Mineral Admixture in 
Portland Cement Concrete". If a fly ash admixture is to be used, the 
establishment of the concrete mix design shall include the use of fly ash and 
determine the amount of fly ash which may be used to obtain the specified 
concrete properties and strengths. Any deleterious effects from the use of fly 
ash shall be reported in writing with the mix design submittal. 

5.11. Concrete Uniformity 

Concrete mixers to be used in the performance of the work of this project 
shall be tested by the Subcontractor for their ability to deliver a uniform mix 
throughout the batch. This testing shall be in accordance with the 
requirements of ASTM C 94, Annex A1, Concrete Uniformity Requirements. 
Mixers not meeting the requirements of ASTM C 94 Annex A1 shall not be 
used until the condition causing the non-uniformity has been corrected and the 
mixer re-tested. 

5.12. M ixing and Delivery 

5.12.1. Scheduling 

5.12.2. Cold Weather Conditions 

Concrete mixed and delivered when the mean ambient temperature 
is 40°F or less, shall be mixed and delivered in accordance with ACI 
306. 

5.12.3. Hot-Weather Conditions 

Subcontractor alone shall be responsible for scheduling the class(es) 
of concrete needed, slump and additives required, and the start, 
duration and rate of concrete deliveries necessary to meet the 
Subcontractor's construction needs. 

Concrete mixed and delivered when the mean ambient temperature 
(as defined in ACI 301, Section 8.4.3.) would be detrimental to 
concrete, shall be mixed and delivered in accordance with ACI 
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5.12.4. Time Limit Between Mixing and Placement 

Discharge and placement of each load of concrete shall be complete 
within forty-five (45) minutes after addition of water to the mix 
when hot weather conditions prevail. At other times, the time limit 
shall be ninety (90) minutes. 

5.12.5. Delivery Tickets 

Each load of concrete shall be accompanied by a delivery ticket, in 
triplicate, showing at least the information prescribed by Paragraph 
16.1 of ASTM C 94. After each load of concrete has been 
discharged or the truck has been released, one copy of each delivery 
ticket shall be grouped with other delivery tickets for that pour, for 
delivery to the Contractor. 

5.12.6. Rejection of Concrete 

Deliveries of concrete which has excessive slump, or has 
commenced its initial set before or during discharge, or is otherwise 
detectable as not meeting specification requirements, shall be 
rejected by the Subcontractor and shall not be placed in the work. 

5.13. Fibrous Reinforced Concrete 

5.13.1. Add fibrous concrete reinforcement to concrete materials at the time 
concrete is batched and at the rate recommended by the 
manufacturer. 

5.13.2. Mix batched concrete in strict accordance to the fibrous concrete 
manufacturer's instructions and recommendations for uniform and 
complete dispersion. 

5.13.3. Provide the services of a qualified technical representative from the 
fibrous reinforcement manufacturer, or an authorized dealer, to 
instruct the concrete supplier in proper batching and mixing of 
materials. 

6. INSTALLATION 

6.1. Subgrade 

6.1.1. The subgrade shall be undisturbed soil, rock or compacted structural 
fill free of any loose material. The soil density shall be tested for 
compaction in compliance with The Project Specifications or 
compaction specified on the Drawings. 

6.1.2. When concrete is placed on soil, provision will be made to eliminate 
moisture from the concrete being absorbed by the soil either by use 
of polyethylene sheeting or wetting of the soil; however, the soil 
shall not be muddy, or have standing water. 
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6.1.3. Under adverse conditions, the foundation material may be 
over-excavated and filled with lean concrete. 

6.1.4. The subgrade shall be finished to smooth even contours conforming 
to the sections and grade elevations called for on the Drawings. 

6.2. Cold Joints 

6.2.1. Existing hardened concrete surfaces shall be roughened by 
sandblasting, water blasting or air-tooled and cleaned by air or water 
jet to expose a good surface of well bonded aggregate. 

6.2.2. Hardened concrete surfaces on which new concrete is to be placed 
shall be kept wet for 24 hours previous to the pour. Pools of 
free-standing water shall be removed and a neat cement mortar 
having about the same proportion of cement to sand as the new 
concrete shall be well brushed into the surface just prior to placing 
the new concrete. This mortar shall not be allowed to dry out or 
harden before the new concrete is placed. 

6.2.3. Some existing concrete surfaces may require special bonding as 
specified on the Drawings. Bonding agents shall be applied in 
accordance with Section 6.24.4 of this Specification. 

6.3. Cleaning 

6.3.1. All debris, foreign material, ice and snow shall be cleaned from the 
interior of forms, trenches or excavations. No concrete will be 
placed on or against frozen soil or subgrade unless a written 
procedure is submitted to the Engineer for approval. 

6.3.2. Forms, reinforcement and embedded items shall be free of all dirt, oil 
and foreign material including hardened or dried concrete or curing 
compound splashed on them from previous concrete placements. 

6.4. Inspection Prior to Placement 

6.4.1. The terms "shall be", "shall have been", "shall be checked" or "shall 
be verified" will mean the work has been performed with the 
knowledge of and to the satisfaction of, or under direct supervision 
of the Contractor. 

6.4.2. Formwork, placement of reinforcement and embedded items shall 
have been checked for dimensions, elevations, location and 
tolerances prior to placing concrete. 

6.4.3. Formwork shall have been checked for design, shoring and adequacy 
in accordance with Section 6.7 of this Specification. 
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6.4.4. Reinforcement shall have been checked for proper size, positioning, 
tying and support in accordance with Section 6.12 of this 
Specification, the Drawings and reinforcement placing drawings. 

6.4.5. Embedded items shall have been checked for adherence to the 
Drawings, locations and adequate fastening to the forms or 
templates in accordance with Sections 6.16 and 6.17 of this 
Specification. 

6.4.6. All equipment required for the placing of concrete in the work shall 
have been properly cleaned and. the operation of mechanical 
equipment checked for reliability to perform its intended use. 

6.4.7. All materials used in construction of the work shall have been 
verified as being in accordance with the Drawings, this Specification 
and the referenced specifications. 

6.4.8. The compliance with all sections of this specification, shall have 
been inspected and approved by the Contractor before any concrete 
is placed. 

6.5. Groundwater 

When flowing water is encountered, it shall be pumped or diverted away from 
the excavation to avoid washing of the fresh concrete during placement 
operations. If this method is not possible, then the water should be allowed to 
rise to a static no-flow condition and the concrete placed by tremie. 

6.6. Access 

The Subcontractor shall have provided adequate access walkways, safety 
barricades and facilities, and adequate access ways for concrete delivery 
vehicles or conveyances. Under no circumstances will concrete chutes or 
conveyances be supported on reinforcing steel. 

6.7. Formwork 

6.7.1. The Subcontractor shall be responsible for designing and providing 
suitable and adequate formwork to meet the safety requirements and 
the required quality of the finished work. The material to be used for 
formwork shall be selected by the Subcontractor as being the most 
suitable for the specific work involved. The formwork shall conform to 
the shapes, lines, elevations and dimensions of concrete shown on the 
Drawings. The latest issue of ACI 347 "Guide to Formwork for 
Concrete" shall be used as a guide. 

6.7.2. Formwork shall be designed to resist all loads and forces which it may 
be subjected to, safely and without distortion. Dead loads are to be 
taken as the weight of formwork including shoring and bracing, 
reinforcement, embedded items and the weight of wet concrete to a 
minimum of 150 pounds per cubic foot, with due regard to admixtures 
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and rate of placing. Live loads are to include, but not be limited to, the 
weight of workmen, placing equipment, storage of materials, runways, 
impact and wind loads. 

6.7.3. The Subcontractor shall prepare drawings for the construction and 
assembly of formwork including shoring, bracing, guying, tying and 
reshoring as required. The drawings shall show details for the work 
such as, but not limited to, the following: 

Materials, concrete placing methods and openings, rate of placing, 
sequence and schedule for placing, provisions for adjustment during 
placement, camber, anchors, ties, shores and bracing, scaffolds and 
runways, construction joints, foundations for formwork, and all 
details pertinent to forming the concrete as shown on the Drawings. 

The formwork drawings shall indicate the time for removal of 
formwork and shall show design and details of reshoring required for 
the work. 

6.7.4. The Subcontractor's design and drawings are subject to review and/or 
approval by the Contractor or the Engineer. The review and/or approval 
of the design and drawings in no way relieves the Subcontractor of his 
responsibility of providing suitable and adequate formwork for the 
concrete work. 

6.7.5. The forms shall be constructed, shored, braced and tied to maintain 
their position and shape during and after placing concrete. They shall 
be sufficiently tight to prevent leakage of mortar. The forms shall have 
adequate stiffeners, wales and braces to prevent noticeable deflection 
or waviness. Forms shall be sufficiently rigid to limit deflection under 
the weight of wet concrete to 1/8 inch. Forms for beams, floor slabs 
and similar members shall be constructed with a camber in order that 
deflection due to the weight of forms, reinforcing, and wet concrete 
shall be approximately zero after forms are removed. 

6.7.6. The forms shall be constructed so that exposed concrete will have 
smooth surfaces free from offsets, fins or other unsightly defects. 
Forms which are reused shall be thoroughly cleaned of dirt, hardened 
concrete or undesirable adhering substances and they shall be patched, 
repaired and finished to a smooth surface without broken or chamfered 
corners. 

Form release agent shall be applied to the form surfaces before placing 
reinforcement or embedments. Application is to be in accordance with 
the manufacturer's recommendations. 

6.7.7. Form ties shall be factory fabricated, removable or snap-off ties, fixed 
or adjustable in length, and shall not have devices that will leave a hole 
larger than one inch in diameter in the surface of the concrete. The 
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portion of the tie remaining in the concrete after removal of the exterior 
parts shall be at least one inch back from the surface of the concrete. 
All holes in the surface of the concrete from ties shall be filled with 
cement mortar. 

Hydraulic structures or other structures requiring watertightness shall 
have form ties furnished with waterstops. 

All form ties are subject to approval of the Contractor. 

6.7.8. Openings or other devices shall be provided to permit depositing 
concrete in a manner which will prevent segregation or accumulations 
of hardened concrete on forms or reinforcement above the concrete 
level. 

Temporary openings shall be provided in forms at the base of columns 
and at the bottom of walls to facilitate cleaning and inspection. These 
openings shall be securely closed prior to placing concrete. 

6.7.9. The corners of all exposed concrete shall have a chamfer of 3/4 inch 
unless otherwise noted on the Drawings. The forms shall be provided 
with chamfer strips, except where it can be troweled or at the top of 
piers where it can be formed in the grout. 

6.8. Form Removal 

6.8.1. Forms shall be designed and constructed for removal without damage 
to concrete. 

6.8.2. Forms and shoring shall not be removed until the concrete has attained 
sufficient strength to support its own weight and any construction or 
storage loads to which it may be subjected. The use of criteria in this 
Specification or in referenced specifications shall not relieve the 
Subcontractor of responsibility for the complete safety of or damage to 
the structure. 

6.8.3. The mix design ingredients (such as type of cement, fly-ash, curing 
additives) and the curing procedures (including temperature), shall be 
considered in determining the strength of the concrete. The times 
given below do not apply to cold weather concreting and are minimum 
times for removal of forms only. Curing shall continue as specified in 
Section 6.26. 

a. Structures such as footings, mats, equipment piers and pile caps 
where form removal induces no stress in the concrete; the forms 
may be removed 12 hours after completion of placement. 
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b. Structures such as columns, walls or sides of beams for which 
the forms do not provide vertical support; the forms may be 
removed 24 hours after completion of placement, or when the 
concrete has attained 500 psi minimum compressive strength. 

c. For all other form removal the strength attained the stresses 
from loads the structure may be subjected to and the complete 
safety of the structure shall be evaluated. 

6.8.4. If form removal is critical to the construction schedule and the safety of 
the structure is questionable, compressive strength control tests shall 
be used as evidence that concrete has attained sufficient strength to 
permit removal of supporting forms. Cylinders required for the control 
tests will be in addition to those required for standard compressive 
strength testing. The control test cylinders will be removed from the 
molds after 24 hours and stored in the structure where they will be 
cured in the same manner as the structure. The cylinders shall be 
tested as near the end of the form removal period as is practical. The 
forms shall not be removed until the control test strength has been 
calculated to be sufficient to withstand the stresses to which the 
structure may be subjected. 

6.8.5. No concrete section shall be loaded earlier than twenty eight (28) days 
after placement without approval of the Contractor. Loads shall not 
exceed those permitted by the Contractor at any concrete age. 

6.9. Shoring 

6.9.1. The structural support for formwork shall be designed and constructed 
in conformance to criteria given in the design and construction sections 
of this Specification as well as conforming to referenced specifications 
and publications. 

6.9.2. If settlement is a possibility then shoring shall be provided with 
adjustment devices so that allowable deflections and tolerances can be 
monitored and maintained during placement and curing of the concrete. 

6.9.3. The shoring shall not be removed until the structure can safely 
withstand the loads it may be subjected to. 

6.10. Reshoring 

6.10.1. The structure shall be reshored if the formwork is removed before 28 
days or the concrete has not attained the full design strength and the 
structure is to be subjected to loading in excess of the structure's 
reduced strength capacity. 
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6.10.2. Concrete which has cured for 28 days or has attained the full design 
strength and is to be subjected to storage or construction loads in 
excess of the loads for which it was designed shall be reshored to 
safely withstand the loading to which it is to be subjected. 

6.10.3. Retaining walls and structures having compacted backfill placed 
against them shall be shored to resist the compaction and vibration 
loads during backfilling operations. 

6.11. Tolerances 

6.11.1. Tops of piers, pedestals and equipment foundations shall be +_ 1/4 
inch within specified elevation and with a variation from level of 1/4 
inch in any 10 feet. 

6.11.2. Finished floor slabs shall be a true plane within 1/4 (*) inch in 10 feet, 
as determined by a 10-foot straight edge placed anywhere on the slab 
in any direction unless special finish tolerances are noted on the 
Drawings. 

(*) May be 5/16 inch for concrete slabs on metal decking. 

6.11.3. The tolerance of all concrete work shall be suitable to accommodate 
all equipment and machinery for which it was intended. 

6.11.4. All other tolerances shall be in accordance with ACI 117, Tolerances 
for Concrete Construction and Materials. 

6.12. Reinforcing Steel 

6.12.1. Installation of reinforcing steel and welded wire fabric shall be in 
accordance with ACI 3I8 and the Drawings. Reinforcing steel shall not 
be bent or straightened in a manner injurious to the steel. Bars with 
kinks or bends not indicated on the Drawings shall not be used in the 
work. The use of heat to bend or straighten reinforcing steel is 
authorized only if approved in advance by the Contractor. 

Before placement, reinforcing steel shall be thoroughly cleaned of 
loose or flaky rust, mill scale, or coatings of any foreign substance 
that would reduce or destroy the bond. Reinforcing steel reduced in 
section shall not be used in the work. Steel shall be placed where 
indicated on the Drawings. In the event of a substantial work delay, 
previously placed reinforcing steel left for future bonding, shall be 
inspected and cleaned. Field splices, if required, shall be made with a 
wire-tied lap of not less than the number of bar diameters indicated in 
ACI Code 318 for the proper class of splice as shown on the 
Drawings. As an alternate, mechanical connectors used in strict 
conformance to the manufacturer's recommendations may be used 
with prior approval of the Engineer in lieu of the lapped and tied 
splices. 
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6.12.2. The clear distance between parallel bars, except in columns, shall be 
not less than the nominal diameter of the bars, 1-1/3 times the 
maximum size of the coarse aggregate, or 1 inch, whichever is 
greater. Where reinforcement in beams or girders is placed in two (2) 
or more layers, the clear distance between parallel layers shall not be 
less than 1 inch, and the bars in the upper layers shall be placed 
directly above those in the bottom layer. 

6.12.3. Reinforcing steel over "K-Void" fibre or equal forms shall be supported 
on rods driven into the ground beneath the K-Void, or upon slab 
bolsters over steel plates resting on the K-Void. Rate areas and 
thicknesses shall be such that the K-Void is not crushed under the 
combined weight of wet concrete and reinforcing steel. 

6.12.4. Welding shall not be performed on reinforcing steel unless shown on 
the Drawings. 

6.12.5. Prior to placing any reinforcing in thick mats (i.e., over 2'-0" thick), the 
Subcontractor shall design an adequate reinforcing steel support 
system to hold reinforcing for these mats to proper position as shown 
on the Drawings. The Contractor will inspect and/or review 
Subcontractor's support system prior to placing the reinforcing steel. 

6.13. Concrete Covering over Steel Reinforcement 

6.13.1. The thickness of the concrete covering over steel reinforcement shall 
not be less than the diameter of the round bars and in the following 
specific instances, not less than specified below: 

Footings and other principal 3 inches between 
structural members in which earth or void forms 
concrete is deposited against 
the earth or void forms. 

Mats on lean concrete mud slabs 2 inches 

BayHieen Engineers 
Constructors 

Structures where surfaces are 3 inches 
in contact with water plus 
freezing and thawing. 

Concrete surfaces which, after removal 
of forms, are exposed to earth or weather: 

For bars No. 6 and larger 2 inches 

For bars No. 5 and smaller 1-1/2 inches 

Where surfaces are not directly exposed 
to earth or weather: 
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For slabs and walls for 
No. 11 and smaller 

3/4 inches 

For beams, girders and tied columns 1-1/2 inches 

6.14. Supports 

6.14.1. Reinforcement shall be securely held in position by spacers, chairs, or 
other approved supports. The type, number and spacing shall conform 
to ACI 315. They shall be plastic tipped where the finished concrete 
will be exposed. 

6.14.2. Reinforcement shall be securely tied at intersections and splices, as 
required by the CRSI's "Manual of Standard Practice for Reinforced 
Concrete Construction", to maintain their position during work by 
other trades and during concrete placement. Tying shall be done using 
black annealed wire, with wire tie ends pointing away from the form. 
Tack welding of reinforcing or of reinforcing steel assemblies shall not 
be permitted. 

6.14.3. When mats and footings are cast on mud slabs, the reinforcing may be 
supported on spacers or chairs; however, when slabs, mats or footings 
are cast on grade the reinforcing shall be supported on precast 
concrete blocks or other approved device. Such supports shall be 
spaced at intervals required by the reinforcing size to maintain the 
specified minimum concrete cover over the steel bars. 

6.15. Splicing of Welded Wire Fabric 

6.15.1. Bid laps shall be avoided in mid-span and support areas of structural 
slabs; end cross-wires shall be overlapped by at least two cross-wires 
plus two inches, but not less than six inches. 

6.15.2. In non-structural slabs, and in structural slabs at points laying between 
1/10 and 1/4 of the span from a support, end cross-wires shall be 
overlapped at least two inches, unless noted otherwise on the 
Drawings. 

6.15.3. Side laps shall be 1/2 spacing of longitudinal wires. 

6.16. Embedded Items 

6.16.1. Prior to placement of concrete and during formwork operations, the 
Subcontractor shall properly locate and set all items to be placed in 
the forms or set into the concrete; such as but not limited to anchor 
bolts, conduit, pipe sleeves, floor drains, drain piping, curb angles, 
weld plates and inserts. The Subcontractor shall be responsible for 
securely fastening and supporting all embedded items shown on the 
Drawings and to the dimensions as shown thereon. 
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6.16.2. Prior to setting embedded items into the formwork, all rust-proof 
protective coatings which will come in contact with the concrete shall 
be removed by solvent cleaning. 

6.16.3. Weld plates, inserts, and pipe sleeves shall be located within 1/4 inch 
of the location shown on the Drawings. 

6.16.4. Cast iron floor drains shall be installed in floor slabs at the location and 
elevation shown on the Drawings. 

6.17. Anchor Bolts 

6.17.1. Anchor bolts and anchor bolt groups shall be supported and set using 
templates attached to the forms, and embedded ends securely tied to 
prevent displacement during placing of concrete. Tolerances from 
dimensions shown on the Drawing shall not exceed the following: 

b. 1/8 inch center to center of any two bolts within an anchor bolt 
group, where an anchor bolt group is defined as the set of 
anchor bolts which receive a single fabricated steel shipping 
piece or equipment base. 

c. 1/4 inch center to center of adjacent anchor bolt groups. 

d. Maximum accumulation of 1/4 inch per hundred feet along the 
established column or plant control line of multiple anchor bolt 
groups, but not to exceed a total of 1 inch, where the 
established column line is the actual field line most 
representative of the centers of the as-built anchor bolt groups 
along a line of columns. 

e. 1/4 inch from the center of any column or equipment anchor 
bolt group to the established column or plant control lines 
through that group. 

f. The tolerances of paragraphs c., d., and e. apply to offset 
dimensions shown on the plans, measured parallel and 
perpendicular to the nearest established column line for 
individual columns shown on the plans to be offset from 
established column lines. 

6.17.2. Unless shown otherwise, anchor bolts shall be set perpendicular to the 
theoretical bearing surface. 

6.17.3. Welding to anchor bolts will not be permitted except where specifically 
shown on the Drawings. 

a. Bolt projection - plus 1/4 inch, minus 0 inch. 
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6.17.4. Anchor bolt sleeves shall be plugged, capped, or otherwise securely 
closed to prevent entry of concrete, dirt, debris or water during 
subsequent construction. Packing or water shall not be permitted to 
freeze in anchor bolt sleeves. The use of anti-freeze in anchor bolt 
sleeves is prohibited. 

6.17.5. Exposed anchor bolt threads shall be given a coat of grease and 
protected from corrosion or other damage to the threads. 

6.18. Depositing Concrete 

6.18.1. Concrete shall be conveyed and placed as rapidly as practical, either 
by manual or mechanical means that will prevent the segregation or 
loss of ingredients. No aluminum material shall be used to convey or 
place concrete. Concrete shall be deposited continuously in horizontal 
layers, in a manner to prevent displacing reinforcement and the 
accumulation of concrete on the forms or the reinforcement above the 
level of fresh concrete. Concrete that has attained its initial set or 
otherwise becomes unsuitable for placement, as established by the 
Contractor in accordance with ASTM C 94, shall not be placed in the 
work. 

6.18.2. Chuting of concrete shall be permitted only upon approval by the 
Contractor. Chutes shall be of rounded cross-section to avoid 
accumulation of concrete in corners. The slopes of chutes shall be 
steep enough to permit flow without requiring a slump greater than 
that specified or required for placement (slope usually 1 vertical to 2 or 
2-1/2 horizontal). In intermittent operations, when free movement of 
concrete in the chute is not possible, discharge the material from the 
chute into approved hoppers. Thoroughly clean all chutes and hoppers 
before and after each run. Wash water and debris shall be discharged 
outside of forms. 

6.18.3. Where concrete is conveyed and placed by mechanically applied 
pressure, the equipment shall be suitable in kind and adequate in 
capacity for the work. The operation of the pump shall be such that a 
continuous stream of concrete without air pockets is produced. 

When pumping is completed, the concrete remaining in the pipeline 
shall be ejected in such a manner that there will be no contamination 
of the concrete or separation of the ingredients. After this operation, 
the entire equipment shall be thoroughly cleaned. 
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6.18.4. Concrete shall be placed in the forms in uniform layers as nearly as 
practicable in final position. It shall not be allowed to fall freely more 
than 5 feet in unexposed work nor more than 3 feet in exposed work. 
Drop chutes shall be available in sufficient number so the concrete 
placement can be made in horizontal layers with little lateral concrete 
movement in the forms. 

Concrete layers shall not exceed 2 feet in thickness and shall be 
thoroughly consolidated before the succeeding layer is placed. Timing 
of placement shall be such that each succeeding layer is placed before 
the preceding layer has reached its initial set. 

6.19. Consolidation 

6.19.1. During and immediately after placing, concrete shall be vibrated and 
worked to provide thorough consolidation around reinforcement, 
embedded items, and into corners of forms. It shall be consolidated 
with immersion-type vibrators having frequencies in the range of 3600 
to 13,000 vibrations per minute. External vibrators mounted on or 
held against the forms will not be permitted. 

6.19.2. After a level surface has been attained by inserting the vibrator into 
centers of high concrete points left during depositing, the vibrator 
should be inserted vertically at uniform spacings of about 12 to 24 
inches such that the area visibly affected overlap previously vibrated 
material by a few inches. 

6.19.3. The vibrator should penetrate rapidly through the full depth of each 
new concrete layer and about six (6) inches into any preceding fresh 
layer. The vibrator should be held in such position until consolidation 
is considered adequate (5 to 15 sec). The vibrator should then be 
withdrawn slowly at a rate of about three (3) inches per second. 
Concrete should move back into the space vacated by the vibrator. 
To prevent segregation of mix, vibration shall be continued only long 
enough to accomplish thorough - consolidation and complete 
embedment of the reinforcement and fixtures. 

6.19.4. Vibrators shall not be used as a means of moving concrete to a 
desired placement area. This action shall be accomplished by correct 
initial placement augmented by the use of hand shovels. The 
Subcontractor shall provide a sufficient number of vibrators so that 
consolidation can be accomplished immediately after the concrete has 
been deposited in the forms. Vibrators should not come in contact 
with forms, reinforcing or embedded items. 

F:\FMCALL\SPEC\B0500T.W60 



Raytheon Engineers & 
Constructors 

Project No.: 96096,XXX 
CONCRETE CONSTRUCTION Spec. No. B05.00T 

Page 26 of 39 

6.20. Retempering 

Water shall not be added to mixed batches of concrete to increase the slump 
without specific approval of the Contractor. When batches delivered to the 
job show an unduly low slump (as might occur during hot weather) 
consideration shall be given to the use of retarders. 

6.21. Construction Joints 

6.21.1. The plans will show normal requirements for construction joints. 
Therefore, field work shall be planned so that a minimum number of 
field located construction joints are needed. The type, number, and 
location for such field established construction joints shall be reviewed 
by the Contractor. 

6.21.2. Unless otherwise directed by the Contractor or shown on the 
Drawings, construction joints shall be located as follows: 

a. In floor slabs on grade, construction joints shall be located on 
interior column lines or at the center of slab panels. 

b. In concrete framed floors and roofs, construction joints shall be 
placed at the center of span in slabs, beams and girders, except 
where intersecting members occur at such points. In these 
cases, offset the construction joint a distance approximately 
equal to twice the width of the intersecting member and provide 
supplementary reinforcing as directed by the Contractor. 

c. In steel framed floors and roofs, construction joints shall be 
placed at the centerlines of supporting members. 

d. In columns, construction joints shall be placed at underside of 
floor or roof members and undersides of column capitals, 
haunches, or brackets. 

e. Horizontal joints below grade and in one story walls above grade 
shall be avoided. If joints are necessary, they shall be located at 
well defined horizontal lines such as window sills or heads, or 
other well defined architectural trim lines. 

f. When vertical joints are deemed necessary in flat wall surfaces, 
special care shall be exercised to prevent offsetting of adjacent 
wall faces. 

6.21.3. The joint surfaces shall be perpendicular to the concrete surfaces in 
which they occur, whether the concrete is a wall, slab, mat, beam, or 
otherwise. Shearing forces across the joint may be carried by shear 
keys or web steel. Unless otherwise shown on the Drawings, 
reinforcing steel shall be continuous across the joints. 
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6.21.4. For joint preparation see Section 6.2, Cold Joints in this Specification. 

6.22. Expansion and Control Joints 

6.22.1. Expansion and Control joints shall be provided as located and detailed 
on the Drawings. Held changes as to either location or type shall be 
approved by the Contractor. The Subcontractor shall supply and 
install all material as specified in Section 4., Materials, of this 
Specification. All expansion and control joints shall be sealed. The 
maximum horizontal dimensions of concrete wall or floor slab sections 
placed at one time shall be 40 feet unless otherwise noted on the 
Drawings. 

6.22.2. Expansion joints shall have keys or other mechanical devices to keep 
adjacent surfaces in alignment, and in accordance with details 
provided on the Drawings. 

6.22.3. Control joints may be either formed and tooled or sawed. Care shall 
be taken in formed joints to not damage the form during placing of 
concrete or to not damage the concrete surfaces during removal of 
form. Saw cut joints shall be sawed within 24 hours after placing 
concrete and care shall be taken to avoid cutting reinforcement. 
Joints shall be a minimum of one third the depth of wall or slab. 

6.23. Waterstops 

6.23.1. Waterstops shall be provided in all cold joints for hydraulic structures 
and joints below grade where water is present. Joints where 
waterstops are provided shall have keys or other mechanical devices 
designed to prevent differential movement across the joints. 

6.23.2. Waterstops shall be installed to produce a continuous diaphragm in 
each joint indicated on the Drawings or in field-located construction 
joints in slabs and walls as approved by the Contractor. Splices shall 
be made in accordance with the manufacturer's recommendations. 

6.24.1. Concrete on which other concrete is placed shall be either still plastic 
or thoroughly hardened, but not in a semi-hardened state that may be 
disrupted and weakened by the added load and the jarring due to 
placement of additional concrete. 

Waterstops shall be accurately secured in position and shall be 
protected from damage and displacement during concrete placement. 
Punctured or poorly spliced waterstops shall be repaired or replaced by 
and at the expense of the Subcontractor. 

6.24. Bonding 
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6.24.2. To provide bond between successive lifts of concrete, the exposed 
surface of the hardened concrete shall be cleaned and roughened, 
without loosening the embedded aggregate. Brooms or air-water jets 
shall be used after the start of initial setting of the concrete. 
Sand-blasting or air-tooling shall be employed after the concrete has 
hardened. In all cases, the surface film and laitance or diluted paste 
shall be removed and a reasonably high percentage of aggregate 
exposed. Immediately before the new concrete is placed, the old 
surface shall be clean, damp and free from standing pools of water. 

6.24.3. Batches of neat cement or of mortar having about the same proportion 
of cement to sand as used in the concrete, or as otherwise specified 
herein, shall be deposited and well brushed in, just ahead of the new 
concrete. 

6.24.4. Where a more positive bond is required and where indicated on the 
Drawings, a two-part epoxy bonding compound shall be used to bond 
new concrete work to hardened or aged concrete surfaces. The 
surface preparation and application of the epoxy bonding compound 
shall be in accordance with the Manufacturer's recommendations and 
specifications. 

6.25. Concrete Finishes 

6.25.1. Repairing and Patching Formed Surfaces 

a. Concrete surfaces shall be repaired immediately after form 
removal. Cavities produced by form ties, honeycomb, 
rockpockets, spalling or other similar defects shall be thoroughly 
cleaned and kept saturated with water for a period of at least 
one hour prior to repair. Before placing dry-pack or mortar, a 
grout of cement and water mixed to a consistency of paint shall 
be brushed into the surfaces to which the dry-pack or mortar is 
to be bonded. Repair of defective areas shall be in accordance 
with ACI 301, Chapter 9 Section 5. 

b. Holes left by tie rods shall be hammer-packed with stiff, 
dry-pack mortar of the same materials as that in the concrete. 

c. Honeycombed areas shall be removed to a depth at which sound 
concrete is exposed. Cut-out areas shall be straight at right 
angles to the surface, and filled with concrete matching that of 
the structure. 

d. Spalled and pitted areas resulting from concrete sticking to the 
forms shall be chipped back to obtain a good mechanical bond, 
undercut at the edges, and repaired with mortar matching that 
of the concrete. 
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e. On concrete which will be exposed in finished work, 
approximately 20 percent white cement shall be mixed with the 
gray patching cement to offset the tendency of patches to show 
up darker than the surrounding concrete. 

f. While defects are being repaired, the surface shall not be 
allowed to become dry, nor shall the underlying concrete be 
damaged. Patched areas shall be damp cured for seven days. 

g. Finished repairs shall be subject to the approval of the 
Contractor. Unsatisfactory repairs shall be redone by and at the 
expense of the Subcontractor. 

a. Formed concrete surfaces against which backfill will be placed, 
and which will therefore be concealed in the finished work, shall 
have a rough form finish with all tie rod holes packed, and all 
defects repaired. No other finishing will be required. Rough 
form finish shall be in accordance with ACI 301, Chapter 10 
Section 5. 

b. Unformed surfaces of foundations which will be backfilled and 
not exposed to view in the finished work shall be screeded to 
proper elevation followed by a darby or bull float. Surface 
cracking occurring prior to set of the concrete shall be closed by 
hand float. 

c. Formed concrete surfaces which will be exposed in the finished 
work shall have a smooth form finish with all fins and burrs 
removed and ground smooth, all the rod holes packed and all 
defects repaired. Patches shall match the color of the 
surrounding surface and shall be smooth and level. No other 
finish will be required. Smooth form finish shall be in 
accordance with ACI 301, Chapter 10 Section 5. 

d. Interior floor surfaces which will remain exposed to view in the 
finished work shall be given a "Double Steel Troweled Finish", 
unless noted otherwise on the Drawings. 

e. Roof slab surfaces, and floor slab surfaces to receive tile or 
other overlayment, shall be given a "Single Steel Troweled 

f. Surfaces which will subsequently be grouted for support of 
column base plates, equipment, etc., shall be given a "Float 

6.25.2. Finishes on Formed and Rat Concrete Surfaces 

Hnish. 

Finish. 
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g. Unformed concrete surfaces other than slabs or floors, which 
remain exposed to view in the finish work shall be given a 
"Single Steel Troweled Finish." 

h. Exterior slabs for paving, stoops, ramps and sidewalks shall be 
given a "Broomed Finish", unless otherwise noted on the 
Drawings. 

6.25.3. "Float Finish" shall be accomplished by either wood, cork, or metal 
floats or by a finishing machine. After the concrete has been properly 
placed, vibrated, and roughly leveled, it shall be screeded off to the 
proper elevation. Coarse aggregate shall be tamped below the 
surface. After screeding and tamping of coarse aggregate, the surface 
shall be made uniform by means of a bull float. After floating, the 
surface shall be tested for uniformity by use of a straightedge. 
Variations from desired finished elevations shall not exceed 1/4 inch in 
ten feet. Use of neat cement to absorb excessive surface water is 
prohibited. 

6.25.4. "Single Steel Troweled Finish" shall consist of a float finish followed 
by steel troweling. Steel troweling shall be performed after the 
surface moisture has disappeared. Concrete surfaces shall be steel 
troweled to a smooth, even finish, free from trowel marks. 

6.25.5."Double Steel Troweled Finish" shall consist of a single steel troweled 
finish with additional troweling to produce a smoother and harder or 
denser finish. Time shall be allowed to elapse between trowelings so 
that the concrete will set further. Final troweling shall result in a 
burnished appearance. 

6.25.6."Broomed Finish" shall be performed after the "Float Finish" by 
drawing a natural bristle broom across the surface to produce 
corrugations of regular appearance not over 1/16 inch deep. The 
fibers shall be kept clean by frequent washings and cake on the fibers 
shall not be allowed to score the surface. 

6.26. Protection and Curing 

6.26.1. Protection and curing shall be accomplished by preventing loss of 
moisture, rapid temperature change, mechanical injury, or damage 
from rain, frost or flowing water. Curing shall be started after placing 
and finishing as soon as the surface conditions are suitable. Curing of 
formed surfaces shall be accomplished by moist curing with forms in 
place for the full curing period, or, if forms are removed prior to the 
end of the curing period, by one of the following methods, or 
combinations thereof. 

The minimum curing periods for concrete placed hereunder, except as 
noted in ACI 306, shall be: 

Raytheon Engineers & 
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Curing Temperature Curing Period 

50°F - 70°F 7 days 
70°F-100°F 5 days 

a. Protective Wet Curing 

The protective medium for wet curing shall consist of saturated 
cotton mats or a double layer of burlap, of sufficient size to 
cover the entire concrete surface and side forms. The mats or 
burlap shall be kept continuously wet during use. After finishing 
operations and prior to start of protective wet curing, the 
concrete surface shall be kept wet with adequate fog spraying 
equipment. During any change in curing medium, the concrete 
shall remain exposed for not more than one hour. 

b. Moist Curing 

Unformed surfaces shall be covered with burlap, cotton or other 
approved fabric mats kept in contact with the surface, or with 
sand, and shall be kept continually wet. Where formed surfaces 
are cured in the forms, the forms shall be kept continually wet. 
If the forms are removed before the end of the curing period, 
curing shall be continued as on unformed surfaces, using 
suitable materials. Burlap shall be in two layers. 

c. Waterproof-Paper Curing 

Surfaces shall be covered with waterproof paper with 4 inches 
of overlap at sides and ends and sealed with mastic or pressure-
sensitive tape not less than 1-1/2 inches in width. The paper 
shall be weighted to prevent displacement, and tears or holes 
appearing during the curing period shall be immediately repaired 
by patching. 

d. Membrane Curing 

FVessure spray tinted curing compounds shall be of the type 
previously specified. The compound shall be applied according 
to the manufacturer's directions immediately after finishing 
operations are completed and forms removed. The quantity 
applied shall be sufficient to ensure the formation of a 
continuous unbroken film. 

The curing compound shall cover the entire area of the exposed 
surface, and shall be applied in two separate applications, each 
of which shall be an even sweeping motion of the nozzle with 
sufficient overlap to ensure uniform and complete coverage. 
The second application shall follow five to thirty minutes after 
the first and shall be so directed as to cross and recross the 
sweep of the first application. 
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Curing compound shall not be used or permitted on surfaces 
where future bonding, concrete hardener, or painting is 
indicated. Such surfaces shall be cured by the moist process as 
specified previously. 

After final application of the compound, surfaces shall be 
protected from traffic and other damage to the membrane for a 
period of curing as specified herein. 

The use of any membrane material which will impart a slippery 
surface to the concrete or alter its natural color shall not be 
permitted. The compound, however, shall contain a dye of color 
strength sufficient to render the film distinctly visible on the 
concrete surface for a period of at least four hours after 
application and shall be of such character that it will harden 
within thirty (30) minutes. 

If concrete surfaces which are to receive curing compound are 
expected to be exposed to freezing temperatures within five (5) 
days, the membrane curing compound shall not be used. 

e. Polyethylene Sheeting and Polyethylene-Coated Waterproof 
Paper and Burlap 

Surfaces shall be completely covered. Where a single sheet 
does not cover the entire surface, additional sheets shall be 
used. The ends and sides shall be lapped not less than four (4) 
inches and sealed with pressure-sensitive tape 

6.26.2. Protection 

The Subcontractor shall be fully responsible for protecting finished 
concrete work from damage, marring of finish, discoloration or other 
detrimental conditions during curing and subsequent construction 
operations. 

After the curing periods specified, concrete shall not be allowed to 
heat or cool faster than at a rate of 5°F per hour, or 20°F per twenty-
four hour period, until outside temperatures are achieved. Sther dry or 
steam heat will be an acceptable means of maintaining temperature 
control. 

6.27. Cold Weather Requirements 

Concrete shall not be placed during cold weather unless special precautions 
are taken. Cold weather is defined as any period when, for more than three 
successive days, the mean daily temperature is, or is forecast to be, below 
40° F or when any unformed concrete surface less than forty-eight (48) hours 
in age is, or is forecast to be, exposed to temperatures less than 32° F. If it is 
necessary to place concrete under conditions of low temperature, placement 
and protection methods shall be in accordance with this Section and ACI 306. 
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Concrete  damaged by f reezing shal l  be  removed and replaced by and a t  the  
expense  of  the  Subcontrac tor .  

6 .27.1 .  Concre te  temperatures  and cur ing per iods  shal l  conform to  the  
fol lowing char ts :  

a .  Concre te  temperature* as  del ivered:  

Minimum Placement Dimension 

Ambient Less Larger 
Temperature Than 12" 12"-36" 36"-72" Than 72" 

Above 30°F 60°F 55°F 50°F 45°F 
30°F to 0°F 65 °F 50°F 55°F 50°F 
Below 0°F 70°F 65°F 60°F 55°F 

"Concrete temperature as delivered shall not exceed the above minimum 
concrete temperatures by more than 10°F. 

b.  Concre te  temperatures  as  placed and mainta ined for  cur ing 
per iod:  

Minimum Placement Dimension 

Less 
Than 12" 12"-36" 36"-72" 

Larger 
Than 72" 

Min. Concrete Temp 55°F 50°F 45°F 40°F 
Min. Curing Period 
(Days) 7 7 6 5 
Max. Temp, of Concrete 80°F 75°F 70°F 65°F 
Surface or Form During 
Curing Period 

6.27.2 .Temperatures  of  forms,  re inforc ing,  embedments  or  ear th  to  be  in  
contact  wi th  f resh  concre te  shal l  be  a t  leas t  35  °F but  shal l  not  
exceed 60°F.  

6 .27.3 .  Enclosures  shal l  be  windproof ,  weatherproof  and provide  for  the  
c i rcula t ion of  a i r  in  contact  wi th  concre te  surfaces  or  forms.  

6 .27.4 .  Heat ing uni ts  shal l  be  located  so  as  not  to  heat  or  dry  the  concre te  
local ly .  Heaters  shal l  be  vented,  i f  necessary ,  so  that  the  concre te  i s  
not  exposed to  carbon dioxide .  Open type  or  oi l  pot  sa lamanders  shal l  
not  be  used.  

6 .27.5 .  Blanket  or  ba t t  insula t ion shal l  be  protec ted  by a  tough mois ture  proof  
cover  f rom wind,  ra in  or  snow which wi l l  impair  i t s  insula t ing 
proper t ies .  Such insula t ion shal l  be  lapped and kept  in  c lose  contact  
wi th  the  concre te  or  formed surfaces .  
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6.27.6. Records of outside temperatures, weather conditions and concrete or 
form temperatures shall be maintained for the placements. 
Temperatures should be secured at several locations within 
enclosures, on the concrete or formed surfaces, and at corners and 
edges of forms or concrete to indicate the range of temperatures. 
Temperature data shall be submitted to the Contractor. 

6.28. Normal and Hot Weather Requirements 

6.28.1. For normal and hot weather concreting, when the requirements for 
cold weather concreting are not applicable, concreting shall be subject 
to the following. 

6.28.2. Concrete temperatures as delivered shall be within the limits below. 

Minimum Placement Dimension 

Less than 48" 48" or Larger 

Maximum Concrete Temp. 80°F 70°F 
Minimum Concrete Temp. 60°F 50®F 

6.28.3. When air temperatures are expected to exceed 90°F during placing, 
finishing and the first twenty four (24) hours after finishing or when 
the rate of evaporation as determined by Figure 2.1.5 (ACI 305) is 
expected to exceed 0.2 lbs/ft2/hr. during placing and finishing, 
precautionary measures shall be put into effect by the Subcontractor 
to prevent damage to concrete due to hot weather. Every effort shall 
be made to minimize the time of delivery, placing, consolidation and 
finishing. When the air temperature is expected to exceed 90°F within 
forty-eight hours after placement, all surfaces shall be protected from 
direct sunlight for a minimum period of forty-eight hours. If it is 
necessary to place concrete during hot weather conditions, placement 
and protection methods shall be in accordance with this Section and 
ACI 305. 

6.29. Attachment of Bolts or Dowels to Hardened Concrete 

6.29.1. Holes drilled in hardened concrete for epoxy grouting of anchor bolts, 
reinforcing bars and dowels shall be drilled with a rotary impact drill to 
a diameter 1/8 inch greater than the item to be installed in the hole. 
The hole shall be cleaned with water to remove concrete dust and 
then dried. Do not use compressed air to dry the hole unless it is oil-
free air. The hole shall be clean and dry prior to introduction of the 
epoxy. 
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6.29.2. Reinforcing bars, dowels and anchors bolts, which are to be epoxy 
grouted, shall be sandblasted to white metal and shall be clean, dry 
and at temperatures specified by the epoxy manufacturer. 

Following completion of the work covered by the contract and this 
Specification for any structure or portion thereof, the Subcontractor is required 
to clean-up the area for subsequent construction or equipment installation. The 
clean-up work shall consist of, but not be limited to, removal of construction 
equipment and materials used in the work, forms, unused materials, and 
spilled concrete. The clean-up work and disposal of trash and debris shall be 
as directed and approved by the Contractor. 

7. TESTING AND INSPECTION 

7.1. Subgrade Density 

The subgrade density of undisturbed soil or the compaction of fill material will 
be tested by others retained by the Contractor using an approved method as 
directed by the Contractor. 

7.2. Concrete Strength Testing 

7.2.1. During the course of construction, tests shall be made by others 
retained by the Contractor to determine whether the concrete, as 
being produced and delivered, complies with the standards of quality 
specified. The sampling and testing of concrete shall be in accordance 
with Specification for Sampling, Testing and Construction Control of 
Concrete, Earthwork and Structural Steel, B08.01T. 

a. The Subcontractor is not relieved of the responsibility of proper 
placing and curing even though test reports indicate adequate 
strengths. 

b. The Subcontractor shall provide such access and assistance as 
these personnel may require in obtaining their samples, and shall 
not place any concrete rejected by them for any reason. 

c. For concrete containing fly ash, the fly ash shall be tested every 
30 days minimum or as specified in ASTM C 311. 

6.30. Clean-Up 

7.2.2. Enforcement of Strength Requirements 

a. Definition of Failure 

(1) Cast Specimens 
The test specimens cast in the field will be considered 
to have failed the strength requirements when, for any 
class of concrete, the average of any set of three 
consecutive strength test results are not equal to the 
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specified strength or any individual test result falls 
below the specified strength by more than 500 psi. 

(2) Cored Specimens 
The concrete represented by cored specimens will be 
considered to have failed the strength requirements 
when the average strength of the cores falls below 85 
percent of the specified strength or the strength of any 
single core specimen falls below 75 percent of the 
specified strength. 

b. Failure of Test Specimens 

When test specimens, made, cured, and tested fail as above 
defined, the Contractor may request one or more of the 
following actions be taken: 

(1) Additional Wet Curing 
The Subcontractor shall wet cure the structure in 
accordance with a plan approved by the Contractor. 

(2) Testing of Cored Specimens 
The Contractor will specify the location where each 
core specimen shall be secured. At least three cores 
shall be taken from each portion of the structure for 
which cast test specimens have failed. 

Specimens will be secured, prepared and tested in 
accordance with ASTM C 42 and ACI 301. Cored 
specimens shall be tested no later than 60 days after 
the concrete was placed unless otherwise authorized by 
the Contractor. 

Where cored specimens fail as defined in Section 
7.2.2.a(2), the Subcontractor shall strengthen or 
replace the structure in accordance with a plan 
approved by the Contractor. 

(3) Reinforcing the Structure 
The Subcontractor shall strengthen the deficient 
portions of the structure in accordance with a plan 
approved by the Contractor. 

(4) Replacement 
The Subcontractor shall replace the deficient portions 
of the structure in accordance with a plan approved by 
the Contractor. 

F:\FMCALL\SPEC\B0500T.W60 



Raytheon Engineers & 
Constructors 

Project No.: 96096.XXX 
CONCRETE CONSTRUCTION Spec. No. B05.00T 

Page 37 of 39 

(5) Test Loading 
The Subcontractor shall conduct a test loading of the 
structure according to Chapter 20, ACI 318 in an area, 
or areas, designated by the Contractor. 

7.3. Slump Tests 

7.3.1. Slump tests will be made in accordance with ASTM C 143. 

Slump tests will be made from samples taken in accordance with 
ASTM C 172. 

7.3.2. Tests for Entrained Air 

The entrained air content of fresh concrete shall be determined in 
accordance with ASTM C 231. 

7.4. Inspection 

7.4.1. The Subcontractor shall allow the Contractor a minimum of eight 
working hours notice prior to anticipated start of placement of 
concrete for inspection. The work to be performed in the presence of, 
with the knowledge of, or inspected by the Contractor or person 
delegated by him to approve the work, consists of, but is not limited 
to the following: Subgrade conditions; formwork location, dimensions, 
adequacy and support; reinforcement sizes, location, tieing, support, 
splicing and cleanliness; embedded items location, dimensions and 
support; the condition and adequacy of all placement equipment 
including pumps, chutes, vibrators, and provision of cold or hot 
weather equipment or materials required; and the provisions for work 
platforms, barricades and safety provisions. 

7.4.2. Materials supplied and work performed under this Specification may, 
at the Contractor's option, be inspected in the shop and, or batch 
plant and will be inspected in the field. The Subcontractor shall 
provide facilities for shop or batch plant inspection, if requested by the 
Contractor, at no additional cost to the Contractor. Inspection of 
material does not in any way relieve the Subcontractor of 
responsibility for the quality and accuracy of the material. 

7.4.3. Material or work not meeting the requirements specified herein will be 
rejected and shall be replaced at the Subcontractor's expense. 

7 .4 .4 .  The Subcontractor shall be responsible for all errors in detailing and 
fabrication. 
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8. HANDLING AND STORAGE 

8.1. Reinforcement 

8.1.1. Packaging 

Bars shall be bundled and tagged in accordance with the Manual of 
Standard Practice, latest revision thereof, as published by the Concrete 
Reinforcing Steel Institute. 

8.1.2. Storing 

Reinforcing steel shall be handled and stored in a manner to avoid 
distortion, excessive rusting, and objectionable coatings of paint, oil, 
grease, dried mud, dried mortar or other materials. Bars shall be stored 
so that each may be identified after bundles are broken. 

8.2. Embedded Items 

Embedded items shall be handled and stored in a manner to avoid distortion, 
excessive rusting, and objectionable coatings of paint, oil, grease, dried mud, 
dried mortar or other materials. Anchor bolt threads shall be protected from 
rusting or burring. 

8.3. Accessories 

Accessories shall be stored in a manner to avoid distortion and objectionable 
coatings. Expansion joint material shall not be crushed or broken. Waterstop 
material shall not be crushed, distorted or punctured. All materials shall be 
stored in a manner to prevent it being lost or misplaced. 

9. DOCUMENTATION 

9.1. Concrete Placement Clearance 

The "Concrete Placement Clearance" form will be provided by the Contractor. 
This form must be completed and submitted to the Contractor prior to 
concrete placement. 

9.2. Material Specifications 

9.2.1. The Subcontractor shall provide the Contractor with a copy of the 
manufacturer's specifications for all materials purchased by the 
Subcontractor and used in the work, such as but not limited to; form 
ties, expansion joint material, waterstops, sealants, curing compounds, 
concrete additives, embedded items, concrete protective coatings, and 
any manufactured items used in the work. 

9.2.2. The Subcontractor shall provide confirmation specifications or mill 
reports for steel reinforcement, fibrous reinforcement, and fabricated 
embedded items. 

9.2.3. Submittal of documentation shall be in accordance with the Contract 
to which this Specification is attached. 
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9.3. Concrete Mix Design 

9.3.1. Prior to placing concrete, the Subcontractor shall submit to the 
Contractor the concrete materials and the concrete mix designs 
proposed for use with a written request for acceptance. This 
submittal shall include the results of all testing performed to qualify 
the materials and to establish the mix designs in accordance with ACI 
301, Paragraph 3.8 Section 4. The data submitted shall also include 
certification that all material proposed for use in the concrete meets 
the specified requirements and all test results, or manufacturer's 
certification and/or analyses which are the basis of this certification. 
No concrete shall be placed in the work until the Subcontractor has 
received such acceptance in writing. 

9.3.2. The Subcontractor shall submit printed recommendations from the 
manufacturer of fibrous concrete reinforcement. The 
recommendations shall state the length of fiber which shall be used 
and the quantity of fiber to be added per cubic yard for each class of 
concrete specified herein. 

9.4. Fabricated Item Shop Details 

9.4.1. Reinforcing Steel 

Prior to fabrication or shipment of reinforcing and accessories, the 
Subcontractor shall submit, and receive approval of, shop drawings. 
Shop drawings shall indicate bending diagrams, assembly diagrams, 
splicing and lapping of rods, shapes, dimensions and details of bar 
reinforcing and accessories. Drawings shall show all openings and 
penetrations that pass through concrete construction. The approval of 
drawings will be for conformance to the design intent and will not 
relieve the Subcontractor of responsibility for errors, omissions or the 
accuracy of his own dimensions. Drawings and details shall conform to 
ACI 315 and ACI 318. 

9.4.2. Embedded Items 

Prior to fabrication or shipment of embedded items, the Subcontractor 
shall submit, and receive approval of, shop drawings. The drawings will 
show all material specifications, cuts, anchorage devices, welds and 
finish in accordance with the engineering Drawings and the American 
Institute of Steel Construction Code of Standard Practice. The approval 
of drawings will be for conformance to the design intent and will not 
relieve the Subcontractor of responsibility for errors, omissions, or the 
accuracy of dimensions. 
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N2 and Hollow Electrode Plants 
FMC Plant 
Pocatello, Idaho 
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INTRODUCTION 

This report presents the results of our geotechnical investigation for the proposed N2 and Hollow 

Electrode Plants to be constructed at FMC's Pocatello, Idaho Plant. The site location with respect to 

major topographic features and existing facilities is presented on Plate 1, Vicinity Map. A detailed layout 

of the site showing the approximate location of exploratory borings drilled in conjunction with this 

investigation is shown on Plate 2, Plot Plan. 

PURPOSE AND SCOPE OF STUDY 

The scope of this investigation was outlined in our proposal, dated September 13, 1994. In general, the 

purpose of the investigation was to evaluate soil conditions at the site, assess the suitability for 

construction, and provide appropriate foundation and earthwork recommendations to be utilized in the 

design and construction of proposed facilities. In accomplishing this purpose the following services were 

performed. 

1) Drilling and sampling of three borings, two at the N2 Plant site and one at the proposed 
silo site extending to a maximum depth of 43.0 feet below the existing surface grade. 

2) Performing laboratory tests to aid in the determination of appropriate design parameters. 

3) Initiating an office program that included the evaluation of available data, performing 
engineering analyses, and preparation of this final report that includes the items listed on 
the following page. 

OFFICES WORLDWIDE 
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a. A Vicinity Map and Plot Plan showing the investigation site and the location of 
exploratory borings. 

b. Logs of exploratory borings. 

c. A summary of laboratory test data. 

d. A description of surface and subsurface conditions encountered. 

e. Foundation recommendations including foundation types, allowable bearing 
capacities, installation criteria with frost depth, and total and differential 
settlement estimates. 

f. Earthwork and site preparation recommendations including excavation 
requirements, fill placement criteria, compaction criteria, and suitability of 
onsite/excavated material for backfill. 

g. Earth pressure and lateral resistance, i.e. passive pressure coefficients for 
foundation elements and frictional coefficients for concrete footings bearing on 
soil. The anticipated modulus of subgrade reaction for mat foundation design 
(pci). 

h. Discussions of site specific soil conditions which may impact proposed 
construction including seismic setting (with site coefficient) and corrosion and 
resistivity recommendations. 

i. Pile foundation recommendations including pile length and size, allowable axial 
capacities, lateral load capacities for 1/4 inch deflection, estimated modulus of 
subgrade reaction (pci), allowable lateral loads (psf), pile installation criteria, and 
recommend pile spacing to minimize reduction for group capacity. 

PROPOSED CONSTRUCTION 

Proposed construction for the N2 Plant will include a 12.5 ft diameter x 78 ft long (515 kips) horizontal 

storage tanks, various skid mounted equipment, and a 13 ft x 13 ft x 129 ft high (275 kip) Cold Box. 

Settlement must be limited to 1/2 inch at a depth of 2.5 feet below finished grade. Strip, isolated spread, 

and mat foundations are anticipated for equipment support. 
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The Hollow Electrode Plant will contain a 200 ton silo structure supported on a four leg braced structure 

with stair tower and a 60 ft long pipe access bridge attached to the west side of the existing furnace 

building. Support is expected to consist of driven piles connected with tie beams and pile cap. 

FIELD AND LABORATORY INVESTIGATIONS 

Subsurface soil conditions at proposed facilities were explored by drilling three borings to depths ranging 

from 21.0 to 43.0 feet below the present surface grade. Borings were drilled with truck-mounted hollow 

stem auger drilling equipment. Investigation locations are presented on Plate 2, Plot Plan. 

The field program was conducted and supervised by an engineer from our staff who maintained a 

continuous log of the subsurface conditions encountered. Relatively undisturbed soil samples were 

obtained using a Dames & Moore Type-U sampler (Plate 3). The soil was classified in the field 

according to the Unified Soil Classification System (Plate 4) and later was re-examined in the laboratory 

to confirm field classifications. Graphical representations of subsurface conditions encountered are 

presented on Plate 5, Log of Borings. 

LABORATORY TESTING 

GENERAL 

A laboratory testing program was conducted on selected samples to provide data for our engineering 

analyses. The program included moisture and density tests, Atterberg limits tests, unconfmed 

compressive strength tests, mechanical gradation analyses, a direct shear test, consolidation tests, collapse 

consolidation tests, and chemical tests. The following paragraphs summarize the test results. 
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MOISTURE AND DENSITY TESTS 

Moisture and density tests were performed on relatively undisturbed soil samples to aid in determining 

the strength and volume change characteristics of site soils. The results of these tests are presented to 

the left of the graphical boring logs on Plate 5. 

ATTHRBERG LIMITS TESTS 

Atterberg limit tests were performed on selected samples to aid in soil classification and to provide index 

parameters for correlation. Test results are presented below. 

Boring Number Sample Depth (ft) Liquid Limit Plasticity Index USCS Classification 

B-l 10.0-10.5 NP NP ML 

B-2 15.0-15.5 NP NP ML 

UNCONFINED COMPRESSIVE STRENGTH TESTS 

Unconfined compressive strength tests were performed on selected soil samples to evaluate the undrained 

shear strength of site soils. Test results are presented in the following table. 

Boring 
Number 

Sample Depth 
(ft) 

Unconfined Compressive 
Strength (psf) 

USCS 
Classification 

B-3 15.0-15.5 832 ML 

B-3 35.0-35.5 630 ML 
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MECHANICAL GRADATION ANALYSES 

Mechanical gradation analyses were performed on a selected soil from boring B-3 obtained from a depth 

of 40.0 feet to assist in soil classification. Test results indicate that the sample contained 8 percent sand, 

92 percent silty fines, and was classified as silt (ML). 

CONSOLIDATION TESTS 

One consolidation test was performed on a relatively undisturbed sample obtained from boring B-l to 

provide data necessary for consolidation settlement analyses. The results of the consolidation test are 

presented in the following table. 

Sample 
Depth (ft) 

Virgin 
Compression Index 

(strain basis) 

Recompression 
Index (strain basis) 

Overconsolidation 
Ratio 

5.0-5.5 .084 .008 >5 

DIRECT SHEAR TESTS 

A direct shear test (consolidated drained) was performed on soil sample obtained from boring B-3 at a 

depth of 5.0 feet to obtain strength parameters necessary for pile design. Test results indicate the sample 

had an effective stress friction angle of 32 degrees and a cohesion value of 0.0 psf. 

COLLAPSE CONSOLIDATION TESTS 

Collapse consolidation tests were performed on selected samples to evaluate the percent of soil collapse 

resulting from breakdown of soil bonds upon saturation. Sample saturation was effected at a pressure 
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of 2000 psf. Test results are presented in the following table. 

Boring Number Sample Depth (ft) Initial Dry 
Density (pcf) 

Initial Moisture 
Content (%) 

Percent Collapse 

B-2 15.0-15.5 82.8 11.6 1.3% 

B-3 10.0-10.5 85.2 11.2 1.2% 

CHEMICAL TESTS 

Resistivity and sulfate tests were performed on near-surface soil samples from boring B-2 to evaluate 

whether site soils will react detrimentally with steel or concrete. Tests results indicate that the sample 

obtained from a depth of 5.0 feet had a minimum resistivity value of 4.49 x 102 ohm-cm and a soluble 

sulfate (S04) content of 156 ppm. 

.SITE CONDITIONS 

The N2 Plant is located on a relatively flat parcel of land. Generally, the surface of the site is covered 

by a moderately thick (up to 4 feet) veneer of fine to coarse slag fill. Surface conditions are similar at 

the silo site (Hollow Electrode), however, the site slopes gently downward towards the north. 

Below the fill veneer very stiff to stiff, sandy, silt was generally encountered in all borings to the depth 

investigated. The silt was occasionally interbedded with silty fine sand deposits and occasional silty clay 

lenses. In boring B-3 a deposit of medium dense silty sand was encountered from 41 to 43 feet. Dense 

silty gravel was encountered at 43 feet and the boring was terminated at that depth. 

Groundwater was not encountered in any of the borings. 
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DISCUSSIONS AND RECOMMENDATIONS 

GENERAL 

Supporting data upon which the following recommendations are based have been presented in the previous 

sections of this report. The recommendations presented herein are governed by the physical properties 

of soils encountered in the exploratory borings and the anticipated design data discussed in the 

PROPOSED CONSTRUCTION section. If subsurface conditions other than those described herein are 

encountered in conjunction with construction, and/or if design and layout changes are initiated, Dames 

& Moore must be informed so that our recommendations can be reviewed and revised as changes or 

conditions may require. 

FOUNDATION RECOMMENDATIONS 

SPREAD AND CONTINUOUS FOOTING SUPPORT 

Results of our analyses indicate that conventional shallow spread, isolated mats, and/or continuous wall 

footings established upon suitable stiff to very stiff silt deposits or upon properly compacted structural 

fill extending to suitable silt deposits may be used to support anticipated structures. Shallow spread or 

continuous wall footings with a minimum dimension of 1.5 feet may be proportioned using an allowable 

net bearing pressure of 2,000 psf for dead load plus real load conditions-. 

The term "net bearing pressure" refers to the pressure imposed by the portion of the structure located 

above the lowest adjacent grade. Therefore, the weight of the footing and backfill above the lowest 

adjacent grade may be neglected. For total load conditions, i.e. the combination of all dead loads, 

infrequently applied live loads, wind, and seismic loads, the recommended bearing pressure may be 

increased by 33 percent. 
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Site soils are somewhat moisture sensitive and subject to minor collapse upon saturation. Although the 

percentage of collapse is on the order of 1.2%, this could account for potential settlement of 3 to 4 inches 

if the entire silt deposit were to become saturated. Saturation of the entire silt profile is unlikely, 

however, settlement in excess of one inch would not be unrealistic if portions of the deposit were to 

become saturated. Mitigation measures presented in the MOISTURE CONTROL 

RECOMMENDATIONS section of this report should be followed to minimize potential excessive 

settlement due to soil collapse. 

INSTALLATION 

All foundations exposed to the full effects of frost should be established at a minimum depth of 3.0 feet 

below the lowest adjacent final grade. Interior footings, that are not subjected to the full effects of frost 

may be established at higher elevations, however, a minimum depth of embedment of 18 inches is 

recommended for confinement purposes. The minimum recommended footing width is 18 inches for 

continuous wall footings and 24 inches for isolated spread footings. 

Under no circumstances should foundations be established upon non-engineered site fill, loose or 

disturbed natural site soils or disturbed granular structural fill, sod, rubbish, construction debris, frozen 

soil, or within standing water. If unsuitable materials are encountered at footing elevations, these 

materials should be totally removed and replaced with compacted granulafstructural fill or lean concrete. 

Prior to placement of footings, granular structural fill or lean concrete, exposed natural soils should be 

scarified to a depth of 8 inches and recompacted to 95 percent of the maximum dry density as determined 

by ASTM D-1557. 

If footings are established on structural fill, the width of granular structural fill at the bottom of footing 

excavations should be equal to the width of the footing plus one lateral foot for each foot of fill thickness 

below the footing. For example, if the footing is three feet wide and the fill is three feet deep, then the 
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total width of granular structural fill at the bottom of the excavation should be six feet. The width of 

granular structural fill at the base of the footing will be dependent on the slope of the excavation walls. 

As a minimum, granular structural fill should extend at least 6 inches beyond the base of the footing in 

all directions. All granular structural fill should be placed in lifts not exceeding 8 inches in loose 

thickness and compacted to a minimum of 95 percent of the maximum dry density as determined by the 

ASTM1 D-1557 (AASHTO2 T-180) method of compaction. 

FOOTING SETTLEMENT 

Settlement of footings designed in accordance with the above recommendations will be dependent upon 

the loads applied and on the footing depth and width. Foundations designed and installed in accordance 

with the above recommendations and supporting maximum loads as described in the PROPOSED 

CONSTRUCTION section are expected to experience settlements indicated in the table on the following 

page. 

In order to estimate tank settlement it is assumed that the tanks will be supported on 2 cradles established 

on isolated spread footings or on a continuous mat footing. For two cradles, footings are expected to be 

on the order of 11.5 feet square and supporting loads of 257 kips. For a continuous mat foundation, 

loads on the order of 600 psf are anticipated for a 12.5 x 78 ft mat. 

For the Cold Box structure a 13 square foot foundation supporting a load of 275 kips (approximately 

1700 psf) was utilized in the analysis. Consolidation settlement rather than immediate settlement was 

utilized in all analyses. Potential collapse settlement resulting from soil saturation was not included in 

the settlement amounts shown. 

1 American Society of Testing and Materials 
2 American Association of State Highway and Transportation Officials 
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EOOTTNGS ON .SUITABLE STIFF TO VERY STIFF SILT 

Footing Size (ft) Allowable Load (psf) Total Load on Footing 
(kips) 

Estimated Maximum 
Settlement (inches) 

1.5 Wall 2000 2.0 kips/lf 0.2-0.4 

4.0 x 4.0 Spread 2000 32 kips 0.3-0.5 

11.5 x 11.5 Spread 2000 264 kips 0.45-0.6 

*12.5 x 78 Mat 
(Tank) 

600 (anticipated load) 515 kips 0.3-0.4 

13.0 x 13.0 Spread 
(Cold Box) 

1700 (anticipated load) 275 kips 0.5-0.6 

differential settlements are expected to be less than 1/2 of the indicated total settlement. 

*If cradles established on isolated spread foundations are utilized for tank support, we recommend that 

net allowable bearing pressures be limited to_1500_psf to limit estimated settlement to less than 1/2 inch-

Alternatively, the upper 2 to 3 feet of natural silt soils underlying foundations could be removed and 

replaced with relatively incompressible granular structural fill. Limiting net bearing pressures to 1500 

psf or replacing the upper 2 to 3 feet of natural soil below the foundation with structural fill is also 

recommended for the Cold Box in order to maintain settlements to less than 1/2 inch. Pile foundations 

should also be considered to eliminate potential settlement from soil collapse. 

F.ARTHWORK 

STTF. PREPARATION 

Preparation of the site for construction should include the removal of all debris, rubble, existing non-

engineered fill material, and other deleterious material from areas that will ultimately be structurally 

loaded. Well graded slag fill, that meets the gradation requirements as noted in the table on page 12 for 

granular structural fill, may be utilized as granular structural fill provided the slag is relatively free of 
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deleterious material. Subsequent to the removal of deleterious material and prior to placement of 

structural fill, pavement, or foundations, the subgrade should be proof rolled by passing moderately 

loaded, rubber tire-mounted, construction equipment over the surface at least twice. If soft or loose soils 

are identified, such material should be removed and replaced with granular structural fill. Prior to 

placement of structural fill, lean concrete, pavement or foundations, the subgrade should be scarified to 

a depth of 8 inches and recompacted to a minimum of 95% of the maximum dry density as determined 

by ASTM D-1557. 

In those areas where soils underlying areas to be structurally loaded have been disturbed, they should be 

scarified and recompacted to structural fill standards prior to the placement of structural fill or 

foundations. Compaction of disturbed soils should be as recommended for structural fill in later sections 

of this report. 

FILL MATERIAL 

Structural fill is defined as all soils placed that will be subjected to structural loads such as imposed by 

footings, floor slabs, or pavements. Gradation requirements for non-frost susceptible structural fill are 

presented below: 

GRADATION 
SIEVE SIZE PERCENT PASSING 

1.5 inch 100 
3/4 inch 60-90 
No. 4 35-60 
No. 40 10-25 
No. 200 0-5 

Non-frost susceptible structural fill is pervious, contains little or no fines and is well graded to develop 

stability from grain-to-grain contact. Compaction requirements are as presented in the FILL 

PLACEMENT AND COMPACTION section of this report. Due to the noncohesive nature of the 
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material, non-frost susceptible structural fill may be difficult to handle and compact unless confined. If 

utilized, non-frost susceptible structural fill must have the same load bearing capacity as granular 

structural fill. 

Granular structural fill is defined as fill material that is imported onto the site from an approved fill 

source or granular site soils that meet the requirements for granular structural fill. Gradation 

requirements are presented below: 

GRADATION GRADATION 
STEVE SIZE PERCENT PASSING TOLERANCE 

1.0 inch 100 0 
1/2 inch 85 ±6 
No. 4 55 ±6 
No. 16 31 ±4 
No. 200 9 +2 

The fines content (less than 200 sieve) should have a liquid limit not greater than 25 percent and a 

plasticity index not greater than 6 percent. Well graded slag fill that meets the gradation presented above 

may be utilized as granular structural fill. Compaction requirements are as presented in the FILL 

PLACEMENT AND COMPACTION section of this report. 

Nonstructural site grading fill is defined as fill material not designated as structural fill and may consist 

of any cohesive or granular material free of significant amounts of deleterious substances. Nonstructural 

site grading fill may be placed in lifts not exceeding 12 inches in loose thickness and compacted by 

passing construction, spreading, or hauling equipment over the surface a minimum of two times. 

FILL PLACEMENT AND COMPACTION 

All non-frost susceptible structural fill and granular structural fill should be placed in lifts not exceeding 

8 inches in loose thickness and compacted to a minimum of 95 percent of the maximum dry density as 
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determined by the ASTM D-1557 (AASHTO T-180) method of compaction. Granular structural fill 

should extend at least six inches beyond the edges of slabs or pavement in all directions for each foot of 

fill below slabs or pavement. 

MOISTURE CONTROL RECOMMENDATIONS 

To minimize potential additional settlement of structures due to soil collapse, the following moisture 

control measures should be followed: 

1. Installation of rain gutters and downspouts to collect and route precipitation from building 
areas. Collected water should be discharged away and down-gradient from all structures. 

2. Properly design pavement and parking areas that will channel water away from, and 
down-gradient of all structures, and that will not allow water to pond on the site. 

3. Pavement, concrete, or impervious geomembranes should be installed around critical 
structures and extend out from the walls a minimum of 15 feet and slope away from the 
structure. 

4. In areas where infiltration could be anticipated, such as process or piping areas, 
impervious membranes should be installed to collect potential leakage and prevent 
infiltration into underlying soils. 

EXCAVATION RECOMMENDATIONS 

Temporary construction excavations up to 4 feet in depth in stiff silty soils may be constructed with near-

vertical side-slopes. Temporary excavations through slag fill may experience significant ravelling 

problems and the top of excavations should be benched back. Deeper excavations in natural silty soils, 

on the order of 8 feet in depth, should be constructed with side-slopes no steeper than one horizontal to 

one vertical (1H:1V). Excavations deeper than 8 feet are not anticipated. If soils adjacent to excavations 

become wet or saturated, flatter slopes may be required to maintain stability. All excavations should be 

frequently observed by qualified personnel to evaluate stability. 
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EARTH PRESSURE AND LATERAL RESISTANCE 

Lateral forces imposed upon foundations due to wind or seismic forces may be resisted by the 

development of passive earth pressures and friction between the base of the footing and the supporting 

soils. In determining the frictional resistance, a coefficient of friction of 0.35 for suitable stiff to very 

stiff silty soils or 0,45 for suitable slag fill or granular structural Fill against concrete should be used. 

Passive resistance provided by suitable site soils may be considered equivalent to a fluid having a density 

of 300 pounds per cubic foot. Passive resistance provided by properly compacted granular structural fill 

may be considered equivalent to a fluid having a density of 450 pounds per cubic foot. A combination 

of passive earth resistance and friction may be utilized provided the total is divided by 1.5. 

It is assumed that mat foundations associated with anticipated structures will be established on stiff to very 

stiff silty soils. Based on empirical correlations with soil type fBowles, 1988, 4Yoder and Witczak, 

1975) a modulus of subgrade reaction of 100 - 120 pci is recommended for mat design. 

SEISMIC CONSIDERATIONS 

The site is located within a "Zone 3" area as defined by the seismic risk map of the United States in the 

Uniform Building Code (UBC) 1991 Edition. As a minimum, the criteria stated in the 1991 edition of 

the UBC for Zone 3 seismic areas should be incorporated into the design of the proposed facility. 

Additionally, a site coefficient (S Factor) of 1.0, as defined by the UBC Table No. 23-J, is recommended 

for design purposes. 

3Bowles, J.E., 1988, Foundation Analysis and Design; McGraw-Hill, pg. 409 
4Yoder, E.J., 1975, Principles of Pavement Design; John Wiley & Sons, Inc., pg. 237. 
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RESISTIVITY AND CORROSION PROTECTION 

Resistivity and sulfate tests were performed on near-surface soil samples from boring B-2 to evaluate 

whether site soils will react detrimentally with steel or concrete. Tests results indicate that the sample 

obtained from a depth of 5.0 feet had a minimum resistivity value of 4.49 x 102 ohm-cm. This value is 

indicative of a "corrosive" (3Chaker, 1979) environment and mitigation measures such as cathodic 

protection, coatings, or increasing the thickness of below-grade metal to allow for wastage are 

recommended for any below-grade steel portions of proposed structures. 

Sulfate test results indicate that sample had a soluble sulfate (S04) content of 156 ppm. Based on these 

results the relative degree of sulfate attack would be considered "negligible" and Type I cement is 

satisfactory for concrete foundation elements in contact with natural site soils. 

PILE FOUNDATIONS 

It is anticipated that steel driven piles will be utilized for support of the silo structure. Due to anticipated 

loads, we recommend that all pile tips be established within the dense silty gravel encountered at 

approximately 43 feet below the current surface grade. A minimum depth of embedment of 5.0 feet into 

the silty gravel is recommended. 

Downward and uplift capacities were analyzed for 12 and 14 inch diameter (3/8 inch wall thickness) steel, 

closed-end, pipe piles. The resulting ultimate capacities are presented on Plates 6A and 6B. No safety 

factors are included in these capacities. A minimum safety factor of 2.5 is recommended for pile design 

under real load conditions. For total loads, a minimum safety factor of 2.0 is recommended. No 

3Chaker, Victor - "Simplified Method for the Electrical Soil Resistivity Measurement", ASTM STP 741, 
Nov. 1979, pp. 61. 
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reduction for group efficiency will be required, provided piles are spaced a minimum of three pile 

diameters center-to-center. The working stresses in the piles themselves should not be exceeded. 

Ultimate uplift capacities for closed-end steel pipe piles may be determined using the skin friction 

capacities presented on Plates 6A and 6B. A minimum safety of 2.5 is recommended. The weight of 

the pile should be added to the frictional capacity to determine the total uplift capacity. 

T ATF.RAT. CAPACITIES 

Lateral capacities for both 12 and 14 inch diameter (3/8 thick walls) pipe piles, were determined 

considering a "fixed" pile head condition. This condition is appropriate since piles will be connected with 

tie beams and a concrete cap. Lateral capacities were calculated using "LPILE1", a computer program 

by Lymon C. Reese that determines the response of laterally loaded piles in nonlinear soil. "LPILE1" 

models soil behavior with p-y curves. See the Appendix for input parameters and program output. Pile 

head deflections for various ultimate lateral loads are presented in the following table. No safety factors 

are applied. A 100 kip axial load was assumed for each pile. 

PILE 
DIAMETER 

LATERAL LOAD (KIPS) AND RESULTANT DEFLECTION (INCHES) 

12 INCH 6 kips for 
0.09 inches 

9 kips for 
0.14 inches 

12 kips for 
0.181 inches 

.15 kips for 
0.233 inches 

18 kips for 
0.293 inches 

14 INCH 8 kips for 
0.107 inches 

12 kips for 
0.16 inches 

16 kips for 
0.213 inches 

20 kips for 
0.274 inches 

24 kips for 
0.345 inches 

Using Raytheon's criteria that pile head deflections must be limited to 0.25 inches, lateral loads for 12 

inch diameter pipe piles should be limited to less than 15 kips and lateral loads for 14 inch diameter pipe 

piles should be limited to 17 kips or less. 
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For additional analyses of laterally loaded piles, allowable lateral soil pressures of 100 to 125 psf/ft of 

depth below natural grade (as recommended in UBC, 1991 edition, Table No. 29-B) may be utilized. 

The coefficient of lateral subgrade reaction (tons/ft3) may determined utilizing the following formula as 

presented in NAVFAC DM-7.2: 

Kh = fz/D where: f= coefficient of variation of lateral subgrade reaction (tons/ft3) 
f= 10 to 15 tons/ft3 for silty site soils 

z= depth (feet) 

D= width/diameter of loaded area (feet) 

INSTALLATION 

To develop desired capacities, while maintaining an extra margin of driving capacity, piles should be 

driven using a hammer with a rated energy on the order of 35,000 foot-pounds per blow. In order to 

monitor pile capacities we recommend completing a wave equation analysis to establish pile driving 

criteria, or performing pile load tests. 

CONSTRUCTION OBSERVATIONS AND APPROVALS 

All aspects of foundation excavations and pile installation should be observed by Dames & Moore to 

verify projected site conditions. Any variation from projected conditions should be immediately reported 

so that recommendations may be revised if necessary. Also, all aspects of foundation construction should 

be monitored to document that installation and construction has been performed in accordance with 

recommendations presented herein. 

oOo 
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The following Plates are attached and complete this report: 

Plate 1 - Vicinity Map 
Plate 2 - Plot Plan 
Plate 3 - Soil Sampler Type-U 
Plate 4 - Unified Soil Classification System 
Plate 5 - Logs of Borings 
Plates 6A and 6B - Ultimate Pile Capacities 

Appendix - LPILE1 input parameters and program output 

Respectfully Submitted, 

DAMES & MOORE, INC. 

John F. Wallace, P.E. 
Manager, Engineering and Design Services 
Professional Engineer No. 5988 
State of Idaho 

/ Russell Owens, P.E. 
Senior Geotechnical Engineer 
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ORIVING OR PUSHING 
MECHANISM 

COUPLING . 

WATER OUTLET. 

NOTCHES FOR 
ENGAGING 

FISHING TOOL -

NEOPRENE GASKE 

NOTE: 
•MEAO EXTENSION- CAN 

BE INTBOOUCED BETWEEN 
"HEAO" ANO "SPLIT BARREL* 

SPLIT BARREL 
(TO FACILITATE REMOVAL 

OF CORE SAMPLE) 

CHECK VALVES 

VALVE CAGE 

SPACE TO RECEIVE 
DISTURB EO SOIL 

^  CORE-RETAINER 
RINGS 

CM/3* 0.0.  BY I  "  LONG) 

CORE-RETAINING 
— OE VICE 

.  RETAINER RING 
RETAINER PLATES 

(INTERCHANGEABLE WITH 
OTHER TYPES) 

ALTERNATE ATTACHMENT 

Flfl 

SPLIT BARREL 

• CORE-RETAINING 
DEVICE 

THIN.WALL ED 
SAMPLING TUBE 

( I N TER C H A N C EA iLE  
LENGTHS) 

SOIL  SAM PLER TYPE U  

U. S. PATENT NO. 2,318,062 
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MAJOR DIVISIONS GRAPH LETTER 
SYMBOLSYWBOL 

COARSE 
GRAINED 
SOILS 

WORE THAW SOX 
Of MATERIAL ts 
LARGER THAW NO. 
200 SIEVE SIZE 

FINE 
GRAINED 
SOILS 

WORE THAW SOX 
Of MATERIAL rs 
SMAi ICR THAW No. 
200 SIEVE SIZE 

GRAVEL 
AND 
GRAVELLY 
SOILS 

vOflC IHUl 50* 
or COARSE nwc-
TON RrTAWED 
ON No. 4 SlEVt 

SAND 
AND 
SANDY 
SOILS 

UORE THAN SO* 
Of COARSE FRAC­
TION PASSING 
No. A SIEVE 

w?m& 
GW 

CLEAN GRAVELS-
(UTTLE O« NO fines) 

^ • • o • y • 
^ • 

« • • • • 
GP 

GRAVELS WITH 
FINES 

(APRRECMfiLE AMOUNT 
or FINES) 

GM 

GC 

CLEAN SAND 
(UTTLE OR NO FINES) 

. v.\>V.-

Irs 
sw 

SP 

SANDS WITH 
FINES 

(APPREOAflLE AMOUNT 
or FINES) 

SM 

sc 

ML 

SILTS 
AND 
CLAYS 

iomo LIMIT 
ICSS THAW SO 

I I I I I I 

i l l  I  I  I  I  I  

OL 

MH 

SILTS 
AND 
CLAYS 

UOUC UUIT 
GREATER THAW SO 

OH 

HIGHLY ORGANIC SOILS 

TYPICAL DESCRIPTIONS 
WELL-CRAOED GRAVELS. GRAVEL-SAND 

MIXTURES. LITTLE OR NO FINES 

POORLY-CRADED GRAVELS. GRAVEL-SAND 
MIXTURES. LITTLE OR NO FINES 

SILTY GRAVELS. CRAVEL-SANO-
SILT MIXTURES 

CLAYEY GRAVELS. GRAVEL-SAND-
CLAY MIXTURES 

WELL-GRADED SANDS. GRAVELLY 
SANDS. LITTLE OR NO FINES 

POORLY-GRADED SANDS. GRAVELLY 
SANDS. LITTLE OR NO FINES 

SILTY SANDS. SANO-SILT MIXTURES 

CLAYEY SANDS. SAND-CLAY MIXTURES 

INORGANIC SILTS AND VERY FINE SAND. ROCK 
FLOUR. SILTY OR CLAYEY FINE SANOS OR 
CLAYEY SILTS WITH SLIGHT PLASTICITY 

INORGANIC CLAYS OF LOW TO MEDIUM PLAS­
TICITY. GRAVELLY CLAYS, SANDY CLAYS. 
SILTY CLAYS, LEAN CLAYS 

ORGANIC SILTS AND ORGANIC SILTY 
CLAYS OF LOW PLASTICITY 

INORGANIC SILTS. MICACEOUS OR OlATOMA-
CEOUS FINE SAND OR SILTY SOILS 

INORGANIC CLAYS OF HIGH 
PLASTICITY. FAT CLAYS 

ORGANIC CLAYS OF MEDIUM TO HIGH 
PLASTICITY, ORGANIC SILTS 

PEAT. HUMUS. SWAMP SOILS WITH 
HIGH ORGANIC CONTENTS 

NOTE: DUAL SYMBOLS ARE USED TO IMOCATE BORDERLINE SOIL CLASSIFICATIONS. 

UNIFIED SOIL 
CLASSIFICATION SYSTEM 

Dames A Moore 

PLATE 4 



BORING B-1 BORING B-2 

FINE TO COARSE CRAY sLAC (FILL) 

BROWN FINE SANDY SILT - STIFF 

ML 
B17 -

12.92-90 • 13 -

1182-89 • 16 -
CRADES WITH SOME 
COARSE SANO 

17.42-88 • 17 - CRADES LESS COARSE SANO 
BORINC COMPLETED AT 21.0 FEET 

3 IOM-13BW — 
u u 
u. 

- 10 14J2-84B13 — 

X 
0. 
U a 

13 13.92-76 • 12 — 

20 12.62-87 • 14 — 

FINE TO COARSE CRAY SLAG (FILL) 

BROWN FINE SANOT SILT - STIFF 

OH 9-16-94. 
GROUNDWATER NOT ENCOUNTEREO. 

BORtNC COMPLETED AT 21.0 FEET 
ON 9-16-94. 

GROUNDWATER NOT ENCOUNTEREO. 

BORING B-3 

10 10.32-72 • 14 — 

13 10.82-89 • 13 — 

20— 1032-89 • 13 — 

£ 23—1722-83 • 29 — 

30 102-88B47 — 

33 1222-91 B40 — 

40 — 2222-94B34-

FINE TO COARSE GRAY SLAG (FILL) 

BROWN FINE SANDY SILT WITH SOME 
FINE GRAVEL - STIFF 

GRADES WITHOUT 
FINE CRAVEL 

K£T 
A -  B •  C 

A FIELD MOISTURE EXPRESSED AS A PERCENTAGE 
OF THE DRY VEIGHT OF SOIL 

B DRY DENSITY EXPRESSED IN LBS.  PER CUBIC 
FOOT 

C BLOVS REQUIRED TO DRIVE A DIM TYPE U 
SAMPLER ONE FOOT VITH A 140 LB. HAMMER 
DROPPING 30 INCHES 

•  DEPTH AT VHICH UNDISTURBED- SAMPLE VAS 
EXTRACTED 

GRADES VERY STIFF 

• 100-3" 
'1 

BROWN SILTY FINE SAND - MEDIUM DENSE 

BROWN SILTY CRAVEL - DENSE 

BORiNC COMPLETED AT 43.0 FEET 
ON 9-16-94. 

GROUNDWATER NOT ENCOUNTERED. 

Dames & Moore 
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ULTIMATE PILE CAPACITY (KIPS) 
12 INCH CLOSED END PIPE PILE 

PILE DEPTH (FT) 

SIDE FRICTION —END BEARING TOTAL CAPACITY 

PLATE 6A 



ULTIMATE PILE CAPACITY (KIPS) 
14 INCH CLOSED END PIPE PILE 

£ o 
< 
CL 
< o 
UJ 

CO 
"O 
c 
co 
CO =3 
o 
-C 

PILE DEPTH (FT) 

SIDE FRICTION —END BEARING TOTAL CAPACITY 

PLATE 6B 



PROGRAM LPILE1 
(C) COPYRIGHT 1986 ENSOFT, INC. 
ALL RIGHTS RESERVED 

PREPARED ESPECIALLY FOR 

DAMES & MOORE AT SALT LAKE CITY 
250 E. BROADWAY SUITE 200 

SALT LAKE CITY, UTAH 

LICENSE NO. 158 

PROGRAM LPILEI 
(C) COPYRIGHT 1985 ENSOFT, INC. 
ALL RIGHTS RESERVED 

FMC SILO PILES, - 12 inch steel pipe pile, 3/8 wall thickness, fixed head 

UNITS—ENGLISH UNITS 

I N P U T  I N F O R M A T I O N  
********************************* 

THE LOADING IS STATIC 

PILE GEOMETRY AND PROPERTIES 

PILE LENGTH 
2 POINTS 

IN 
. 0 0  

576.00 

576.00 IN 

DIAMETER 

IN 
12.000 
12.000 

MOMENT OF 
INERTIA 
IN**4 

.279D+03 

.279D+03 

AREA 

IN**2 
. 146D+02 
.146D+02 

MODULUS OF 
ELASTICITY 
LBS/IN**2 
.290D+08 
. 290D+08 

SOILS INFORMATION 

X AT THE GROUND SURFACE = .00 IN 

4 LAYER(S) OF SOIL 

LAYER 1 
THE SOIL IS A SAND 
X AT THE TOP OF THE LAYER = .00 IN 
X AT THE BOTTOM OF THE LAYER = 360.00 IN 
MODULUS OF SUBGRADE REACTION = .250D+02 LBS/IN**3 



LAYER 2 
THE SOIL IS A SAND 
X AT THE TOP OF THE LAYER 
X AT THE BOTTOM OF THE LAYER 
MODULUS OF SUBGRADE REACTION 

360.00 IN 
480.00 IN 

, 600D+02 LBS/IN**3 

LAYER 3 
THE SOIL IS A SAND 
X AT THE TOP OF THE LAYER 
X AT THE BOTTOM OF THE LAYER 
MODULUS OF SUBGRADE REACTION 

480.00 IN 
516.00 IN 

.900D+02 LBS/IN**3 

LAYER 4 
THE SOIL IS A SAND 
X AT THE TOP OF THE LAYER 
X AT THE BOTTOM OF THE LAYER 
MODULUS OF SUBGRADE REACTION 

516.00 IN 
660.00 IN 

, 150D+03 LBS/IN**3 

DISTRIBUTION OF EFFECTIVE UNIT WEIGHT WITH DEPTH 
6 POINTS 

X,IN WEIGHT,LBS/IN* *3 
.00 .60D-01 

480.00 .60D-01 
480.00 .66D-01 
516.00 .66D-01 
516.00 .72D-01 
660.00 •72D-01 

DISTRIBUTION OF STRENGTH PARAMETERS WITH DEPTH 

X, IN 
. 0 0  

480.00 
480.00 
516.00 
516.00 
6 6 0 . 0 0  

POINTS 
C,LBS/IN**2 
.000D+00 
.000D+00 
.000D+00 
.000D+00 
.000D+00 
.000D+00 

PHI,DEGREES E50 
.300D+02 
.300D+02 
.330D+02 
.330D+02 
.350D+02 
. 3 50D+02 

BOUNDARY AND LOADING CONDITIONS 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.600D+04 LBS 

.000D+00 IN/IN 

.100D+06 LBS 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.900D+04 LBS 

.000D+00 IN/IN 

.100D+06 LBS 



LOADING NUMBER 3 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

. 120D+05 LBS 

.000D+00 IN/IN 

.100D+06 LBS 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.150D+05 LBS 

.OOOD+OO IN/IN 

.100D+06 LBS 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.180D+05 LBS 
•OOOD+OO IN/IN 
.100D+06 LBS 

FINITE-DIFFERENCE PARAMETERS _ 
NUMBER OF PILE INCREMENTS ~ , 
DEFLECTION TOLERANCE ON DETERMINATION OF CLOSURE = •100D-05 IN 
MAXIMUM NUMBER OF ITERATIONS ALLOWED FOR PILE ANALYSIS j- ™ 
MAXIMUM ALLOWABLE DEFLECTION = .12D+03 

OUTPUT CODES 
KOUTPT = 1 
KPYOP = 1 
INC = 1 

O U T P U T  I N F O R M A T I O N  
********************************* 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.600D+04 LBS 
•OOOD+OO IN/IN 
.100D+06 LBS 

X DEFLECTION MOMENT SHEAR 

IN IN LBS-IN LBS 

SOIL 
REACTION 
LBS/IN 

TOTAL 
STRESS 

LBS/IN**2 

FLEXURAL 
RIGIDITY 
LBS-IN**2 

. 0 0  
1 2 . 0 0  
24.00 
36.00 
48.00 
6 0 . 0 0  
72 .00 
84.00 

. 901D-01 

.876D-01 

.813D-01 

. 724D-01 

. 621D-01 
•514D-01 
.408D-01 
.311D-01 

, 284D+06 
. 212D+06 
. 143D+06 
, 809D+05 
. 280D+05 
. 141D+05 
.452D+05 
.655D+05 

. 600D+04 

. 584D+04 

. 539D+04 

. 471D+04 

. 387D+04 

. 296D+04 

. 206D+04 

. 122D+04 

•OOOD+OO 
-.263D+02 
-.488D+02 
-.652D+02 
-.746D+02 
-.770D+02 
-.73SD+02 
-.653D+02 

.130D+05 

.114D+05 

.992D+04 

.859D+04 

.745D+04 

.715D+04 

.782D+04 

.826D+04 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 



96.00 
108.00 
120.00 
132.00 
144.00 
156.00 
168.00 
180.00 
192.00 
204.00 
216.00 
228.00 
240.00 
252.00 
264.00 
276.00 
288.00 
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 
480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

.225D-01 

.154D-01 

.957D-02 

.514D-02 

.193D-02 

.238D-03 

.156D-02 

.223D-02 

.243D-02 

.233D-02 

.204D-02 

.167D-02 

.127D-02 

.912D-03 

.604D-03 
•.359D-03 
•. 178D-03 
•. 540D-04 
. 220D-04 
.614D-04 
.746D-04 
.709D-04 
.583D-04 
.428D-04 
.281D-04 
.162D-04 
.755D-05 
.198D-05 
-.112D-05 
-.246D-05 
-.268D-05 
-.231D-05 
-.171D-05 
-.110D-05 
-.608D-06 
-.258D-06 
-.477D-07 
.587D-07 
.102D-06 
.115D-06 
.121D-06 

.764D+05 

.793D+05 

.761D+05 

.687D+05 

.586D+05 

.475D+05 

.364D+05 

. 262D+05 

.174D+05 

. 103D+05 

. 481D+04 

.928D+03 
-.159D+04 
-.301D+04 
-.359D+04 
-.359D+04 
-.323D+04 
-.268D+04 
-.206D+04 
-.147D+04 
-.944D+03 
-.509D+03 
-.161D+03 
.491D+02 
.153D+03 
.185D+03 
.172D+03 
.139D+03 
.990D+02 
.625D+02 
.335D+02 
.131D+02 
.213D+00 
-.619D+01 
-.825D+01 
-.781D+01 
-.584D+01 
-.357D+01 
-.166D+01 
-.433D+00 
.000D+00 

.508D+03 
-.654D+02 
-.486D+03 
-.760D+03 
-.904D+03 
-.940D+03 
-.895D+03 
-.795D+03 
-.665D+03 
-.524D+03 
-.387D+03 
-. 264D+03 
-. 161D+03 
- . 804D+02 
-. 220D+02 
.168D+02 
.393D+02 
.494D+02 
.508D+02 
. 468D+02 
.400D+02 
.326D+02 
. 231D+02 
.130D+02 
.553D+01 
.709D+00 
-. 198D+01 
-.3090+01 
-.319D+01 
-. 273D+01 
-. 206D+01 
-. 138D+01 
-. 797D+00 
-. 348D+00 
-.640D-01 
. 103D+00 
. 178D+00 
.175D+00 
.131D+00 
. 694D-01 
.000D+00 

.541D+02 

.415D+02 

.287D+02 

. 170D+02 

.694D+01 

. 926D+00 

.654D+01 

.100D+02 

.117D+02 

.119D+02 

.110D+02 

.949D+01 

.765D+01 

. 57 5D+01 

. 398D+01 

. 248D+01 

.128D+01 

.405D+00 
-. 172D+00 
-. 497D+00 
•.626D+00 
-.6170+00 
•. 959D+00 
•.734D+00 
-.503D+00 
•. 301D+00 
-.146D+00 
-.398D-01 
.232D-01 
.528D-01 
.596D-01 
.530D-01 
. 448D-01 
. 301D-01 
. 172D-01 
. 105D-01 
. 204D-02 
-. 261D-02 
-. 471D-02 
-.553D-02 
-.603D-02 

.849D+04 

.855D+04 

.849D+04 

.833D+04 

.811D+04 

.787D+04 

.763D+04 

.741D+04 

.722D+04 

.707D+04 

.695D+04 

.687D+04 

.688D+04 

.691D+04 

.693D+04 

.693D+04 

.692D+04 

.691D+04 

.689D+04 

.688D+04 

.687D+04 

.686D+04 

.6850+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.6850+04 

.685D+04 

. 685D+04 

. 685D+04 

.685D+04 

.6850+04 

.685D+04 

.685D+04 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT 

.239D-08 IN-LBS 
-.140D-09 LBS 

OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION POINTS 

, 901D-01 IN 
. 284D+06 LBS-IN 
, 600D+04 LBS 

3 
4 

LOADING NUMBER 2 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.900D+04 LBS 

.000D+00 IN/IN 

.100D+06 LBS 



X DEFLECTION MOMENT 

IN IN LBS-IN 

SHEAR SOIL TOTAL FLEXURAL 
REACTION STRESS RIGIDITY 

LBS LBS/IN LBS/IN**2 LBS-IN* *2 

. 900D+04 .000D+00 .160D+05 .809D+10 

. 87 6D+04 -.394D+02 .137D+05 . 809D+10 

.809D+04 -.731D+02 .115D+05 .809D+10 

. 706D+04 -.978D+02 .946D+04 .809D+10 

. 581D+04 -.112D+03 . 775D+04 . 809D+10 

.444D+04 -.116D+03 .7 31D+04 .809D+10 

.309D+04 -.110D+03 .831D+04 . 809D+10 

.184D+04 -.980D+02 .896D+04 .809D+10 

.762D+03 -.812D+02 . 931D+04 . 809D+10 
-.982D+02 -.622D+02 . 941D+04 . 809D+10 
-.730D+03 -.431D+02 .930D+04 .809D+10 
-.114D+04 -.254D+02 .906D+04 . 809D+10 
-.136D+04 -.104D+02 .874D+04 .809D+10 
-.141D+04 .139D+01 .838D+04 . 809D+10 
-.134D+04 .981D+01 .802D+04 .809D+10 

119D+04 .150D+02 .770D+04 .809D+10 
-.998D+03 .175D+02 .741D+04 .809D+10 
-.786D+03 .178D+02 .718D+04 .809D+10 
-.580D+03 .165D+02 .700D+04 .809D+10 
-.395D+03 .142D+02 .688D+04 .809D+10 
-.241D+03 .115D+02 .690D+04 .809D+10 
-.121D+03 .862D+01 .695D+04 . 809D+10 
-.330D+02 .598D+01 .697D+04 . 809D+10 

.251D+02 .371D+01 .697D+04 . 809D+10 

.589D+02 .192D+01 .695D+04 . 809D+10 

.741D+02 .607D+00 .694D+04 . 809D+10 

. 762D+02 -.258D+00 .692D+04 . 809D+10 

.702D+02 -.746D+00 .690D+04 . 809D+10 

.601D+02 -.939D+00 .688D+04 .809D+10 

.489D+02 -.926D+00 .687D+04 . 809D+10 

.347D+02 -.144D+01 .685D+04 . 809D+10 

.194D+02 -.110D+01 .685D+04 . 809D+10 

.830D+01 -.755D+00 .685D+04 . 809D+10 

.106D+01 -.452D+00 .686D+04 . 809D+10 
-.296D+01 -.219D+00 .685D+04 . 809D+10 
-.464D+01 -.597D-01 .685D+04 . 809D+10 

-.479D+01 .348D-01 . 685D+04 .809D+10 

-.410D+01 .792D-01 .685D+04 .809D+10 
-.309D+01 .894D-01 .685D+04 .809D+10 

-.208D+01 . 796D-01 .685D+04 .809D+10 

-.120D+01 .672D-01 .685D+04 .809D+10 

-.522D+00 . 451D-01 .685D+04 . 809D+10 
-.960D-01 . 258D-01 .685D+04 .809D+10 
.154D+00 . 158D-01 .685D+04 .809D+10 

.267D+00 .305D-02 .685D+04 . 809D+10 

.262D+00 -.392D-02 .685D+04 . 809D+10 

.196D+00 -.706D-02 .685D+04 .809D+10 

.104D+00 -.830D-02 .685D+04 . 809D+10 

.000D+00 -.904D-02 .685D+04 .809D+10 

. 0 0  
12.00 
24.00 
36.00 
48.00 
60.00 
72.00 
84.00 
96.00 
108.00 
120.00 
132.00 
144.00 
156.00 
168.00 
180.00 
192.00 
204.00 
216.00 
228.00 
240.00 
252.00 
264.00 
276.00 
288.00 
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 
480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

. 135D+00 

.131D+00 

.122D+00 

.109D+00 

.932D-01 

.770D-01 

.612D-01 

.467D-01 

.338D-01 

.230D-01 

.144D-01 

.770D-02 

.289D-02 

.356D-03 

.234D-02 

.334D-02 

.365D-02 

.349D-02 
•.306D-02 
•.250D-02 
•. 191D-02 
•.137D-02 
•.905D-03 
•.538D-03 
•.266D-03 
•.810D-04 
.331D-04 
.920D-04 
.112D-03 
.106D-03 
.874D-04 
.641D-04 
.422D-04 
.243D-04 
.113D-04 
.298D-05 
-.168D-05 
-.368D-05 
-.402D-05 
-.347D-05 
-.257D-05 
-.166D-05 
-.911D-06 
-.387D-06 
-.716D-07 
.881D-07 
.153D-06 
.173D-06 
.181D-06 

.426D+06 

.318D+06 

.214D+06 

.121D+06 

.420D+05 

.212D+05 

.678D+05 

.983D+05 

.115D+06 

.119D+06 

.114D+06 

.103D+06 

.880D+05 

.713D+05 

.546D+05 

.393D+05 

.261D+05 

.154D+05 

.722D+04 

.139D+04 
•.239D+04 
•.451D+04 
•.538D+04 
•.538D+04 
•.484D+04 
•.401D+04 
•.309D+04 
•.220D+04 
•.142D+04 
•.763D+03 
-. 241D+03 
. 737D+02 
. 230D+03 
.277D+03 
.258D+03 
.208D+03 
.148D+03 
.938D+02 
.503D+02 
.196D+02 
.320D+00 
-.928D+01 
-.124D+02 
-. 117D+02 
-.87 6D+01 
-. 53 5D+01 
-.249D+01 
-.650D+00 
. 000D+00 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = .726D-08 IN-LBS 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT = -.407D-09 LBS. 



OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION 

. 135D+00 IN 
= -.426D+06 LBS-IN 

. 900D+04 LBS 
4 
4 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.120D+05 LBS 

.000D+00 IN/IN 

.100D+06 LBS 

DEFLECTION MOMENT 

IN IN LBS-IN 

SHEAR 

LBS 

SOIL 
REACTION 
LBS/IN 

TOTAL 
STRESS 

LBS/IN**2 

FLEXURAL 
RIGIDITY 
LBS-IN**2 

. 0 0  
12.00 
24.00 
36.00 
48.00 
60.00 
72.00 
84.00 
96.00 
108.00 
120.00 
132.00 
144.00 
156.00 
168.00 
180.00 
192.00 
204.00 
216.00 
228.00 
240.00 
252.00 
264.00 
276.00 
288.00 
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 

.181D+00 

. 176D+00 

.163D+00 

.145D+00 

.125D+00 

.103D+00 

.820D-01 

.625D-01 

.453D-01 

.309D-01 

.192D-01 

.103D-01 

.389D-02 

.458D-03 

.311D-02 

.447D-02 

.488D-02 

.467D-02 

.409D-02 

.334D-02 

.256D-02 

.183D-02 

.121D-02 

.721D-03 

.358D-03 

.109D-03 

.437D-04 

.123D-03 

.149D-03 

.142D-03 

.117D-03 

.859D-04 

.565D-04 

.325D-04 

.152D-04 

.401D-05 
•.222D-05 
•.492D-05 
•.538D-05 
-. 464D-05 

.569D+06 

.424D+06 

.287D+06 

.162D+06 

.569D+05 

.278D+05 

.903D+05 

.131D+06 

.153D+06 

.159D+06 

.153D+06 

.138D+06 

.118D+06 

.954D+05 

.732D+05 

.527D+05 

.350D+05 

.207D+05 

.970D+04 

.189D+04 
•.317D+04 
•.602D+04 
•.719D+04 
•.720D+04 
•.648D+04 
•.537D+04 
•.414D+04 
•.295D+04 
•.190D+04 
-. 102D+04 
-. 325D+03 
.974D+02 
.307D+03 
.370D+03 
.346D+03 
.278D+03 
.199D+03 
.126D+03 
. 674D+02 
.263D+02 

.120D+05 

.117D+05 

.108D+05 

.941D+04 

.775D+04 

.595D+04 

.414D+04 

.247D+04 

.103D+04 

.125D+03 

.972D+03 

.152D+04 

.181D+04 

.189D+04 

.180D+04 

.160D+04 

.134D+04 

.105D+04 

.777D+03 

.530D+03 

.323D+03 

.162D+03 

.446D+02 

.333D+02 

.787D+02 

.990D+02 

.102D+03 

.939D+02 

.804D+02 

.654D+02 

.464D+02 

.261D+02 

.111D+02 

.145D+01 
•.395D+01 
•.619D+01 
-.640D+01 
-.549D+01 
-.414D+01 
-.278D+01 

.000D+00 

.527D+02 

.978D+02 

.131D+03 

.145D+03 

.155D+03 

.148D+03 

.131D+03 

. 109D+03 

.833D+02 

.577D+02 

.341D+02 

.140D+02 

.179D+01 

.131D+02 

.201D+02 

.234D+02 

. 238D+02 

. 221D+02 

. 191D+02 

.154D+02 

.115D+02 

.801D+01 

.498D+01 

.258D+0T 

.819D+00 
•.341D+00 
•.995D+00 
•.126D+01 
•.124D+01 
-. 192D+01 
-. 147D+01 
-. 101D+01 
•. 606D+00 
•.294D+00 
-.804D-01 
.462D-01 
.106D+00 
.120D+00 
.106D+00 

.191D+05 

.160D+05 

.130D+05 

.103D+05 

.807D+04 

. 745D+04 

.879D+04 

.967D+04 

.101D+05 

.103D+05 

.101D+05 

.981D+04 

.938D+04 

.890D+04 

.842D+04 

.798D+04 

.760D+04 

.729D+04 

.706D+04 

.689D+04 

.692D+04 

.698D+04 

.700D+04 

.700D+04 

.699D+04 

.696D+04 

.694D+04 

.691D+04 

.689D+04 

.687D+04 

.686D+04 

.685D+04 

.686D+04 

.686D+04 

.686D+04 

.686D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

. 809D+10 

. 809D+10 

. 809D+10 

. 809D+10 

. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
.809D+10 
. 809D+10 
. 809D+10 
.809D+10 
.809D+10 
.809D+10 
.809D+10 
. 809D+10 



264.00 
276.00 
288.00 
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 
480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

. 158D-02 

. 943D-03 

.470D-03 

.147D-03 

.524D-04 

. 156D-03 

.192D-03 

.183D-03 

.151D-03 

.111D-03 

.733D-04 

.424D-04 

.199D-04 

.538D-05 

.274D-05 

.629D-05 

.692D-05 

. 599D-05 

.444D-05 

. 288D-05 

.159D-05 

.680D-06 

.131D-06 

.149D-06 

.263D-06 

.300D-06 

.316D-06 

-.925D+04 
-.929D+04 
-.838D+04 
-.696D+04 
-.537D+04 
-.384D+04 
-.247D+04 
-.134D+04 
-.433D+03 
.117D+03 
.391D+03 
.476D+03 
.446D+03 
.360D+03 
.258D+03 
.163D+03 
.880D+02 
.347D+02 
.109D+01 
-.157D+02 
-.212D+02 
-.202D+02 
-.152D+02 
-.928D+01 
-.434D+01 
-.113D+01 
.000D+00 

-.607D+02 
.410D+02 
.100D+03 
.127D+03 
.131D+03 
.121D+03 
.104D+03 
.849D+02 
.604D+02 
.340D+02 
.147D+02 
.206D+01 
-.498D+01 
-.794D+01 
-.824D+01 
-.709D+01 
-.536D+01 
-.361D+01 
-.209D+01 
-.918D+00 
-.178D+00 
.2590+00 
.459D+00 
.453D+00 
.340D+00 
.181D+00 
.000D+00 

.104D+02 

.651D+01 

.339D+01 

.110D+01 
•.409D+00 
-. 127D+01 
•. 161D+01 
•.160D+01 
•. 249D+01 
-. 191D+01 
-. 131D+01 
•.789D+00 
•.385D+00 
-.108D+00 
.570D-01 
.135D+00 
.154D+00 
.137D+00 
.116D+00 
.784D-01 
.450D-01 
.278D-01 
.557D-02 
-.661D-02 
-.122D-01 
-.144D-01 
-.158D-01 

. 705D+04 

. 705D+04 
, 703D+04 
. 700D+04 
. 696D+04 
.693D+04 
,690D+04 
, 688D+04 
, 686D+04 
, 685D+04 
, 686D+04 
.686D+04 
.686D+04 
. 686D+04 
. 685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 
.685D+04 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

. 809D+10 

. 809D+10 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT 

•. 296D-08 IN-LBS 
. 249D-09 LBS 

OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION POINTS 

, 233D+00 IN 
. 722D+06 LBS-IN 
. 150D+05 LBS 

10 
4 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.180D+05 LBS 

.OOOD+OO IN/IN 

.100D+06 LBS 

X DEFLECTION MOMENT SHEAR 

IN IN LBS-IN LBS 

SOIL 
REACTION 
LBS/IN 

TOTAL 
STRESS 

LBS/IN* *2 

FLEXURAL 
RIGIDITY 
LBS-IN**2 

.00 
1 2  . 0 0  
24.00 
36.00 

.293D+00 

.285D+00 

. 265D+00 

.237D+00 

, 888D+06 
, 671D+06 
, 463D+06 
.273D+06 

180D+05 
176D+05 
164D+05 
146D+05 

.000D+00 

.686D+02 

.130D+03 

.166D+03 

. 259D+05 

. 213D+05 

. 168D+05 

. 127D+05 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 



480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

-.343D-05 
-.222D-05 
-.1220-05 
-.519D-06 
-.966D-07 
.117D-06 
.204D-06 
.231D-06 
.243D-06 

.492D+00 
-.124D+02 
-.165D+02 
-.157D+02 
-.117D+02 
-.716D+01 
-.334D+01 
-.871D+00 

.000D+00 

, 160D+01 
, 700D+00 
, 130D+00 
, 205D+00 
.357D+00 
.351D+00 
, 263D+00 
. 139D+00 
.000D+00 

.899D-01 

.605D-01 

. 346D-01 

. 212D-01 

.412D-02 
-. 522D-02 
-. 944D-02 
-. 111D-01 
-. 121D-01 

.685D+04 

.685D+04 
, 685D+04 
. 685D+04 
. 685D+04 
.685D+04 
. 685D+04 
.685D+04 
. 685D+04 

. 809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = .153D-08 IN-LBS 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT = .791D-10 LBS 

OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION 

.181D+00 IN 
= -.569D+06 LBS-IN 

.120D+05 LBS 
7 
4 

LOADING NUMBER 4 

BOUNDARY CONDITION CODE = 2 

LATERAL LOAD AT THE PILE HEAD = .150D+05 LBS 
SLOPE AT THE PILE HEAD = .000D+00 IN/IN 
AXIAL LOAD AT THE PILE HEAD = .100D+06 LBS 

X DEFLECTION MOMENT SHEAR 

IN IN LBS-IN LBS 
* * * * *  * * * * * * * * * *  * * * * * * * * * *  * * * * * * * * * *  

.00 .233D+00 -. 722D+06 .150D+05 

12.00 .227D+00 -. 541D+06 .146D+05 
24.00 .210D+00 -. 369D+06 .135D+05 
36.00 .188D+00 -. 213D+06 .119D+05 
48.00 .161D+00 -. 784D+05 .999D+04 
60.00 .134D+00 .322D+05 .778D+04 

72.00 .106D+00 .114D+06 .543D+04 
84.00 .812D-01 . 168D+06 .325D+04 
96.00 .590D-01 . 197D+06 .138D+04 

108.00 .402D-01 .205D+06 -.119D+03 

120.00 .252D-01 .197D+06 -.122D+04 

132.00 .136D-01 .178D+06 -.195D+04 

144.00 .522D-02 .153D+06 -.233D+04 

156.00 -.461D-03 .124D+06 -.243D+04 

168.00 -.394D-02 . 951D+05 -.232D+04 
180.00 -.572D-02 .686D+05 -.207D+04 
192.00 -.628D-02 .457D+05 -.173D+04 
204.00 -.603D-02 . 271D+05 -.137D+04 

216.00 -. 529D-02 . 128D+05 -.101D+04 
228.00 -.433D-02 .266D+04 -.691D+03 

240.00 -.332D-02 -.395D+04 -.423D+03 

252.00 -.238D-02 -. 7 69D+04 -.213D+03 

SOIL TOTAL FLEXURAL 
REACTION STRESS RIGIDITY 
LBS/IN LBS/IN**2- LBS-IN**2 

* * * * * * * * * *  * * * * * * * * * *  * * * * * * * * * *  

.000D+00 .224D+05 . 809D+10 
-.633D+02 .185D+05 .809D+10 
-.120D+03 .148D+05 . 809D+10 
-.151D+03 .114D+05 .809D+10 
-.168D+03 .853D+04 .809D+10 
-.200D+03 .754D+04 .809D+10 
-.192D+Q3 .930D+04 .809D+10 
-.171D+03 .105D+05 .809D+10 
-.142D+03 .111D+05 .809D+10 
-.109D+03 .113D+05 . 809D+10 
-.755D+02 .111D+05 . 809D+10 
-.449D+02 .107D+05 .809D+10 
-.188D+02 .101D+05 .809D+10 
.180D+01 .951D+04 . 809D+10 
. 165D+02 .889D+04 .809D+10 
.257D+02 .832D+04 .809D+10 
. 301D+02 . 783D+04 .809D+10 
.307D+02 .743D+04 .809D+10 
.286D+02 .713D+04 .809D+10 
.247D+02 .691D+04 . 809D+10 
. 199D+02 .693D+04 . 809D+10 
.150D+02 .701D+04 . 809D+10 



264.00 
276.00 
2 8 8 . 0 0  
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 
480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

158D-02 
-.943D-03 
-.470D-03 
-.147D-03 
.524D-04 
.156D-03 
.192D-03 
.183D-03 
.151D-03 
.111D-03 
.733D-04 
. 424D-04 
.1990-04 
.538D-05 
-.274D-05 
-.629D-05 
-.692D-05 
-.599D-05 
-.444D-05 
-.288D-05 
-.159D-05 
-. 680D-06 
-.131D-06 
.149D-06 
. 263D-06 
.300D-06 
.316D-06 

-.925D+04 
-.929D+04 
-.838D+04 
-.696D+04 
-.537D+04 
-.384D+04 
-.247D+04 
-.134D+04 
-. 433D+03 
.117D+03 
.391D+03 
.476D+03 
.446D+03 
.360D+03 
.258D+03 
.163D+03 
.880D+02 
.347D+02 
.109D+01 
-.157D+02 
-.212D+02 
-.202D+02 
-.152D+02 
-.928D+01 
-.434D+01 
-.1130+01 

.000D+00 

-.607D+02 
.410D+02 
.100D+03 
.127D+03 
.131D+03 
.121D+03 
.104D+03 
.849D+02 
.604D+02 
.340D+02 
.147D+02 
.206D+01 
-.498D+01 
-. 794D+01 
-.824D+01 
-.709D+01 
-. 536D+01 
-.361D+01 
-. 209D+01 
-.918D+00 
-.178D+00 
.2 59D+00 
.459D+00 
.453D+00 
.340D+00 
. 181D+00 
.000D+00 

.104D+02 

.651D+01 

.339D+01 

.110D+01 
-.409D+00 
-.127D+01 
-.161D+01 
-.160D+01 
-.249D+01 
-.191D+01 
-.131D+01 
-.789D+00 
-.385D+00 
-.108D+00 
.570D-01 
.135D+00 
.154D+00 
.137D+00 
.116D+00 
.784D-01 
.450D-01 
. 278D-01 
.557D-02 
-.661D-02 
-.122D-01 
-.144D-01 
-.158D-01 

.705D+04 

.705D+04 

.703D+04 

.700D+04 

.696D+04 

.693D+04 

.690D+04 

.688D+04 

.686D+04 

.685D+04 

.686D+04 

.686D+04 

.686D+04 

.686D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.6850+04 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = -.296D-08 IN-LBS 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT = .249D-09 LBS 

OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION 

. 233D+00 IN 
= -.722D+06 LBS-IN 

. 150D+05 LBS 
10 

POINTS = 4 

LOADING NUMBER 

BOUNDARY CONDITION CODE 
LATERAL LOAD AT THE PILE HEAD 
SLOPE AT THE PILE HEAD 
AXIAL LOAD AT THE PILE HEAD 

.180D+05 LBS 

.000D+00 IN/IN 

.100D+06 LBS 

X DEFLECTION MOMENT 

IN IN LBS-IN 

SHEAR SOIL 
REACTION 

TOTAL 
STRESS 

FLEXURAL 
RIGIDITY 

LBS LBS/IN LBS/IN**2 LBS-IN**2 

. 0 0  
1 2 . 0 0  
24.00 
36.00 

.293D+00 

.285D+00 

.265D+00 

.237D+00 

. 888D+06 

. 671D+06 

. 463D+06 

.273D+06 

,180D+05 
.176D+05 
.164D+05 
.146D+05 

.000D+00 
-.686D+02 
-.130D+03 
-.166D+03 

, 259D+05 
.213D+05 
.168D+05 
.127D+05 

. 809D+10 

. 809D+10 

.809D+10 

. 809D+10 



48.00 
60.00 
72.00 
84.00 
96.00 
108.00 
120.00 
132.00 
144.00 
156.00 
168.00 
180.00 
192.00 
204.00 
216.00 
228.00 
240.00 
252.00 
264.00 
276.00 
288.00 
300.00 
312.00 
324.00 
336.00 
348.00 
360.00 
372.00 
384.00 
396.00 
408.00 
420.00 
432.00 
444.00 
456.00 
468.00 
480.00 
492.00 
504.00 
516.00 
528.00 
540.00 
552.00 
564.00 
576.00 

.204D+00 

.169D+00 

.135D+00 

.1030+00 

.753D-01 

.515D-01 

. 324D-01 

. 177D-01 

.695D-02 
-.319D-03 
-.479D-02 
-.711D-02 
-.787D-02 
-.759D-02 
-.669D-02 
-.549D-02 
-.422D-02 
-.304D-02 
-.202D-02 
-.121D-02 
-.610D-03 
-.198D-03 
.581D-04 
.192D-03 
.240D-03 
.231D-03 
.191D-03 
.141D-03 
.932D-04 
.542D-04 
.257D-04 
.719D-05 
-.321D-05 
-.779D-05 
-.8670-05 
-.755D-05 
-.562D-05 
-.365D-05 
-.203D-05 
-.875D-06 
-.176D-06 
.182D-06 
.330D-06 
.380D-06 
.404D-06 

-.106D+06 
.331D+05 
.138D+06 
.208D+06 
.246D+06 
. 257D+06 
.249D+06 
.225D+06 
.193D+06 
.157D+06 
.121D+06 
.876D+05 
.586D+05 
.349D+05 
.168D+05 
.378D+04 
-.470D+04 
-.952D+04 
-.116D+05 
-.1170+05 
-.106D+05 
-.882D+04 
-.683D+04 
-.489D+04 
-.316D+04 
-.173D+04 
-.573D+03 
.129D+03 
.483D+03 
.595D+03 
.561D+03 
.455D+03 
.327D+03 
.208D+03 
.113D+03 
.451D+02 
.229D+01 
-.193D+02 
-.265D+02 
-.255D+02 
-.192D+02 
-.118D+02 
-.552D+01 
-.145D+01 

.000D+00 

.125D+05 

.989D+04 

.700D+04 

.424D+04 

.185D+04 
-.636D+02 
-.148D+04 
-.241D+04 
-.291D+04 
-.306D+04 
-.293D+04 
-.2 62D+04 
-.220D+04 
-.174D+04 
-.129D+04 
-.884D+03 
-.544D+03 
-.278D+03 
-.827D+02 
.474D+02 
.124D+03 
.159D+03 
.165D+03 
.153D+03 
.132D+03 
. 108D+03 
. 769D+02 
.436D+02 
.190D+02 
. 299D+01 
-.6040+01 
-.988D+01 
-.103D+02 
-.894D+01 
-.678D+01 
-.459D+01 
-.267D+01 
-.119D+01 
-.244D+00 
.315D+00 
.574D+00 
.571D+00 
.431D+00 
.230D+00 
.000D+00 

-.191D+03 
-.239D+03 
-.243D+03 
-.217D+03 
-.181D+03 
-.139D+03 
-.971D+02 
-.583D+02 
-.250D+02 
.1240+01 
. 201D+02 
.320D+02 
.378D+02 
.387D+02 
.361D+02 
.313D+02 
.253D+02 
.191D+02 
.133D+02 
.836D+01 
.439D+01 
.148D+01 
-.453D+00 
-.156D+01 
-.201D+01 
-.201D+01 
-.314D+01 
-.242D+01 
-.167D+01 
-.101D+01 
-.496D+00 
-.144D+00 
.667D-01 
.167D+00 
.193D+00 
.173D+00 
.147D+00 
.9960-01 
.575D-01 
. 358D-01 
. 751D-02 
-.807D-02 
-.152D-01 
-.182D-01 
-.201D-01 

.914D+04 

.756D+04 

.982D+04 

.113D+05 

.121D+05 

.124D+05 

.122D+05 

.117D+05 

.110D+05 

. 102D+05 

. 945D+04 

.873D+04 

.811D+04 

.760D+04 

.721D+04 

.693D+04 

.695D+04 

.705D+04 

. 710D+04 

. 710D+04 

. 708D+04 

. 704D+04 

.700D+04 

.695D+04 

.692D+04 

.689D+04 

.686D+04 

.685D+04 

.686D+04 

.686D+04 

.686D+04 

.686D+04 

.686D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

.685D+04 

. 685D+04 

. 685D+04 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

. 809D+10 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

. 809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

.809D+10 

OUTPUT VERIFICATION 

THE MAXIMUM MOMENT IMBALANCE FOR ANY ELEMENT = I'836°~°® Jg~£|| 
THE MAX. LATERAL FORCE IMBALANCE FOR ANY ELEMENT - .616D 

OUTPUT SUMMARY 

PILE-HEAD DEFLECTION 
MAXIMUM BENDING MOMENT 
MAXIMUM SHEAR FORCE 
NO. OF ITERATIONS 
NO. OF ZERO DEFLECTION 

.293D+00 IN 
= -.888D+06 LBS-IN 

.180D+05 LBS 
10 
4 



APPENDIX 4 
ANCILLARY PIPING SYSTEM 



FURNACE WASTE WATER COLLECTION SUMP SYSTEM 
DESIGN ASSESSMENT AND CERTIFICATION 

V-2400 

APPENDIX 4 ANCILLARY PIPING SYSTEM 

PIPING STANDARDS & SPECIFICATIONS 

FMC's Engineering Standard, February 22, 1990 
ES-2-1-0 For Cold Phossy Water 
ES-2-2-0 For Hot Phossy Water 
ES-2-31-0 For Furnace Precipitator Slurry 
ES-2-4-0 For Fresh Water 

PP-2003 - Thermal Insulation, Rev 0 

PIPING DRAWINGS 

395128 Piping Plan V-2400 Wastewater sump Discharge No. 2 Furnace, Rev 3 
395144 Piping Sections & Details Wastewater sump Discharge No. 2 Furnace, Rev 3 
300788 Piping Plan Wastewater sump Discharge No. 2 Furnace, Rev 0 

PIPING SUPPORTS 

398277 Piping Misc. Standard Supports and Details, Rev 3 
398278 Piping Misc. Standard Supports and Details, Rev 2 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

A-5 Sept-99 



Ĵ \7V7\rP Phosphorus Chemicals Division 
SPUvMJvb Pocatello 

Interoffice 

TO Pocatello Engineering Department Standards oai, February 22, 1990 
Distribution 

CC 

From Engineering Piping Standards Committee 

SuSiect NEV PIPING MATERIAL STANDARDS 

Attached are the nev Engineering Piping Standards (ES-2-0.0 through 95). 

Please remove the entire Piping section in your Engineering Standards book 
and insert these nev standards. 

The General Notes (ES-2-0.1) provide clarification to help understand the 
•nev -material standards. 

All of the plant piping material standards have been revised to comply 
vith ASME/ANSI Code B31.3 "Chemical Plant and Petroleum Refinery Piping". 

The nev standards apply to all nev construction and should be applied to 
repair vork as appropriate. 

Vork vill continue on defining the fabrication, inspection and testing 
upgrades. As a minimum see ES-2-0.2 through ES-2-0.4. 

Some of the main changes to the material specifications are: 

o All 1-1/2" and smaller threaded carbon steel pipe vill be 
Sch 80. Ve currently use only Sch 80 nipples, 

o Cast iron body valves vill be replaced by cast steel bodies 
in most cases. 

Stores items vill be changed to be consistent vith the standards. 

Since there are major changes in the standards, meetings are being 
planned to give an overviev and ansver questions about the nev 
standards. This vill take place by the end of the Second Quarter, 
1990. 

If you have any questions before the overviev meetings, contact one of the 
Engineering Piping Standards committee members (PSGSchoen, RDPatton, 
DLHorak, ETSmith, RHMiller, or AJPotzman). 

nm 



FMC - POCATELLO ENGINEERING STANDARD . Number: ES-2-0.0-0 
Original Issue Date: 2/90 

Revision Date: 
TITLE: PIPING STANDARDS INDEX Page: 1 of 2 

Approval: 
/ 

NUMBER TITLE CATEGORY 

ES-2-0.0-0 Index 
ES-2-0.1-0 General Notes 
ES-2-0.2-0 Category D - Construction Specifications 

and Notes 
ES-2-0.3-0 General Requirements - Construction 

Specifications and Notes 
ES-2-0.4-0 Category M - Construction Specifications 

and Notes 

WATER 
£5-2-1-0 Cold Phossy Water GEN 
ES-2-2-0 Hot Phossy Water from P^ Sumps GEN 
ES-2-3-0 Hot Phossy Water GEN 
ES-2-4-0 Fresh Water D 
ES-2-4-0 Industrial Waste Water D 
ES-2-5-0 Potable Water • 
ES-2-7-0 Furnace Cooling Water, Brass Piping D 

ES-2-10-0 Furnace, Calciner & P^ Dock Scrubber Slurry GEN 

ES-2-35-0 Safety Shover D 

ES-2-52-0 Boiler Feed Water GEN 

LIQUID PHOSPHORUS, CENTRIFUGE PRODUCT, 
SLUDGE 

ES-2-20-0 Hot Water Jacketed M 

ES-2-22-0 Non-Jacketed M 

SLURRY 
ES-2-31-0 Furnace Precipitator Slurry GEN 

ES-2-32-0 Slaked Lime Slurry GEN 

GASES 
ES-2-4-0 Nitrogen D 

ES-2-4-0 Plant Air D 

ES-2-35-0 Instrument Air D 

ES-2-35-0 Breathing Air D 

ES-2-36-0 CO Gas M 

ES-2-39-0 Natural Gas, Medium Pressure GEN/* 

ES-2-40-0 Natural Gas, Lov Pressure GEN/* 

ES-2-41-0 Oxygen GEN 

ES-2-42-0 Inert Gas GEN 

STEAM 
ES-2-51-0 Steam D 

ES-2-52-0 Superheated Steam GEN 

ES-2-52-0 Boilerhouse Steam GEN' 

MISCELLANEOUS 
ES-2-56-0 Fuel Oil GEN/* 

* See specific standard for code. 



Number: ES-2-0.1-0 
Original Issue Date: 2/90 

Revision Date: 
Page: 1 of 2 ~ 

Approval: u 
/ 

These notes are vritten vith the intention of giving the user some clarification 
as to the abbreviations, piping grades, and other information contained vithin 
the piping standards. Codes such as ANSI B31.1, ANSI B31.3, NPPA 54/ANSI Z223.1, 
and others have been used as a basis for development of these piping standards. 
Copies of these codes are available in the Engineering Department Library and 
should be consulted vhen the piping standards do not contain the desired 
information. 

- Host of the piping standards are based on ASME/ANSI B31.3 Chemical Plant 
and Petroleum Refinery Piping. In this code three piping categories are 
presented according to hazard. 

Category D Fluid Service - Nonflammable, nontoxic, and not damaging to 
the human tissues 

- Does not exceed 150 psig 
- Design temperature is betveen -20 and +366 

degrees F 

General Requirements - General fluid, exposure to small quantities 
vill not result in serious irreversible harm 

Category M Fluid Service - Exposure to a small quantity can produce 
serious irreversible harm to persons on 
breathing or bodily contact 

- Piping is normally specified by ASTM specifications. The folloving is a 
brief description of a fev common carbon steel pipe specifications. They 
are listed in order of the "higher quality" pipe first. Generally pipe 
listed first may be substituted for pipe listed later. 

ASTM A106 - Seamless carbon steel pipe for high temperature service 
Grade B 

ASTH A53 Type S - Seamless steel pipe 
Grade B 

ASTH A53 Type E - Electric-resistance velded steel pipe 
Grade B 

ASTH A53 Type F - Furnace Butt-velded (continuous velded) steel pipe 
- Use only on Category D fluid service 

FHC - POCATELLO ENGINEERING STANDARD 

TITLE: GENERAL NOTES - PIPING STANDARDS 

ASTH A120 - This specification vas discontinued in 1988 and 
replaced by ASTH A53 



FHC - POCATELLO ENGINEERING STANDARD 

TITLE: GENERAL NOTES - PIPING STANDARDS 

Number: ES-2-O.l-Q 
Original Issue Date: 2/90 

Revision Date: 
Page: 2 of 2 

Approval: 

- For testing piping systems, refer to ES-2-0.2 through ES-2-0.4 or the 
appropriate code. For ANSI B31.1 or ANSI B31.3, Chapter 6 "Inspection and 
Examination" includes information on testing. 

- The following are abbreviations used throughout the Piping Standards: 

ANSI - American National Standards- Institute 
API - American Petroleum Institute 
ASHE - The American Society of Mechanical Engineers 
ASNT - American Society for Nondestructive Testing 
ASTH - American Society for Testing and Materials 
AWA - American Vater Works Association 
AVS - American Welding Society 
MSS - Manufacturers Standardization Society of the Valve and 

Fitting Industry, Inc. 
NFPA - National Fire Protection Association 
SAE - Society of Automotive Engineers 

BW - Butt veld 
CI - Cast iron 
CS - Carbon steel 
CVP - Cold vater pressure 
FF - Flat face (flange) 
MI - Malleable iron 
RF - Raised face (flange) 
NPT - National pipe thread 
Sch - Schedule 
SS - Stainless steel 
SW - Socket veld 
VOG - Water, oil or gas 
WSP - Working steam pressure 



PMC - POCATELLO ENGINEERING STANDARD Number: ES-2-0.2-0 
Original Issue Date: 2/90 

CONSTRUCTION SPECIFICATIONS Revision Date: ~ 
TITLE: ANSI/ASME B31.3 CATEGORY D FLUIDS Page: 1 of 1 
(Non flammable, non toxic, and not damaging to human Approval: UJ-5/M 
tissue. 150 psig max. -20 degF to *366 degF) / 

Supplier shall certify that components comply vith the designated 
grades or specifications. 

Components used in fabrication shall be certified to comply vith 
the designated grades of specifications. 

Leak testing is required per ANSI/ASME B31.3 Section 345.7. 
Responsibility for leak testing shall be specified by FMC. 
An initial service leak test may be performed by gradually 
increasing the service fluid pressure in steps, starting at 25 
psi or less, until design pressure is reached. Hold the pressure 
at each step long enough to equalize strains and check for leaks. 

COMPONENTS: 

FABRICATION: 
AND ERECTION 

TESTING: 



FHC - POCATELLO ENGINEERING STANDARD Number: ES-2-0.3-0 
Original Issue Date: 2/90 

CONSTRUCTION SPECIFICATIONS Revision Date: 
TITLE: ANSI/ASHE B31.3 GENERAL REQUIREMENTS FLUIDS Page: 1 of 1 
(Exposure to small quantities vill not result in serious Approval: u )3/t* 
irreversible harm) / 

COMPONENTS: 

FABRICATION: 
AND ERECTION 

TESTING: 

Supplier shall certify to FHC that components comply with the 
designated grades or specifications. 

Components and fabrication shall be certified to comply with 
the designated grades or specifications. Fabricator shall supply 
current records of the welding procedures, welder performance 
qualifications, and welder identification symbols. 

Leak testing is required per ANSI/ASME B31.3 Section 345. 
Responsibility for leak testing shall be specified by FHC. 

A hydrostatic leak test may be performed by gradually 
increasing the water pressure in steps, starting at 25 psig 
or less, until 150Z of the design pressure is reached. Hold 
the pressure at each step long enough to equalize strains and 
check for leaks. Piping shall be isolated from vessels and 
equipment prior to testing. See ANSI/ASME B31.3 Sec 345 for 
alternate testing techniques. 
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FHC - P0CATELL0 ENGINEERING STANDARD Number: ES-2-0.4-0 
Original Issue Date: 

CONSTRUCTION SPECIFICATION Revision Date-
TITLE: ANSI/ASHE B31.3 CATEGORY M PLUIDS pa '  
(Exposure to a small quantity can produce serious Approval: 
irreversible harm to persons upon breathing or bodily contact.) 

1 of 1 
LU1M 

COMPONENTS: 

FABRICATION: 
AND ERECTION 

TESTING: 

Supplier shall certify to FMC that components comply vith the 
designated grades or specifications. 

Components, fabrication, erection, and examination shall be 
certified to comply vith the designated grades or specifications 
as veil as the requirements of ANSI/ASME B31.3, category M. 
Fabricator shall maintain and submit current records of the 
velding and examination procedures, velder and examiner 
performance qualifications, and velder identification symbols. 

Leak testing is required per ANSI/ASME B31.3 Section 345.  
-Fabricator shall be responsible for leak testing of fabricated 
components or assemblies. Responsibility for leak testing of 
erected lines shall be specified by FHC. 

A hydrostatic leak test may be performed by gradually increasing 
the vater pressure in steps, starting at 25 psig or less, until 
150Z of the design pressure is reached. Hold the pressure at 
each step long enough to equalize strains and check for leaks. 
Piping shall be isolated from vessels and equipment prior to 
testing. 

Note: Hydrostatic leak test does not apply to CO lines. 

See ANSI/ASME B31.3 Sec 345 for alternate testing techniques. 



FMC - POCATELLO ENGINEERING STANDARD Number: ES-2-1-0 
Original Issue Date: 2/90 

Revision Date: 
TITLE: COLD PHOSST VATER Page: i 0f 3  

Approval: 
/ 

Service and Design: Gold Phossy Water, Belov 100"F and 150 psig. Above ground. 

Applicable Codes & 
Standards: ANSI B31.3 General Requirements. 

Color Code: Yellov 

Construction: 1 1/2" or belov - NPT 2" and up - Velded and 
flanged. 

Piping: 1 1/2" or belov ANSI B36.10, Sch. 80, ASTH A53 Type E or S ,  
Grade B. 
2" and up - ANSI B36.10, Sch. 40, ASTH A53 Type E or S, 
Grade B Beveled End. 

Elbovs, Tees, etc.: 1 1/2" or belov - Malleable Iron Threaded, Class 300, 
ANSI B16.3 
2" and up - Sch. 40, Buttveld, ANSI B16.9, ASTH A234 
Grade VPB 

Nipples: 1 1/2" or belov - ANSI B36.10, Sch. 80, ASTH A106, 
Grade B NPT. 

Bushings: 1 1/2" or belov - 3000# Forged Steel, Hexagon, Screved, ANSI 
B16.ll, ASTH A105 

Plugs: 1 1/2" or belov - 3000# Forged Steel Square Head, Solid 
Plug, ANSI B16.ll, ASTH A105 

Couplings: 1 1/2" or belov - Malleable Iron Threaded, Class 300, 
ANSI B16.3 

Unions: 1 1/2" or belov - Malleable Iron Threaded, Class 
300, ANSI B16.39, Ground Joint, Bronze to Iron Seat 

Thread Compound: Rector Seal 100V Teflon paste pipe thread Compound 

Flanges: 150# Raised Face, Forged Steel ASTH A105, ANSI B16.5. If 
slip on flanges are used, they must be velded on both 
sides. (NOTE: Use flat-face flanges vhen mating vith 
a flat-faced flanged component.) 

Flange Guards: Not normally used. 

Gaskets: ANSI B16.21 Ring gaskets, 1/16" thick, Garlock Blueguard 
3400 (Note: For flat-face flanges use full face gaskets.) 



FHC - POCATELLO ENGINEERING STANDARD Number: ES-2-1-0 
Original Issue Date: 2/90 

Revision Date: 
TITLE: COLD PHOSSY VATER page: 2 of 3 

Approval: 
/ 

Bolting: ASTM A307 Grade B Heavy Hex Head & Heavy Hex Nuts. 

Gate Valves: 1 1/2" and belov - 125# Bronze, Screved, Rising Stem Solid 
Disc, Screved Bonnet, Heeting HSS-SP80, Crane #428 -
NO SUBSTITUTES! 
2" and up - 150# Cast Steel, Flanged, OS&Y 4 bolt Bonnet, 
Flexible Vedge Disc, Crane #47XU meeting API 600 

Check Valves: 1 1/2" and belov - 200# Strataflo Model 400 Bronze Body 
vith stainless steel Poppet, Screved. 
2" and up - 150# Cast Steel, Flanged, Sving Check, 
Crane #147X. ANSI B16.34 

Globe Valves: Not normally used. 

Butterfly Valves: * 3" and over - high performance, double offset stem and 
disc, vafer style, Class 150, Carbon Steel Body and 316 
Stainless Steel Disc, X0M0X Figure 801-B-6-ST1 meeting 
ANSI B16.34, API 609 

Ball Valves: * 1 1/2" and belov-150psi VSP Bronze unibody construction, 
NPT, 316SS Ball and stem, Durafill seats, lov Profile 
Oval handle. Vatts #B6100-SS-02-0L 
2" and up - 150# Ductile Iron Body, Flanged, Reinforced 
TFE seats, SS Trim, McCanna #S 151-DI-R-S6, meeting MSS-SP72 

Plug Valves: 2" and up - 150# Flanged, Ductile Iron Body, 316SS Trim, 
Teflon sleeve and diaphragm, meeting API 593.and ANSI 
B16.10; Tufline Fig. 067 

Other Valves: Not normally used. 

Branch Connections: Use Tee, Lateral, Cross or 3000# ASTM A105 Forged Steel 
Integrally Reinforced Branch Connection Pitting (Veld-o-let, 
thread-o-let, etc.). If branch size is < 2" and < 1/4 the 
line size, then a 3000# ASTM A105 Forged steel coupling 
may be used. Other branch connections must comply vith 
ANSI B31.3 Section 304.3. 

Tubing: Not normally used. 

Velding: Per approved velding procedure. 
For FMC Maintenance use.VPS ASHE 111 in accordance vith PQT 
4111 for 2 1/2" and over vith PQT 3111 for 3/4" thru 2". 

* Preferred type of valve for this service. 



FHC - POCATELLO ENGINEERING STANDARD 

TITLE: COLD PH0SS7 VATER 

Number: 
Original Issue Date: 

Revision Date: 
Page: 

Approval: 

ES-2-1-0 
2/90 

3 of 3 

Construction 
Specifications: See ES-2-0.3 

Notes: See ES-2-0.3 



FHC - POCATELLO ENGINEERING STANDARD 

TITLE: HOT PHOSSY VATER FROH FURNACE P, SUMPS 4 

Service and Design: Hot Phossy water originating from the furnace P, 
sumps, above 100°F, belov 150 psi (corrosive condition) 

ANSI B31.3 General Requirements 

Yellow 

Number: ES-2-2-0 
Original Issue Date: 2/90 

Revision Date: " 
Page: 1 o£ 3~ 

Approval: 

Applicable codes 
& Standards: 

Color Code: 

Construction: 

Piping: 

Elbows Tees Etc. 

Nipples: 

Bushings: 

Plugs: 

Couplings: 

Unions: 

Thread Compound: 

Flanges: 

1 1/2" or below - Socketweld (preferred) or NPT 
2" and up - Buttwelded and Flanged or Socketweld for 2" 

2" or below - ANSI B36.19, Sch 40S, ASTM A312 grade TP316L 
welded pipe 
Over 2" - ANSI B36.19, Sch 10S, ASTM A312 grade TP316L 
welded pipe with beveled ends. 

2" or below - Socketwelded 3000# Forged 316L stainless steel, 
ASTM A182-F316L, ANSI B16.ll 
1 1/2" or below - Threaded - 3000# Forged 316L Stainless 
steel, ASTM A182-F316L, ANSI B16.ll 
2" and up- Buttweld - Schedule to match adjoining pipe, 
316L Stainless steel, ANSI B16.9, ASTM A403-UP316L 

1 1/2" or below - ANSI B36.19, Sch 80S, ASTM A312-TP316, 
NPT. 

1 1/2" or below - 3000# Forged 316 Stainless steel, hexagon, 
threaded ANSI B16.ll, ASTM A182-F316 

1 1/2" or below - 3000# Forged 316 Stainless steel, square 
head, solid plug, ANSI B16.ll, ASTM A182-F316 

1 1/2" or below - 3000# Forged 316 Stainless Steel, NPT 
ANSI B16.ll, ASTM A182-F316 

1 1/2" or below - 3000# Forged 316 SS ANSI B16.ll NPT, 
ASTM A182-F316 
2" or below - 3000# Forged 316L SS ANSI B16.ll socket 
welded ASTM A182-F316L 

Rector Seal 100V Teflon paste pipe thread compound. 

2" and above - Lap joint stub end MSS SP43 type A -
316L Stainless steel conforming to ASTH A403 VP316L 
Schedule to match adjoining pipe. Use with 150# Lap joint 
backing flange ASTM A105 ANSI B16.5. Other 150# raised 
face ASTM A182-F316L flanges may also be used. 

* PRV Drains use Schedule 40S 



FMC - POCATELLO ENGINEERING STANDARD Number: ES-2-2-0 
Original Issue Dace: 2790 

Revision Date: 
TITLE: HOT PHOSSY VATER FROM FURNACE ?A SUMPS Page: —2 o£ 3— 

Approval: uj<^ / r^_<k 

|Flange Guards: Ramco teflon "Spra-Gard" to match flange sizes. i 

|Gaskets: Lamons style VR, chlorocarb spiral vound gasket with 316L 
winding and Carbon Steel centering ring. Meeting API 601. 

|Bolting: ASTM A307 Grade B heavy Hex heads and heavy hex nuts 

|Gate Valves: Not preferred. 

jCheck Valves: Do Not Use 

jGlobe Valves: Do Not Use 

jButterfly Valves: 3" and above - High performance, Double offset stem and Disc, 
wafer style, Class 150, 316 stainless steel body and Disc, 
API 607 Fire Safe, Xomox Figure 801-6-6-FTI, Meeting ANSI 
B16.34, API 609 

jBall Valves: 1 1/2" or belov-threaded, 150 PSI VS? min., NPT unibody 
construction 316 stainless steel body and trim, API 607 
fire safe, lov profile oval handle, Durafill seats, Vatts 
#S8100-Hl-02-0L 
2" and above - 150# Flanged, 316 Stainless steel body and 
trim, reinforced TFE seats, McCanna #S-151-S6-R-S6 

j Plug Valves: 2" and above - 150# Flanged, 316SS Body and trim, Teflon 
sleeve and diaphragm meeting API 599 and ANSI B16.10, 
Tufline fig. 067 

jOther Valves: 150#, 316 SS body and trim 

|Branch 
j Connections: Use Tee, Lateral, Cross or 3000# Forged ASTH A182-F316 

(F316L for velded) Stainless steel Integrally reinforced 
branch connection fitting (weld-o-let, thread-o-let, etc.) 
If branch size is < 2" and < 1/4 the line size, then a 3000# 
ASTM A182-P316L Forged stainless steel coupling may be used 
Other branch connections must comply with ANSI B31.3 
section 304.3 

|Tubing: Not normally used. 

j Welding: Per approved welding procedure. 



FHC - POCATELLO ENGINEERING STANDARD Number: ES-2-2 0 

Original Issue Date: 2/90 
Revision Date: » i jiUU u<i i p : 

TITLE: HOT PHOSSY WATER FROM FURNACE P4 SUMPS Page: —3 p£ ,— 

Approval: ,,, ̂  J / 

Construction 
Specifications: See ES-2-0.3 

Notes: See ES-2-0.3 



FMC - POCATELLO ENGINEERING STANDARD 

TITLE: PLANT AIR, FRESH VATER, INDUSTRIAL 
. VASTE VATER, NITROGEN 

Number: 
Original Issue Date: 

Revision Date: 
Page: 

Approval: 

ES-Z-4-Q 
2/90 

1 of 3 
)-K£L 

Plant Air, fresh vater. Industrial vaste vater and Nitrogen 
(see Note 1) Above -20 F, belov 200°F and belov 150 psig. 
Above ground. 

Service and Design: 

Applicable codes 
& Standards: 

Color Code: 

Construction: 

Piping: 

Elbovs Tees Etc.: 

Nipples: 

Bushings: 

Plugs: 

Couplings: 

Unions: 

'hread Compound: 

Flanges: 

lange Gaurds: 

ANSI B31.3 Category D. 

Green. 

2" or belov - NPT. 
2" and up - Velded and flanged. 

2" or belov - ANSI B36.10, Sch 80, ASTM A53 Type F 
threaded. 
2" and up - ANSI B36.10, Sch 40, ASTM A53 Type E or S, 
Grade B beveled end. 

2" or belov - Malleable iron threaded, class 150, 
ANSI B16.3 
2" and up - Sch 40, Buttveld, ANSI B16.9, ASTM A234 
Grade VPB. 

2" or belov - ANSI B36.10, Sch 80, ASTM A106, 
Grade B NPT. 

2" or belov - 3000# Forged steel hexagon screved, 
ANSI B16.ll, ASTM A105. 

2" or belov - 3000# Forged steel square head, 
solid plug, ANSI B16.ll, ASTH A105. 

2" or belov-Malleable Iron threaded Class 150 
ANSI B16.3. 

2" or belov - Malleable iron threaded class 250 or 300 
ANSI B16.39, Ground joint bronze to iron seat 

Rector Seal 100V Teflon paste pipe thread compound. 

150# raised face, forged steel ASTM A105, ANSI B16.5-
If slip on flanges are used, they must be velded on 
both sides. (NOTE: Use flat-face flanges vhen 
mating vith a flat-face flanged component.) 

Not required. 

askets: ANSI B16.21 Ring gaskets, 1/16" thick, Garlock Blueguard 
3400(Note: For flat face flanges use full face gaskets.) 
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WASTE VATER, NITROGEN 

Number: 
Original Issue Date: 
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Bolting: 

Gate Valves: 

Check Valves: 

Globe Valvesj 

Butterfly Valves: * 

Ball Valves: 

Plug Valves: 

Other Valves: 

Branch Connections: 

Tubing: 

ubing Fittings: 

elding: 

ASTM A307 Grade B Heavy Hex Head & Heavy Hex Nuts. ~ 

2" and below - 125# Bronze, Screwed, Rising Stem Solid 
Disc, Screwed Bonnet, Meeting MSS-SP80 Crane #428 -
NO SUBSTITUTES! 

2" and up - 150# Cast Steel, Flanged, OS&T 4 Bolt bonnet, 
Flexible Wedge Disc, Crane #47XU meeting API 600 

2" and below - 200# Strataflo Model 400 Bronze Body 
with stainless steel Poppet, Screwed Check Valve. 
2" and up - 150# Cast Steel, Flanged, Swing Check, 
Crane #147X, ANSI B16.34 

2" and below - 150# Bronze, screwed, meeting MSS - SP80 Crane 
#14 1/2P. 
2" and up - 150# steel, flanged, 0S&T, Crane #143XN, Meeting 
ANSI B16.34 

3" and over - high performance, double offset stem and 
disc, wafer style, Class 150, Carbon Steel Body and 316 
Stainless Steel Disc, X0M0X Figure 801-B-6-ST1 meeting 
ANSI B16.34, API 609 

2" and below-150psi VSP, Bronze unibody construction, 
NPT, 316SS ball and stem, Durafill seats, low Profile 
Oval handle, Watts - B6100-SS-02-0L 
2" and up - 150# Ductile Iron Body, Flanged, Reinforced 
TFE seats, SS Trim, McCanna S 151-DI-R-S6, meeting MSS-SP72 

2" and up - 150# Flanged, Ductile Iron Body, 316SS Trim 
Teflon sleeve and diaphragm, meeting API 593 and ANSI 
B16.10; Tufline Fig. 067 

T25 PSI VSP 

Use Tee, Lateral, Cross or 3000# ASTM A105 Forged Steel 
Integrally Reinforced Branch Connection Fitting (Veld-o-let, 
thread-o-let, etc.). If branch size is < 2" and.< 1/4 the 
line size, then a 3000# ASTM A105 Forged steel coupling 
may be used. Other branch connections must comply with 
ANSI B31.3 Section 304.3. 

1/2" or below-seamless soft Annealed Copper Refrigeration 
Tubing meeting ASTM B280. 

Brass compression fittings meeting SAE J512. 

Per approved welding procedure 
For FHC Maintenance use VPS ASME 111 in accordance with PQT 
4111 for 2"l/2" and over and PQT 3111 for 3/4" thru 2" 

Preferred type of valve for this service. 



Number: ES-2-A-0 
Original Issue Date: 2/90 

Revision Date: 
Page: 3 of 3 

Approval: 
/ 

Construction 
Specifications: See ES-2-0.2 

Notes: 1) This standard includes Nitrogen on the varm side of an 
evaporator only. 

2) See ES-2-0.2 for construction and testing notes. 

FHC - P0CATELL0 ENGINEERING STANDARD 

TITLE: PLANT AIR, FRESH WATER, INDUSTRIAL 
WASTE WATER, NITROGEN 
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TITLE: FURNACE PRECIPITATOR SLURRY 

Number: ES-2-31-0 
Original Issue Date: 2/90 

Revision Date: 
Page: FoTl 

Approval: uj-s*r/yQC 

Service and Design: Furnace Precipitator Slurry - Belov 100 psig, Belov 328°F. 

Applicable Codes & 
Standards: 

Color Code: 

Construction: 

Piping: 

Elbovs, Tees, etc.: 

Nipples: 

Bushings: 

Plugs: 

Couplings: 

Unions: 

'bread Compound: 

Planges: 

'lange Guards: 

ANSI B31.3 General requirements. 

Yellow 

1 1/2" and belov - NPT 
2" and up - Velded and Flanged 

All sizes: ANSI B36.10, Sch 80, ASTM A53 Type S, Grade B. 

1 1/2" and belov - 3000# .Forged Steel, ASTM A105 GR2, NPT, 
ANSI B16.ll. 
2" and up - Buttveld, Sch. 80, ANSI B16.9 ASTM A234 
Grade VPB. 
NOTE: Use Long Radius Elbovs vhenever possible. 

1 1/2" and belov - ANSI B36.10, Sch. 80, ASTM A106, 
Grade VPB. 

1 1/2" and belov - 3000# Forged Steel, Screved, Soild Plug, 
ANSI B16.ll, ASTM A105. 

1 1/2" and belov - 3000# Forged Steel, square head, 
Soild Plug, ANSI B16.ll, ASTM A105. 

1 1/2" and belov - 3000# Forged Steel, ASTM A105 Grade 2, 
ANSI B16.ll. 

1 1/2" and belov - 3000# Forged Steel,ASTM A105 Grade 2, 
MSS SP-83. 

Rector Seal 100V Teflon paste pipe thread compound. 

150# Raised Face, Forged Steel, ASTM A105, ANSI 
B16.5. If slip on flanges are used, they must be velded on 
both sides. 
(NOTE: Use Flat face flanges vhen mating vith a flat 
face flanged component.) 

Ramco Teflon "Spra-Gard" to match flange size. 
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Gaske ts: 

Bolting: 

Gate Valves: 

Check Valves: 

Globe Valves: 

Butterfly Valves: 

Ball Valves: 

Plug Valves: 

Other Valves: 

Jranch Connections: 

Tubing: 

Velding: 

Lamons Style VR Chlorocarb Spiral Wound Gasket, vith 316 
winding and Carbon Steel Centering Ring, API 601. 

ASTM A307, Grade B," Heavy Hex Head vith Heavy Hex Nuts. 

2" and up - #150 Cast Steel, Flanged, OS & Y, Flexible 
Vedge Disc, 4-Bolt Bonnet, API 600, Crane #47XU. 

2" to 8" - 150 PSI CVP Knife Gate Valve, 316 S.S. Body, 
Seats, Gate and Flanges, Molded Elastomer Packing, 
ITT Fabri-Valve I37R. 

Do Not Use. 

Do Not Use. 

Do Not Use. 

1 1/2" or belov - 150# VSP min, NPT, Bronze, Unibody 
Construction, 316 stainless steel Ball and Stem, Durafill 
seats, Lov Profile Oval Handle, Vatts B6100-SS-02-OL. 

2" and up - Not Normally Used. 

Not Normaly Used. 

150# Carbon Steel, API 607 Fire Safe. 

Use Tee, Lateral, Cross or 3000# Forged ASTM A105 Forged 
Steel Integrally Reinforced Branch Connection Fitting 
(Veld-o-let, thread-o-let, etc.) If branch size is < 2" and 
< 1/4 line size, then 3000# ASTM A105 Forged steel 
coupling may be used. Other Branch connections must comply 
vith ANSI B31.3 Section 304.3. (NOTE: Branch connections 
should point up. Use minimum distance possible between 
header and branch valve.) 

Not normally used. 

Per approved welding procedure. 
For FMC Maintenance use VPS ASME 111 in accordance with 
PQT 4111 for NPS"2 1/2" and over and PQT 3111 for NPS 3/4" 
thru 2". 
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construction 
Specifications: . See ES-2-0.3 

Notes: See ES-2-0.3 
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Constructors THERMAL INSULATION Page JL Of _6 

1. SCOPE 

This specification shall govern the design, physical properties of materials and methods of 
application for thermal insulation to be applied to vessels, piping and equipment operating 
between 1 50°F to 500°F. 

The Design Engineer has the responsibility to interpret the specifications and, should 
changes in design or conflicts occur, shall make necessary revisions or additions to the 
specifications. 

2. GENERAL 

A. Where the following terms are found within this specification, they shall have 
meaning and significance as defined: 

Client: FMC Corporation 
Engineer: Raytheon Engineers & Constructors (RE&C) 
Contractor: Rust Constructors, Inc. 
Subcontractor: Insulation Applicator 

B. Engineering and Test Standards 

1. The edition in effect on May 17, 1996 of codes, standards, or specifications 
including any published modification, interpretations, or additions cited in this 
specification shall be considered an integral part of this specification. 

2. The entire job shall be executed in accordance with these specifications and 
with the best modern practice for this class of work and it is to present a neat 
and workmanlike appearance. 

C. The subcontractor shall provide all materials, equipment, tools, labor and supervision 
necessary to execute the work, and shall remove all equipment and excess material 
after completion. 

D. Insulation application shall not be started until after all required hydrostatic or 
pneumatic tests have been completed, unless otherwise approved. If insulation 
must begin prior to such testing, then all welds, flange joints and plugged vents and 
drains in the pipe shall be left uncovered until all tests are complete. Vessel welds 
may be insulated if the vessel has been hydrostatically shop tested. 

E. Do not insulate indoor valves and flanges. Manways, handholds, and blind flanged 
nozzles on outdoor equipment shall be insulated the same thickness as specified for 
the equipment. Insulation should be applied in such a manner as to be weathertight 
and be removable and replaceable without damage, for access with a minimal 
amount of effort. Davits shall be free to operate. Inside valves, flanges, bucket, 
thermostatic and thermodynamic steam traps shall not be insulated. 

F:\H0ME\E2808\FMCALL\SPEC\PP-2003.DOC 



Raytheon Engineers & 
Constructors 

SPECIFICATION 
FOR 

THERMAL INSULATION 

Project No. 96096.043 
Spec. No. PP-2003 

Page 2_ of _6 

1. As specified, valves, except control and relief valves, shall be insulated to full 
specified thickness except the bonnet. Control valve bodies only shall be 
insulated to full specified thickness. Relief valves shall not be insulated, 
unless required for freeze protection. Bonnet shall be removable without 
damage to the insulation. 

2. Pumps located inside of buildings are not to be insulated. Outside pumps 
requiring insulation should have insulation boxes that can be easily removed 
and replaced without being destroyed. 

3. Heat tracing where required, must be installed before insulation is started. 

F. Surface Preparation 

All surfaces which are to be insulated shall be free of all contaminants, oil grease, 
dirt, etc. and will be prepared in accordance with the insulation materials 
manufacturers requirements. 

G. Conditions of Applications 

1. Insulation and accessory materials, other than cements and mastics, shall be 
applied only if dry. Insulation that has become wet or damaged shall be 
replaced. 

2. Cracks, voids, breaks, and improperly fitted insulation shall be refitted or 
replaced. Filling of joints, cracks, voids or holes with mastics or cements shall 
not be allowed except where pipe hangers or supports penetrate insulation 
and jacketing. 

3. Insulation that has been applied, but not finished with weather barrier jackets 
or coating, shall be protected from the weather or other sources of physical 
damage. 

4. Structures, equipment, piping, and other surfaces in the vicinity of insulation 
applications in progress shall be protected from dripping, splashing, or 
accidental applications of coatings, mastics, or cements. 

3. MATERIALS 

A. Insulation. 

1. Cellular Glass Insulation, Pittsburg-Corning 
"Foamglas'.(K = .33 BTU-IN/HR-FT2-°F at 75°F) 

2. Hydrous Calcium Silicate ("Cal-Sil"), from various 
manufacturers. Material shall be asbestos free and corrosion inhibited. (K = 
.475 BTU-IN/HR-FT2-°F at 350°F) 
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3. Mineral Wool, from various manufacturers. Material 
shall be asbestos free. (K = .35 BTU-IN/HR-FT2-°F 
at 100°F) 

4. Fiberglass insulation, shall be one-piece, heavy density, pre-formed in 
accordance with ASTM C547, suitable for 450°F. 
(K = .23 BTU-IN/HR-FT2-°F at 75°F) 

B. Jacketing 

1. All piping which is insulated under this specification shall be finish covered 
with .019 smooth aluminum jacket with a suitable vapor barrier. The sub­
contractor shall also cover all insulated elbows with aluminum jackets, .019" 
thick, preformed. 

C. Sealants, Adhesives, and Cements. 

1. Silicone Sealant, General Electric, #1200 Silicone Construction Sealant. 

2. Insulation Cement, Pabco insulating mud, or approved equal. 

4. INSULATION THICKNESS. 

The pipe insulation thickness shall be determined by reference to operating temperatures 
and to the Insulation Thickness Chart as follows: 

OPERATING TEMPERATURE 

300°F (149°C) TO 
300°F(149°C) 500°F (260°C) ABOVE 500°F 

PIPE SIZE AND BELOW (260°C) 

1" & Smaller 1-1/2" 1-1/2" 1-1/2" 
1-1/2" - 10" 1-1/2" 2" 2" 
12" -36" 2" 3" Mineral Wool or As 
Over 36" 3" 4" Specified 

5. INSTALLATION 

A. Cellular Glass Insulation and Calcium Silicate. 

1. Piping - pipe insulation shall be applied with staggered joints tightly butted. 
Stainless steel bands 1/2" wide shall be placed on 9" centers for 18" 
insulation or 12" centers for 24" insulation. Wire shall not be used for 
temporarily securing cellular glass. If final jacketing is to be metal, glass 
reinforced tape, spaced at 9" intervals, may be used. 
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2. Hangers - hangers shall be covered as shown in Figure 5. 

3. Fittings - fittings shall be covered with metal per Section 4.0. There shall be 
no gaps between pipe insulation and fitting insulation. Jackets for elbows will 
be pre-formed metal up to 4" pipe size. 

4. Flanges and Nozzles - flange and nozzle insulation, if required, shall be 
removable pad. (See Figure 3) 

5. Valves - valves, if insulated, shall be a removable pad. (See Figure 4) 

6. Expansion - expansion joints shall be constructed as shown in Figure 1, 6, and 
7. 

7. Eouipment - vertical vessels shall have angle or plate supports welded around 
the shell at top and bottom as shown in Figure 6. Intermediate supports will 
be used on vessels over 15' high and placed on 12' centers. 

Vessels over 15 feet in diameter shall have vertical pencil rods welded to the 
shell on 50 feet maximum centers. Pencil rods shall be spaced away from 
vessels by means of angle clips, studs, or nuts to facilitate banding of 
insulation as shown in Figure 7 When welding to alloy vessels, a 
recommendation or approval is to be obtained from FMC to determine the 
welding rod and procedure to be used. 

Foamglas shall be flat block, curved sidewall segments, or beveled lags 
fabricated to fit the diameter of the vessel. Joints shall be staggered and 
tightly fitted. Panels shall be held in place with banding; wire shall not be 
used. 

B. Fiberglass Insulation 

1. Pipe insujlation shall be preformed and furnished in standard lengths and 
thicknesses with ends cut square, conforming with dimensional requirements 
of ASTM C581. 

2. All insulating products and covering to be UL Listed, with UL compliance 
clearly marked on cartons. 

3. All shall comply with all applicable federal, state and local codes and laws. 

4. Thickness of insulation shall be as follows: 
NPS 1/2-2 = 1" 
NPS 3-12 = 1 1/2" 
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5. Jackets: 

a. PVC plastic, one piece molded type fittings covers and jacketing material. 
Connections: Tacks, pressure sensitive color matching vinyl tape. To be 

used for indoor applications. 
b. Aluminum jacket: 0.016 thick sheet, smooth finish, with longitudinal slip 

joint and 2" laps' fitting covers. To be used for outdoor application. 
c. Stainless steel type 304, 0-10"; smooth finish to be used for corrosive 

environments. 

6. All installation shall be continuous through wall and ceiling opening and 
sleeves. 

7. Hangers, supports, anchors, etc, that are secured directly to cold surfaces 
must be adequately insulated and vapor sealed to prevent condensation. 

8. On dual temperature systems seal all pipe termination including fittings, wall 
penetrations, and pipe supports with vapor barrier mastic. 

9. All surface finishes are to be extended to protect all surfaces, ends and raw 
edges of insulation. 

10. Specified adhesive, mastic and coating shall be applied at the manufacturer's 
recommended coverage per gallon. 

C. Mineral Wool 

1. Uses - Mineral wool is to be used on larger vessels of high temperature, on 
the bottoms of suspended tanks, on flat surfaces, or in other applications 
specified by FMC. 

2. Installation - Mineral wool blankets will be placed over pins that are spot 
welded to the vessel, and retained by stamped metal plates that slide over the 
pins. Pins to be placed on a maximum of 12" centers. 

D. Mild Steel and Stainless Steel Jacketing 

Jacketing shall be cut to length to provide a one inch overlap and secured with 
sheet metal screws every nine inches. Rivets or other non-removable fasteners 
shall not be used. All end joints on horizontal pipes and all longitudinal joints on 
vertical pipes shall be sealed using the sealer specified in Section 3C. All horizontal 
seals shall be on the side of the pipe and the upper jacketing shall overlap the lower 
so as to exclude water from the steam. 
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6. PERSONNEL PROTECTION 

A. For the protection of personnel, all surfaces with temperature in excess of 1 50°F 
located beside walkways or other surfaces or which could be touched in the course 
of normal operating duties shall be insulated or guarded. All exposed hot surfaces 
within seven (7) feet of the floor or walking platform or within 30 inches measured 
horizontally from stairways, ramps or fixed ladders shall be covered with an 
insulation material, or guarded in such a manner as to prevent contact. Guards may 
be constructed or enamel coated carbon steel expanded metal mesh as shown on 
Standard Engineering Drawings. 

All piping insulated for personnel protection shall be insulated with a 1" (min) thick 
calcium silicate insulation and covered with a smooth barrier jacket in accordance 
with these specifications. 

All tanks, vessels and equipment insulated for personnel protection shall be 
insulated with 1" (min) thick mineral wool blanket and covered with a corrugated 
barrier jacket. 

All insulation shall be installed per manufacturer's installation method. 

7. SPECIFICATION SUMMARY 

PIPELINE/TANK/EQUIPMENT #_ 

INSULATION TYPE 

INSULATION THICKNESS 

JACKETING TYPE CORRUGATED/SMOOTH/EMBOSSED 

JACKETING THICKNESS 

FLANGES - Flanges shall/shall not be insulated. 

VALVES - Valves shall/shall not be insulated. 

NOZZLES - Nozzles shall/shall not be insulated. 

EXPANSION JOINTS - Expansion joints are/are not required every 
Figures 1, 2, 6 and 7. 

feet. See 

F:\HOME\E2808\FMCALL\SPEC\PP-2003.DOC 



attachment-a" 

This specification shall apply serial number: 

SERIAL NUMBERS DESCRIPTIONS 

026 FURNACE OFFTAKE STEAM/N2 PIPING 
040 FURNACE SIDEWALL COOLING JACKETS 
041 FURNACE BOTTOM COOLING 
042 FURNACE DOME AND DONUT SPRAY 
043 FURNACE MONKEY COOLING 
044 FURNACE FLEX CABLE/HOLDER WATER 
045 FURNACE PRESS. INSTR. (DRAFT LINE) 
046 N2 PIPING TO T-SEALS/FEED CHUTES 
062 HOLDER HYDRAULICS 
107 NITROGEN TO FEED BINS 
108 KNIFE GATE HYDRAULICS 
140 SLAG PIT SPRAY PIPING 
158 1 ST PASS SLURRY TANK VENT 
160/190 1ST & 2ND PASS SLURRY PIPING 
161/191 BOTTOM DROP VALVE 
162/192 1ST & 2ND PASS DRY SEAL (N2/STEAM/C0NDENSATI0N 
163/193 1ST & 2ND PASS TOP OF PRECIP. 
165/195 1ST & 2ND PASS DRY BOTTOM AND SLURRY TANK 

STEAM, WATER AND AIR PIPING 
188 2ND PASS SLURRY TANK VENT -(1)6" LINE 
236 HYTOR RECYCLE LINE 
260 P4 SUMP STEAM COILS 
261 P4 SUMP COVER AND NOZZLES 
262 P4 SUMP VENT TO MEDUSA 
264 P4 SUMP PHOSSY WATER OVERFLOW 
267 P4 SUMP MISC. PIPING (PHOSSY WATER PIPING) 
279 FCE AREA/WASTE WATER SUMP PUMP PIPING 
282 ANDERSEN SCRUBBER RING 
287 MEDUSA SCRUBBER PIPING 
425 CENTRIFUGE PRODUCT PIPING 
426 SAFETY SHOWER PIPING 
429 NATURAL GAS PIPING 
440 16" LEVEL DRAINS 
440 DRY FIRE LINE 
941 NOSAP PIPING 
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Do not install this equipment other than in accordance 
with the instructions contained in this manual. 

The descriptions and instructions in this manual cover 
the standard design of the equipment 3nd the more 
popular options when possible. This manual does not 
cover all design details and variations, nor does it 
provide for every contingency which may be encoun­
tered. When information cannot be found in this 
manual, contact the nearest Toyo branch office. 

This instruction book should be read completely before 
starting installation. The equipment is capable of 
trouble-free operation when properly installed, oper­
ated and maintained. These instructions present the 
basic information and methods required for proper 
installation and maintenance. 

This pump has been designed to provide safe and 
reliable service. However, it is both a pressure vessel 
and a piece of rotating machinery. Therefore, the 
operator (3) must exercise good judgement and proper 
safety practices to avoid damage to the equipment and 
surroundings to prevent personal injury. The ins ruc­
tions in this manual are intended for personnel with a 
general training in operation and maintenance of cen­
trifugal pumps. 

It is assumed that your safety department has estab­
lished a safety program based upon a thorough analysis 
of industrial hazards. Before installing, operating or 
performing maintenance on die pump and associated 
components described in this manual, it is suggested 
that the safe  ̂program be reviewed to ensure that it 
covers the hazards arising from high speed rotating 
machinery. 

In general, all pereonncl should be guided by all the 
basic rules of safety associated with the equipment and 
the process. 

It should be understood that the information contained 
in this manual not relieve operating and mainte­
nance personnel of the responsibility of exercising 
normal good judgment in operation and care of the 
pump and its components. 

Toyo Corporation reserves the right to change the 
design, construction, or material of any part without 
incurring the obligation of installing such changes on 
pumps already delivered. 

The unit should be inspected immediately upon arrival, 
and any irregularities arising due to shipment should be 
reported to the carrier. 

Care should be taken when unpacking pumps. A copy 
of this instruction book as well as instruction sheets for 
other various components (such as the driver) may be 
included in the shipment. Put these papers in a safe, 
accessible place for ready reference when required. It 
is important thai the entire contents of this booklet be 
studied before installation. 

Pump pans and accessories may be packed inside 

shipping containers, or attached to skids in individual 
packages. Inspect all containers, crates and skids 
before discarding. 

The pump is protected against corrosion for the period 
of shipment and installation only. 

If the pump is not to be installed at once, find a clean, 
dry location for storage. Unit should be stored in an 
approximately level position with no stress applied. 
Protective coverings should be left in place. The pump 
can be left in iLs shipping container or skid for storage. 
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Pumps with grease-lubricared shaft bearings are 
shipped with grease installed, therefore, no special 
preservation measures are required. Pumps with other 
than grease-lubricated bearings are usually furnished 
with a corrosion-resistant shaft material, so also require 
no special preservation measures. 

m&m 

Use care when moving pumps. Rough handling of the 
pump can cause breakage or permanent misalignment. 
Carefully sling pumps so that shaft will not be bent or 
damaged when lifting. 

It is advisable to raise the pump into the horizontal 
position before uncrating. If this is not possible, pumps 
over eight feet long must be supported at more than one 
place when raising to the vertical position. DO NOT 
sling or raise the pump by using the motor support only. 

Make sure that any equipment used to lift the pump or 
any of its components is capable of supporting the 
weights encountered. Make sure that all parts are 
properly rigged before attempting to life 

•Tk m 
The pump was checked during assembly at the factory 
to make sure that the pump shaft rotated freely by hand. 

Handling during shipment, storage, or preparation for 
installation could have caused distortions resulting in 
pump shaft binding. 

.The pipe must be supported independently near the 
pump to prevent any stress from being transmiucd to 
the pump. 

Arrangements should be made to keep the pump from 
back-spinning severely during shutdown. On a long 
discharge line, a non-slam check valve should be in­
stalled. At no point should the pump be started while 
the impeller is in reverse rotation. 

The sump must be screened to prevent any foreign 
objects from falling into the sump and blocking the 
pump. The openings in the screening should be the 
same sire or smaller maximum particle size that the 
pump can handle. See Tabic 1 below. 

Table 1 MAXIMUM PARTICLE SIZE 

Model No Agitator* • With Agitator 

41-50 1J(4Smm) not available 

51-80 23 (72 mm) 1.4 (35 mm) 

61-100 3.5(90 mm) 1.8 (45 mm) 

71-50 1.8 (45 mm) 0.8 (20 mm) 

71-100 3.5(90 mm) 1.8(45 mm) 

81-150 5.3 (135 mm) IS (63 mm) 

*90% of suction and discharge area 

The "I" beams or channels which support the pump 
must be sufficiently substantial to give rigid support to 
the pump and to absorb vibration. They must be level 
and one must be movable in order to lower the pump 
into the sump. 

The bolts which secure the pump to the beams should be 
1/8* less in diameter than the holes in the pump frame. 

Well designed and properly installed V-bclt drives are 
capable of running for years without maintenance. 
There are a few points that should be checked periodi­
cally. 

1. Check Belt Fit 
Regardless of the belt section used, the belt should 
never be allowed to bottom in the groove. This will 
cause the belts to lose their wedging action and slippage 
can occur. Sheaves or belts that permit such a condition 
to occur should be charged. 

2. Keep Belts Clean 
Dirt and grease reduce belt life. Belt dressing affects 
performance only temporarily and is never recom­
mended. Maintaining a clean drive is a better idea. 

CAUTION 
Provision must be made to support discharge 
piping independently from the pump to prevent 
excessive toads and to maintain properpump-
driver alignment 
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3. Us« Belt Guards 
Belt guards protect personnel from danger and the drive 
from contaminafion. Inspect periodically to assure that 
belts do not rub against the guard. 

4. Maintain Proper Belt Tension 
Proper tension is the primary reason for long belt life. 
Improper tension could cause belt fatigue and/or hoc 
bearings. 

5. Sheave Alignment 
Alignment must be maintained for full power transmis­
sion, minimum vibraricn, and long drive life. 

If any questions arise pertaining to the drive limitations, 
consult the manufacturer. 

iSSHISSiifl 
Si®! 

Parallel alignment may be checked w ith a dial indicator 
and suitable support brackets. Depending on coupling 
size and shaft gap, angular misalignment may be 
checked with feeler gauges, inside micrometers or dial 
indicators. 

CAUTION 
The permissible amount of misalignment vrnll 
vary with the coupling type. Follow the mgnu-

Before sarong a new pump, check the pump supports 
and piping to be certain that they conform to the 
specifications in the "Installation Instructions" sec­
tion. 

The bearing housing is properly filled widi grease 
before shipment. Under normal conditions, grease 
should be added every month but care should be taken 
not to over-lubricate. 

On the DEC series pumps the shaft is blocked (in the 
suction head area) with wood wedges to furnish support 
during shipment. Be sure to remove these blocks. 

Turn the pump shaft by hand. If the pump does not turn 
freely, it should be checked to determine what is caus­
ing the binding. 

Do not operate the pump with a closed discharge line. 
At the shut-off poind with no water flow, the horse­
power delivered to the pump is rapidly convened into 
heat and presents great potential danger. 

WARNING 
Oo not operate the pump without proper drive 
guard in place 

Ml Mi *m: rH 

The DEC pump bearings are grease lubricated. A 
sufficient amount of grease has been used during the 
initial assembly to charge the bearings. Grease fitangs 
have been provided to allow re greasing of the bearings. 
The grease selected at the factory is the optimum for the 
bearing size and the shaft surface speed generated at the 
sold conditions. 

Check the motor rotation to be certain that it will drive 
the pump in the correct direction. 

Correct rotation is clockwise as viewed from the top. 

WARNING 
Farmodets with the patented agitator, reverse 
rotation of the pump may cause theagitatorto 
unscrew which may damage the impeller. 

CAUTION 
If a speed change is made to one HIGHER than 
originally sold for, a bearing grease change may 
be required for the higher generated surface 
speeds. 
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CAUTION 
In most C352S Toyo mill be using Shell Albania 
R3 grease, a grease based on lithium 12 hy­
droxy stearaic soap. We may "m special 
circumstant.es. at high surface speeds use a 
synthetic Teflon grease fannulled specifically 
lor Toyo. 

CAUTION 
Grease formulations vary widely in the type of 
lubricant, lubricant carrier cr soap and additives 
tor toad and rust prevention. Mixing different 
grease types may produce a grease in the bear-
irgwithsigniiicanttydifierentcharacteristicsthan 
desired. DO MOT MIX DIFFERENT GREASE 
TYPES! ASSURE THE GREASE USED AT 
REPLENISHMENT INTERVALS IS COMPAT­
IBLE 

1. Start-up 

On the initial sun-up a short period of running rime is 
required to allow the bearings to centrifuge out un­
wanted over-packed grease. The bearings are self 
centrifuging. 

During this run in time grease may be added through the 
grease Fittings for both the upper and Lower bearings. 

The bearing housing temperature should be monitored 
since over greasing is the leading cause of hot bearings. 
The bearing housing temperature will stabilize within 
the first hour or so of operation at constant load and 
speed. 

Bearing temperatures will vary with the operating point 
of a centrifugal pump on a fixed speed performance 
curve. i.e. Operation at low flows will generate higher 
temperatures than at higher flows. 

2. Regrease interval 

The bearings should be regreased with the pump run­
ning to allow the bearings to centrifuge out the old and 
surplus grease. Grease life varies considerably depend­
ent on bearing size, type, rotating speed, operating 
temperature and by the ingress of moisture, gases and 
foreign matter. 

It is not possible to suggest or recommend a regrease 
interval suitable for all installations. As a general 
guide, when the operating temperature is over 80*C 
(HfiT). for every 15*C (27°F) rise in temperature the 
relubricaxion interval should be halved. The maximum 
working temperature of the grease must never be ex­
ceeded! If the bearing housings are being frequently 
splashed with liquid then the rclubric3ticn interval 
should be once every week unless marine greases are 
being used. The maximum working temperature of the 
standard grease supplied by the factory is approxi­
mately 150°C (300 *F). 

Very generally Toyo recommends an initial regrcasing 
interval of about one month. This regrease interval may 
be lengthened with the experience and the discretion of 
the operator. 

At least once a year, or more often if regressing inter­
vals are frequent, the bearing housing should be 
opened, the housing cleaned of old grease accumula­
tions and the bearings washed in clean solvent, blown 
dry, examined, reinstalled and regreased. 

Do not reuse bearings that have obvious visual defects 
or that have been discolored to a light blue. Examine 
the lip or labyrinths for wear during all bearing 
housing disassemblies. 

The bearing housing seals may generate some heat until 
broken in. Seal temperature should stabilize within the 
first two hours of operation. 

NOTE; 

Lip seals must have lubrication or they will experience 
an undesirable temperature rise due to their proximity 
to the bearings. The seal lip may harden and deterio­
rate, and at high rubbing speeds they may groove the 
shafL 
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1. in general, maintenance should be performed by 
quiified personnel familiar with the operation of 
centrifugal pumps. 

2. Forverticalcantileverpumps.itisneccssarytolift 
the pump completely out of the sump. Only then 
will the casing and the impeller be properly acces -
sible. The pump may be dismantled either sus­
pended vertically from the thread in the top of the 
shaft or by supporting it horizontally. Care must 
be taken to support the shaft properly when re­
moving the bearings in the horizontal position. 

CAUTION 
Before removing the pimp from its installation 
ensure lhat the motor is disconnected. 

9. 

3. Prior to bringing the pump into the shop area, 
ensure that the pump is well cleaned and decon­
taminated in accordance with the owner's site 
safety procedures. 

4. Ensure that the proper tools for disassembly arc at 
hand. No special tools arc required. 

5. Remove the V-belt guard, V-bclts, drive motor 
and motor support plate. Proceed to remove the 
pump V-belt sheave adapter bushing and keys. 

6. On models with the agitator; this has a standard 
ACME thread and may be removed by impacting 
with a soft faced mallet in a counterclockwise 
direction. The agitator is high chrome iron which 
is hard and brittle and may be prone to breakage. 

7. Remove suction strainer if present. 

8. Disconnect discharge pipe from discharge flange. 

Unbolt the casing from the support column and 
remove. 

10. Remove impeller screw and remove impeller 
collar and impeller together with the impeller key, 
Now the main parts of the pump may be checked 
for wear. 

11. Unbolt thebearing housing from the baseplate and 
remove both the baseplate and the delivery pipe. 

12. Remove the support column to bearing housing 
bolts, ensuring that the column is well supported 
cr slung. Tne support column may now be re­
moved over the shaft. The support column flanges 
have closely machined faces. Care should be 
taken to avoid nicking or burring these faces. 

13. R-move the top bearing cap bolts. Lift the cap off 
over the top of the shaft. 

14. Remove the lock nut holding the top bearing in 
place. The two angular contact bearings are 

on and require the same energy source for 
removal or bearing pullem. Support shaft prop­
erly to avoid damage to radial bearing, • 

15. Slide the thrust bearing hub off over top of shaft. 

16. Remove cap screws in the bottom bearing cap and 
carefully slide the cap off the end of the shaft. The 
outer race of the bearing has been heated en and 
therefore must be heated up or pulled to be re­
moved. 

17. Bearing housing may now be removed over end of 
shaft. 

1. Impeller • Replace if impeller shows excessive 
erosion, corrosion or vane breakage. Kcywayand 
hub must be in good condition. Reduction in 
hydraulic performance may result from excessive 
wear. 

2. Shaft Sleeve, when present-Sleeve surface must 
be smooth. Replace if badly grooved or cut. 

3. Casing-Replace if badly worn. 

4. Bearings - Inspect for obvious visual defects. 
Replace if worn, discoloured or if loose or rough 
and noisy when rotated. 
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5. Oil Seals -Replace if worn or otherwise damaged. 

6. Package and O-rings - Replace. 

7. General - Ail pans should be thoroughly cleaned 
before assembly. All nicks and burrs should be 
removed. 

1. In general the assembly is performed in the re­
verse order to the dismantle procedure. 

2. Gather and inspect all parts necessary for the 
pump's assembly. Ensure all machined surfaces 
are free of nick3 and bum and corrosion. Ensure 
all pans are wiped clean of preservatives and 
packaging debris, especially the anti-friction 
bearings. Ensure all 'O'-rings and lip seals are 
undamaged. 

3. Ensure the proper tools for assembly are at hand. 
No "special" tools are required. All proper tools 
required are commercially available. Below is a 
short list of some tools required. 

- Thermostatically controlled bearing heater 
- Pyrometer 
- Dry ice or a bearing refrigerator 
• Asbestos protective gloves 
• Proper sized hook spanner wrench for bearing 
locknuL 

4. Apply a light film of oil to the shaft to facilitate 
installation of bearings and seals. Take care not to 
scratch or otherwise damage the fine machined 
surfaces. 

5. Press the lip seal into the cylindrical roller bearing 
hub and place an '0' ring around it. 

6. Cool the cylindrical roller bearing to -5*C (23*F) 
and then press it into the hub. 

7. Slide the rubber flinger (Dia 1013 mm) onto the 
shaft from the top end until it comes to rest against 
the rubberized portion of the shaft in the case of 
the DFC model and to approximately 4" below the 
inner race shoulder in the case of the DEC model. 

S. Heat the inner race of the bottom cylindrical roller 
bearing to approximately 66*0 (150°F) above 
ambient temperature or until sufficient clearance 
exists between the I.D. of the inner race and the 
OD. of the shaft. Slide the inner race on over the 
top of the shaft down to its shoulder 

9. Slide the cylindrical roller bearing hub from the 
tap of the shaft down on© the inner race and 
secure. 

10. Push the shaft from the bottom end up through the 
bearing housing so that the ©p of the rubberized 
portion, in the case of the DFC. rests against the 
radial bearing hub so exposing the top end of the 
shaft. 

11. Heat the ©p angular contact bearings © about 
66C (150°F) above ambient temperature or until 
sufficient clearance exists between the inner race 
LD. and the shaft O.D. © allow assembly. Use a 
proper bearing heating device such as an oven or 
heating ring. Do not scratch the race or apply a 
direct flame © it. 

12. Slide both bearings on over the ©p of the shaft 
until they scat firmly against the shoulder of the 
shaft and against each other. Apply slight pres­
sure on the inner race of the ©p bearing © ensure 
it is snug against the lower bearing as cooling 
begins. Hold for about one minute, 

13. Install the thrust bearing lockwasher and locknut 
onto the shaft against the thrust bearings, only 
hand tight. Allow the bearings © cool © ambient 
temperature. 

14. Tighten the bearing locknut using a properly sized 
hook spanner wrench. Fold a tab of the lock-
washer over, © lock the nut in place. 

15. Install the thrust bearing cover O-ring and the oil 
seal for the wp bearings. Pack the bearings well 
with a suitable grease. In most cases our factory 
will use Shell Alvania R3 grease based on lithium 
12 hydraoxy stearate soap, or equivalent. 

16. Install the op bearing cap and bolt to the bearing 
housing. Charge the bearings fully with grease 
through the ©p grease nipple. 

17. Ensure that the brass air plug in the bearing 
housing is loose © allow air © escape when the 
booom cap nuts are tightened and when the bot­
tom bearing is fully charged with grease through 
the bot©m grease nipple. Insert rubber flinger. 

18. Bolt the bearing housing assembly onto the base­
plate. 

19. Slide the support column over the bot©m of the 
shaft and bolt to the baseplate. 

20. Bolt the casing onto the bot©m of the support 
column. 

TOYO 7 



21. Slide the impeller onto the shaft and install the 
key. Secure with the impeller lock fitting. 

22. Connect the delivery pipe to the discharge flange 
and to the baseplate. 

23. On models with the agitator, install the agitator on 
to the shaft using a good thread lubricant to 
facilitate removal. Do not impact the agitator. 

23. Install the motor support plate, motor, V-belt 
drive, belts and guard. 

24. Install pump back into sump. 

To ensure against possible long and costly downtime periods, especially on critical services, it is advisable to have 
spare parts on hand. A list of spare parts is found in the parts list. Repair orders will be handled with a minimum of 
delay if the following directions are followed: 

1. Give model number and serial number. These can be obtained from the namcplaie on the pump. 

2. Write plainly the name and part number of each part required. These names and numbers should agree with those 
on the sectional drawings. 

3. Give the number of parts required. 

4. Give complete shipping instructions. — 

Some parts have long life and therefore do not have to be carried in stock. These items should be checked at regular 
intervals and when replacement is indicated the parts should be ordered. 

For each particular pump model refer to the corresponding spare parts list This list indicates what are considered to 
be the recommended and critical parts for that pump. 

8 TOYO 
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VERTICAL RECESSED IMPELLER PUMPS 

p U M P S TYPE DEC 81-30 PERFORMANCE CURVES 

4 

DISCHARGE 80 MM (3") IMPELLER 336 MM ( l  3.2") 1 DATE 3 JAN 1990 

SUCTION 100 MM (A")  
4C0 r——r—: . . 1 . . 

SOLID 72 MM (2.8") NUMBER 1101 
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RECESSED IMPELLER PUMPS 

TYPE DEC CHOSS SECTIONAL DRAWING 
HEARING HOUSING UP 61-100 TO AND INCL 81-1 SO WITH AGITATOR 0S3Q24 

onoi PARTJ 

WEAR RING 
O.ONG CASE TO *EW RING 

err OEScacnoN 

SUFT 
impeller 
shells *et 
RIPEUSt CCUAR 
JIEEUERNUT 
CUTTER PAH 
y-rug 
v-rjc 
«sr 
RAIMA REAP rCHUB 
CTLTfORCJA RCUER SEARING 
5ITERNALRET-U NiC RING 
UP SEAL BOTTOM BEARING 
SOCKET tEAOCAPSCREWS 
0-RJMG 
THRUST BEAWNG HUB 
ANGULAR COKTACTTWRJST KARKG 
UXXWASlEfl-THRUST BEARING 
LDCMUrr-TKRUST BEAfllHG 
THRUST 3EAAWG EC COVER 
UPJEAA-TBPBEAR1C UPPER SEAL 
HEIHEAOCARSCREWS 
o-nxs 
GREASE RTT1WS VSNPT 
PRESSURE REUS7 AITUC US NPT 
BEARING H3USIC MCCEL T 
HEX HEAD CAP5CRSNS 
HEX NUTS 
HEX HEAD CAP5CAEWS 
HEX NUTS 
UPSEAUTOP BEARING LCWER SEAL 
O-RmO 
baseplate 

SUPPORT COLUMN 

3EN0 ASSEMBLY 
OSTiUflGE PIPE ASS EH ALT 
HSXHEAOCAPSCRE* 
HEX NUT 
GASKET 
HEX H£AG CA^CRBPS 
HEX NUT3 

Si I SUCTION STRAINER ASSEMBLY 
ci si » stuc5 
iu *u 1 HEX NUTS 

Situ PACK 

RUUPCASAG 
oaj/crr COVER 
O-RIC - CASE TO DELIVERY COVER 
ST4CS 
NEXCT 
HEX >€AO CARSCREW 
HEX HIT 
GASKET 

OPTIONAL WEAR RING 
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TWO RECESSED IMPELLER PUMPS 

61-100 71-50 71-80 71-100 81- 80 81-150 91-100 

A 1219 
1524 
1829 

1219 
1524 
1829 

1219 
1524 
1829 

1219 
1524 
1829 

1219 
1524 
1329 

1219 
1524 
1329 

1219 
1524 
1829 

B 635.4 635.4 635.4 635.4 635.4 635.4 635.4 

C 1SS 189 189 189 189 189 189 

CC 273 273 273 273 273 273 273 

D 300 300 340 360 355 440 430 

DA i.r 1.5" 1-5" 1.5" 1.875" 1.875" 1.875" 

DB 90 90 90 90 90 90 90 

DC 104 104 104 104 104 104 104 

DD 1.289" 1-289* 1-239* L2S9" 1-391" 1-591" 1.591" 

DK .375 .375 .375 .375 .5 £ .5 

E 177.8 114.3 146 177.8 146 241.3 177.8 

F 255 212.5 245 255 318.6 353.6 255 

G 432.S 326.8 391 432.3 464.8 594.9 432.8 

H 200 200 220 220 250 250 250 

61 45 20 35 45 65 65 45 

oJ 364 340 364 398 525 525 398 

pK 100 50 80 100 80 150 100 

L 203.2 225.4 238.8 203.2 312.4 203.2 203.2 

pM 20 20 20 20 20 23 20 

N 190.5 120.5 152.4 190.5 152.4 241.3 190.5 

P 175 120 120 175 120 175 175 

Q 1219 914.4 914.4 1219 1219 1219 1219 

R 914.4 610 610 914.4 914.4 914.4 914.4 

eS 18 13 13 18 18 18 18 

T 25.4 25.4 25.4 25.4 25.4 25.4 25.4 

U 535.2 523.4 533.4 838.2 838.2 833.2 838.2 

V 571.5 419 419 571 j 571.5 571.5 571.5 

w 381 29 S 295 3S1 381 381 331 

X 33.1 38.1 38.1 33.1 38.1 38.1 38.1 

Y 33.1 33.1 3S.1 38.1 33.1 36.1 38.1 

71-50 71-80 
81-80 

61-100 
71-100 
91-100 

81-150 

Fx 80 140 160 130 

FX 50 90 100 175 

Fz 65 115 130 230 

170 230 320 550 

My 130 175 240 430 

Mj 85 116 160 290 

Fores a F in lbs 
Moment = M in Ib-ft 

x = in line with pump shaft 
y = vertical 
z = perpendicular to x 

Dimensions in mm exespt as noted 
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 PUMPS NORTH AMERICA CORPORATION PAGE 1 

PARTS LIST FOR DEC 81-80-4E-72 
CRITICAL SPARES 

* RECOMMENDED SPARES 

ITEM# PART # DESCRIPTION QTY PRICE 

201.0 81—B0/201M MODULAR SHAFT 1 1,712.50 
* 202.0 B15002—12LB4V IMPELLER 1 2,125.00 
* *  203.0 KEY/14X9X90 IMPELLER KEY 1 16.00 
* 205.0 81—8O/205 IMPELLER COLLAR 1 234.00 
*  206. 0 NM-2702SS NUTS SS 1 23.43 
** 207. 0 E3-499 CUTTER FAN 1 263.24 
*  101.0 815001-02001£ CASING HIGH CHROME 1 6,300.00 
• 104.0 81-150/11-HC DELIVERY COVER 1 1,326.00 
* *  110.0 OR.125X13.75 0—RING DELIVERY COVER 1 9.60 

151.0 SM-1660SS STUD BOLTS 12 17.68 
152.0 NM-1602SS NUTS 12 11.94 
161.0 RM-1670SS BOLTS 4 5. 19 
162.0 NM-1S02SS NUTS 4 11.94 
501.0 81—BO/501—72M SUPPORT COLUMN 1 1,666.00 
551.0 RM-1425SS BOLTS 4 0.68 
552.0 NM-1402SS NUTS 4 2. 18 
601.0 DB3-CS BEND 1 29.64 

* 654.0 RG-3 GASKET 1 1.78 
* 164.0 RG-3 GASKET 1 1.78 

611.0 DP3X70 DISCHARGE PIPE 1 465.OO 
651.0 RM-1665SS BOLTS 4 18.77 

v 
652.0 NM-1602SS NUTS 4 11.94 
655.0 RM—1016 BOLTS 2 0.45 
811.0 81-80/811 STRAINER 1 975.00 

*  811.4 81-80/811.4 STRAINER PLATE 1 138.00 

PRICES SUBJECT TO CHANGE WITHOUT NOTICE 



MARCH 1990 

E" STYLE BEARING HOUSING PARTS LIST 

ITEM » PART « DISCRIPTION PRICE CDN 
v\ 

302 NU2220E BEARING -RADIAL * 
£•A. 

249.75 
312 7218GPUA BEARING -THRUST * 230.77 
331 BHC/E1053 BEARING HOUSING MODEL * 1710.10 
301 160DC51 RADIAL BEARING HUB 338.20 
318/306 P-5200 O-RING * 10.57 
314 KM18 LOCK NUT 26.11 
305 CM-1630 SOCKET HEAD CAP SCREW 1.23 
303 RR180X4 INTERNAL RETAINING RING * 45.26 
315 160DC37A THRUST BEARING COVER 285.00 
311 1S0DC37B THRUST BEARING HUB 285.64 
317 RM-1660 BOLTS 1.05 
211 V100S FLINGER-FORSHEDA V-RING * 25.37 
210 V80S FLINGER-FORSHEDA V-RING * 20.65 
304 LS100X140X13OIL.SEAL * 31.53 
316 LS80X100X13 OIL SEAL * 17.03 
313 MB18 LOCK WASHER 3.70 
319 GN.125 GREASE NIPPLE . .90 
320 PRFIT.125 PRESSURE RELIEF FITTING 17.27 
355 RM-2090 BOLTS 2.37 
356 NM-2002 NUTS 0.98 
351 RM-1480 BOLTS 1.50 
352 NM-1402 NUTS .20 

QUANTITY 

8 
8 

^*^CRTTICAL SPARE PARTS 





FMC POCATELLO 

EQUIPMENT NUMBER CHECK SHEET 

EQUIP.NO. :/,7-tOHZF DATE ASSIGNED: MECH. ENG: ff5tffirr\ST7&>vGr-
PROJ. SUPER: /_£-/=!OOSTS^; ELEC. ENG: 7WSZ 

1. ITEM DESCRIPTION - iJ^rbTcrJ^TSZ. 
Q~4S £)LX3uJiz<?, 

2. ITEMS INVOLVED IN EQUIP. NO.- Ass _ 
ZOhl-R, 3kOD£r>A1 Zlo/H<*0V7 ift "=r-C-) Z b (*' 
UfiJiWZy ^tSE* «-j/s/SOL.<+TO0S. 

3. ITEM TAG NO.- F-XVOO 

4. MANUFACTURER- //<= w Vae< Sloujg^ 
MODEL NO. - ZHOS F7=SSO^E" SlolOG^, 

5. DOCUMENTATION & MANUALS -

6. SPARE PART LIST - hlO>j&-
STORES LETTERS - A/Oa/S^ 

7. DRAWING LIST - 37SOS>c? 3^SYS*/ 
ViSOfc? 

3^55^? 
8. PURCHASE ORDERS - °l 5Z~L5V2-Z-

EQUIPMENT COSTS -*Z*} I O 
VENDOR DATA -

9. SPECIFICATIONS NEEDED - ZSOO CPr\ 0 ZS' fifi STVmt- =̂2>SL̂ , 
2.O4P7 3bOO £P»I} 230/ybO vol.— 3ft Td=i=C- ShTC/l 

10. MAINTENANCE FILES AND RECORDS DATA: DATE COMPLETE- 3""£?"?b 

11. PROPERTY ITEM CARDS IDENTIFIED -

12. CAPITAL AFE NO.- C^H'ZO'.OlS 



C94-20 CONDUIT SCHEDULE DATE: 1271/95 

CONDUIT 

: ' 
CONDUIT i-^i^EQUIPMENTAN^INSfRUMENTiillliill sj;; INCLUDED 

J|i;i ,:>;i !i. : 'i1 • 
P'CABLES ft'; V 

REFERENCE: 
fi/fv ,.-i v ^ 4 

DRAWINGS 

REMARKS CONDUIT 

: ' 
1 J v! ;-i. 

> SIZE 

sj;; INCLUDED 
J|i;i ,:>;i !i. : 'i1 • 
P'CABLES ft'; V 

REFERENCE: 
fi/fv ,.-i v ^ 4 

DRAWINGS 

REMARKS 

C1151-95 1" F-1400 
MCC "F13" UNIT 4AN 

F-1400 1501,1502 
1503-95 

395560 
52100 

C1152-95 1" F-2400 
MCC "F24" UNIT 2JF 

F-2400 1504,1505 
1506-95 

395560 
52101 

C1153-95 1" F-3400 
MCC "F34" UNIT 1JF 

F-3400 1507, 1508 
1509-95 

395567 
52102 

C1154-95 1" F4400 
MCC "F42" UNIT 3HR 

F-4400 1510, 1511 
1512-95 

395568 
52103 

I 

EXCEL: 1013CDT.XLS Pa9a 1 REV. 0 



C94-20 CAB^E SCHEDULE , ® 
12/1/95 

I 

CKT # 
. • • i f 

. I .1.-', "U;.: • :•* . 

# CABLES 

Vr:"*;, 

;• | i • K, -! -i i -1 '-Ij i1- fcjij if' 

CABLE TYPE 
: •  'M 

ff feQUIPMENT AND fi INSTRUMENT ;-1; :';!;'' REF^DWGS 

- - villi:1: •-!••;'! 41: - '"i w 

ROUTE Ji^j; REMARKS APPROX. 

'LENGTH 

CKT # 
. • • i f 

. I .1.-', "U;.: • :•* . 

# CABLES 

Vr:"*;, 

;• | i • K, -! -i i -1 '-Ij i1- fcjij if' 

CABLE TYPE 
: •  'M 

•liiliFkbM'illfi'' % • :#:> TOdi.'h;^# 

REF^DWGS 

- - villi:1: •-!••;'! 41: - '"i w 

ROUTE Ji^j; REMARKS APPROX. 

'LENGTH 

1501-95 2-1/C #14 THHN F-1400 
MCC "F13" UNIT 4AN 

PS-140O 
PI-1400 

395560 
52100 

C1151-95 F-1400 
Loss o( Vacuum Ind 

1502-95 4-1/C #14 THHN F-1400 
MCC "F13" UNIT 4AN 

F-1400 
Local S/S 

395560 C1151-95 F-1400 
Start/Slop 

1503 95 4-1/C #8 THHN F-1400 
MCC "F13" UNIT 4AN 

F-1400 
Motor 

395560 C1151 95 F-1400 
Motor Wiling 

1504-95 2-1/C #14 THHN F-240O 
MCC "F24" UNIT 2JF 

PS-2400 
PI-2400 

395560 
52101 

C1152-95 F-2400 
Loss of Vacuum Ind, 

1505-95 4-1/C #14 THHN F-2400 
MCC "F24" UNIT 2JF 

F-2400 
Local S/S 

395560 C1152 95 F-2400 
Start/Stop 

1506-95 4-1/C #8 THHN F-2400 
MCC-F24" UNIT 2JF 

F-2400 
Motor 

395560 C1152-95 F-2400 
Molor Wiing 

1507-95 2-1/C #14 THHN F-3400 
MCC "F34" UNIT 1JF 

PS-3400 
PI-3400 

395567 
52102 

C1153 95 F-3400 
Loss of Vacuum Ind 

1508-95 4-1/C #14 THHN F-3400 
MCC "F34" UNIT 1JF 

F-3400 
Local S/S 

395567 C1153 95 F-3400 
Start/Stop 

1509-95 4-1/C #8 THHN F-3400 
MCC "F34" UNIT 1JF 

F-3400 
Motor 

395567 C1153 95 F-3400 
Molor Wring 

1510-95 2-1/C #14 THHN F-4400 
MCC-F42" UNIT 3HR 

PS-4400 
PI-4400 

395567 
52103 

C1154 95 F-4400 
Loss of Vacuum Ind. 

1511-95 1 4-1/C #14 THHN F-4400 
MCC-F42" UNIT 3HR 

F-4400 
Local S/S 

395567 C1154-95 F-4400 
Stait/Slop 

1512 95 4-1/C #8 THHN F-4400 
MCC "F42" UNIT 31IR 

F-4400 
Motor 

395567 C1154 95 F-4400 
Molor Wiing 

EXCEL: 1013CBL.XLS Page 1 REV. 0 
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pressure 3lowc715 aht r0iata8le 
in the field. 

finnish® wttvi flinceo outlet 
which riis aws iso T fiances, 

UCUUUi TEMPERATURE: M.UUIMVJU WHEEL (STOj 30tFF 
steel *'1eb. KELT FAN -iOCT 

Accessories 
Hem? MCM or» la be lumlihod. 

FLAFIGED INLET, nti ANSI 150 plpo flongoo. 
' vENTUft INLET, wllh <juom. 

fVLK WE MlTi. 
' STEEL WHEEL. DRAIN. 1* ion* (langco (loot p'«sj. 
' WATER OUTLET OAUPER. TYPE 3W. per drawing 
' WATER OUTLET OaaiPER. TYPE BL. por drawing 
' FLEXIBLE CONNECTOR, p# — | INLET FILTER, per drowmq 

ISOLATION, per drawing TYPE SPAATK RESISTANT CONSTRUCTION. 
" SHAFT SEAL CERAUIC FELT. 

30 VF Www »OOF HEAT FAN (elewl guard. ortd high— lomo. paint). NOMINALLY AIR TICK! CONSTRICTION 8F>« »'<*• " u.n xel Maprene Intel ploU gaeluit). Blo-er not 
rcloLpbto In tho FioJd. 
BELT CUARO, per drawing _• 

" SWT GUARD. 

•hMt. <t>e>(\ DOtAOC. 

UNTIARY BASE. p«f drawing • 
FLUSH BOLTED CLEAHOUT DOOR, tecalod ol 

[ SLENCER. f*T »snrlng • 
jycttcL. 

FDR SALES PL";333 C«LV 
IKs drain LU 6l® oitSltd! 

FAN OSOWU33 - VgWED FROM OR NT SIDE 
-3/t N-i/»-

lib.) (0.5) 

WWEHSONS (IN INCHES) 
«7(£E. A c 00 CF r < X * ( U oawctoi 

30UV1C KCr 
14 THRU 14 it rxmnx 

it 1/2 2J5/6 26 i/t 
)J V* l€ 1/2 16 1/3 

11 3/4 14 :r/t 1? 3/t 
13 M 1/1 IT V» 

to 3/8 
IT 1/1 30 3/8 

12 3/« 13 i/r 18 I/O. 
3 4 I 

9 1/6 tO 7/1 lO 7/8 
10 11 3/4 11 3A 

1 7/18 1 7/16 1 I1/1B 
3/6 3/6 

WMCO. OUTLET j OU. | B H JJ L M R OUTUT INLCT 
14 THRU It 4 6 16 1/* 16 1/4 23 3/6 J6 5 vo t J/A 

o a/o e s/t 
5 '//» a i/o 3 4 J /o 

t /5 
4 
s 
6 

4 J 
& 

(• ftfft/ 22 
8 4 6 B 10 

.7 5A 17 3/4 17 3/4 t\ 3/* 

28 37 >/a IT 1/1 
31 n 

6 I/O • 1/8 
a 3/* a 3/L 

~i 1/t 8 5/8 a 3/8 8 8/8 

T77J 3 7/8 1 1/0 0 I/O 

TVb 3 3/3 * 1/* 
4 
4 6 10 

6 4 
6 10 _ 

22 THRU 26 
8 
0 10 12 

16 re 23 23 

» 4/4 2* 3/8 St 51 

7 
7 T l/L T t /L 

a a/e 8 3/8 10 3/« 10 5/0 

5 
3 7 1/0 7 1/0 

3 ;/o J 7/0 
3 * 3 

6 
6 10 • 12 

6 
17 

FVaMJC (OUTirf-dNLOl 
ID. IX. ox HOLES* ID. IX. ox no. WA. 
4 )/2 p J J>4 

11 9 1/2 11 6 7/6 

n 11 3/4 13 1/2 6 7/8 
•w 14 1/4 16 12 1 
17 17 ft f? 
MOli J UMOOU M &NI 

piKhjoiJ SMOWJS MOT »f ugp FOO CQHimxTVH rmnegg w.t» Cfannra. 

DATE CERTIFIED . CONTROL NO. 
CERTIFIED | f OfUii HO 

DRAWING J B-J Q 
C'JSTONCR'S NO. . 
CUSTOMER'S NALlE 

•TAC 

MOTOR BY 

IMjb Now York Blcor 

PRESSURE BLOTTER 
ARRAjNGEMENT i 

' SIXES 14 THRU 26 

ORAWINC NUMBER 
nu_ two.-



*r-> - v«̂ Vr\rvV > . • " •  J%- ' j » ' r ' -

•. V. "lu-
- • * . . . . .  

EULLET1N 451 
• . ' JANUARY, 15SG 

. 1T-I- I J1-, . 7: —js. v _ 
[ J [ 

'; •' 

s t-*v 

-s:r r J,' A^v» Vi-J^ \ \ R W \ 
T% I 

U ••••;'• 
* , .r\ -- -A»i« 

"'-A ---. 
- y>s 

?rr:s&~"" r ~ i"• 
.v.,. ,uy;.... Y . \. 

m .. ..-«•« 

© 

• Pressures to 58" WG 

Volumes to 5200'CFM 

T1;: I ndustriaV combustion," 
'v -^fe^'cooling, conveying, drying 

: ' rZ,~ 

: The .. 
"* ' •.'»•» ..'.J. ~f~v. _ 

-%•-..' - 7S60 QU1NQY STREET — WILLOWBROOK, ILLINOIS 60521-5c95 

•". .-.f-.. .,• -..v.; ••-. ..• -y .• . 
... : •" . ,•-:»•>- •• • . ••• 



DESIGM FEATURES 

• Efficiency . . . advanced wheel and aerodynamic 
housing design combine for air-handling efficiency 
superior to conventional radial wheel designs. 

• Lower sound levels.. • the dual-taper design oners 
sound levels markedly lower and less irritating than 
conventional r2dial ossigns... sound power ratings 
are available upon request. 

• Stable performance... the pressure curve remains 
stable from wide open to closed oft. . . tan insta­
bility, or pulsation, is efiminatsd even when "turn-
cown" approaches zero tlow. 

• Wide performance range . . . choice of 13 wheei 
diameters and five outlet sizes enables efficient 
fan selection across a broad range of volumes and 
pressures. 

• Versatility .. . various accessories, modifications, 
a/toys, and arrangements are available. 

• Wide application range ... designed for continuous 
operation in combustion, cooling, conveying, drying, 
and various process systems. 

f 

PRESSURE BLOWERS. -. 
€ 

'iiM •. 
Arrangement 1 

j Pressure Blower 
with plain pipe inlet. 

Arrangement 8 
Pressure Bto*er 
with flanged inlet. 

COriSTRUCTIOtt FEATURES 

All-welded stee! housings-heavy-gauge housings are 
rigidly braced to prevent "drumming" Si high pressures 
...rotatabie to any of the standard discharge positions 
shown on page 11...standard housings and steel and 
stainless steel wheels are reversible, aluminum wheels 
are not. 
Lifting eyes—standard an all units for easy of handling 
and installation. 
Outlet flanges—continuously welded flanges match 
ANSI Class 125/150 hole pattern. 
Inlet connections—a choice of inlet types enables the 
units to be tailored to specific applications. Venturi pro­
vides streamlined flow 1or open inlet applications... 
standard with wire guard. Plain pipe is ideal for f lexible 
sleeve connection...aiso see page A. Flanged inlet is 
continuously welded...recommended for gaskete~ 
duct connection 2nd required for the inlet filters de­
scribed on page 4. 

<• Coayrt^M 198«. 1990 ty Tho Now Ypr* Siowor Company 

PAGE 2 



STANDARD ALUMINUM WHEEL 

) The unicjue Pressure Blower wheel is designed 
to provide efficient performance and reduced 
sound levels . .. "the duel-taper design concept 
yields typical efficiencies UP ID 10 percentage 
points greater than conventional straight radial 
wheels. Riveted high-strength aluminum alloy 
blades and side plates minimize overhung wheel 
weight and starting inertia. Ductile-iron, taper-
lock hubs make wheeis easily removable. Welded 
steel and stainless steel wheels are also avail­
able ... see page 4. 

AMCA air performance-The New 
York Blower Company certifies that 
the Pressure Blowers shown here­
in are licensed to bear the AMCA, 
Seal. The ratings shown are based 
on tests made in accordance with 
AMCA Standard 210 and comply 
with the requirements of the AMCA 
Certified Ratings Program. 

Standard aluminum wheel. 

VoR PROCESS SYSTEMS 

) 

p 
\o  

ARRANGEMENTS 

ARRANGEMENT 4 

A compact direct-drive unit with a 
minimum number of moving parts 
for ease of maintenance. Wheel is 
mounted directly on motor shaft. 

Maximum airstream temperature: 
1SC°P. 

ARRANGEMENT 1 

Recommended for belt-driven ap­
plications only. Wheel is mounted 
an shaft mounted in heavy-duty 
bearings. 

Maximum airstream temperature; 
200°F.—aluminum wt-,eel. 
300°F. —steel wneel. 
600°F.-he3tfan. 

1 lL 

ARRANGEMENT 8 

Direct-drive arrangement similar 
to Arrangement L but with integral 
motor pedestal...ten shaft is con­
nected to the motor shaft with a 
flexible coupling. 
Maximum airstream temperature; 

200°F.-aluminum wheel. 
300°F,-steel wheel. 
&00°F.—heat fan. 

PAGE 3 



3/8 —1 

—I 3 1/2 

FLANGE FITS ANSI 150 PIPE FLANGES. 

FLEXIBLE NEOPRENE SLEEVE HELD ON 
STUB PIPE AND STANDARD 4, 6, 8, 10, 
OR 12 INCH PIPE OF SYSTEM WITH WORM 
DRIVE ADJUSTABLE HOSE CLAMPS. 

SLEEVE 
DIMENSIONS FLANGE DIMENSIONS 

SIZE I.D. 

4 4 1/2 
—6- —6—8/8 

8 8 5/8 
-Ut- TO 3/4 

12 12 3/4 

SIZE I.D. B.C. O.D. 
HOLES 

NO. ic SIZE 
4 4 7 1/2 9 8 - 3/4 

—6- —6- 0 1/2 14 -8-—7/8 
8 8 11 3/4 13 1/2 8 - 7/8 

-4 0- -4 0- 44—1-/4 16 -1-2 1 
12 12 17 19 12 - 1 

TOLERANCE: ±1/8" 

DIMENSIONS SHOULD NOT BE USED FOR CONSTRUCTION PURPOSES UNLESS CERTIFIED. 

CERTIFIED FORM NO 
DRAWING I  D-G L  

DATE ni-nq-Qfi CERTIFIED 1km kw CONTROL NO. 
CUSTOMER'S NO. 95225P2-C 
TAG 

100 nqbi 
7660 Quincy Strati WiUowbrooh. H. 60371 

The 
New York Blowe 

Company 

SIZE FAN SIZE QTY. 
8 8 

FLEXIBLE CONNECTOR 
FOR 

PRESSURE DLOWERS 

DRAWING NUMBER 

f i i f  NOP 12  9 -100-  1  



FMC CORP 
PimTHASE ORDER : 9522502-C 

I TAG : F-1400 J 
FAN INFORMATION MOTOR INFORMATION 

quantity 1 enclosure tefc 

fan type Pressure Blower - ST HORSnPOWnR 20 

fan size 2110s rpm 3500 

fan class none elect data 3-60-230/460 

rotation ccw frame size 2 5 6t 

discharge tau motor pcs z 

arrangement motor by ny3 

inlet type flanged mount by ny3 

FAN PERFORMANCE DATA 
max safe speed : 3900 rpm ac 70 Deg. 

CAP TYPE CFM SP RPM HHP TEMP ALT DENSITY 

2 oper 2500.0 25. 00 3405 15.20 70 5000.0 0.0625 

DRIVE INFORMATION 
drive s.f. 1.3 

2b58sds fan shv qty T_ fan shv part number : 2b58sds 
7/16 

-fan bsh qty T_ fan bsh part number : sds xi-7/16 
-

mtr shv qty ]_ mtr shv part number : 2b55sds 
5/8 mtr 3sh qty 1 mtr bsh part num3er : sds xi-5/8 

belt qty 2 3elt part num3er : 3x95 

CERTIFIED DRAWING PACKET* 
FAN CERTIFIED DRAWING DwS# N00129-105-2 
BELT GUARD ' N00129-106-3 
UNITARY BASE...' DwS# N00129-107-4 
ISOLATION N00129-107-5 

ADDITIONAL ACCESSORIES 
SHAFT & BEARING GUARD 
DRAIN 

ADDITIONAL INFORMATION 

NUMBER OF DRAWING SETS : 6 
ESTIMATED SHIPPING WT. : 882 lbs . 
(includes fan, motor, & pertinent accessory weights) 

* DRAWINGS ARE FOR CONSTRUCTION PURPOSES 

Pressure Blower - ST 
SIZE 2110S 

Date /Q Certified -jIKi-

Drawing Nn N00129-105-1 Rev. 



FMC CORP ] 

PURCHASE ORDER: 9522502-C 

i^TAG: F-1400 

PRESSURE BLOWERS ARE ROTA7ABLE IN 
THE FIELD BY 22 1/2* INCREMENTS. 

FURNISHED WITH FLANGED INLET AND 
OUTLET WHICH FITS ANSI 150 PIPE 
FLANGES. 

MAXIMUM TEMPERATURE : 200*F (93"C) 9/16" DIA. HOLES 

, 

ITEM DIMENSIONS ITEM in  (mm 
A 2 3  5 / 8  I 6 C O  
H 2 9  1 7 3 7  
L 8  5 / 8  1 2 1 9  
M •6 1/4 |i59 
R 4  1 / 2  | 1 1 4  
j 1 0  7 / 8  j  2 7 6  
U 1 1  3 / 4  | 2 9 8  
JJ 6  3 /4  | 1 7 1  

b 3 1  9 / 1 6 1 8 0 2  
c 1 7  | 4 3 2  

a 1 5  1 3 8 1  
SHAFT O'AM. 1  7 / 1 8  |  -

KETWAY 3 / 8  I  -

FLANGED 
OUTLET 

DIMENSIONS FLANGED 
OUTLET in | mm 

I.D. 10 I254 
B.C. 1 4  1 / a | 3 6 2  

O.D. 16 1406 
NO. HOLES 12 1 -
DIA. HOLES 1 I 25 

FLANGED DIMENSIONS 
INLET in I mm 
I.D. 10 1254 
B.C. 1 4  1 / 4 | 3 6 2  

O.D. 16 1 -
NO. HOLES 12 I -
DIA. HOLES 1 | 25 

TOLERANCE: ±1/8" (±3mm) 

*B The 
f l |New York Blower 

| Company 
7550 Ouincy Street. Willowbrook. It. 6C521 

PRESSURE BLOWER 
SIZE 2110 CCW TAU 

Date 01-09-95 Certified J-KNA 

Drawing No. N00129 —105 —2 Rev. 



SUP»ORr BAR: 
FOR ONE PIECE 
SCREENS OVER 
7r LONG OR 
TWO PIECE SCREENS 

POSITION 2 POSITION Z POSITION Z SACK VIEW 
FRONT VIEW 

(4)-5/8* » 7/r SLOTS 

DIMENSIONS AMCA STANDARD MOTOR POSITIONS 
MOTOR POSITIONS ARE DETERMINED BY 
VIEWING FAN FROM DRIVE SIDE. AND 
SELECTING W OR Z. 

FMC CORP 
PURCHASE ORDER : 9522502-C 

TAG :  F-1400 
POSITION W 
FRONT VIEW 

POSITION W 
TOP VIEW 

POSITION W 
SACK VIEW 

Approx. Wt.(lbs): 89 

CONSTRUCTION FEATURES 
1 .DIM." L" IS BASED ON MOTOR MOUNTED 

ON NEMA SLIDE BASE AND WITH 
SUPPORT CHANNEL WHEN UNITARY BASE 
IS FURNISHED BY THE NEW YORK 
BLOWER COMPANY. 

2.DIM."R" IS FROM CENTERLINE OF 
GUARD TO CENTERLINE OF FOOT. 

3.GUARD FEET MAY BE OFFSET TO CLEAR 
BEARING PEDESTAL BASE BAR. -

4.REMOVABLE FRONT IS ATTACHED WITH 
SPRING HOOK CLAMPS. 

A 73-5/8 

C 78-7/S 

D 36-15/16 

E 5-1/4 

H 53-5/8 

L 0-13/16 
R 0 
S 6 

T 3 

V 6 

TOLERANCE: ±1/8" (±3mm) 

nqb| The 
New York Blower 

- Company 
7660 OMNEY STR««L WIL(O»PROOK. 'L 60521 

ARR. 1 BELT GUARD 

Pressure Blower - ST SIZE 2110S 

Date 01/9/96 Certified JKM • 

Drcwlng No. NOP 129-106-3 Rev._ 



(< )  -  5 /0  DIA 
BASE HOLES 9 / 1 0  O I A .  U N I T A R Y  

BASE MOUNTING HOLES. 

0)-5/B" DIA. HOLES 

I— 3 /4  



53-5/0 

4 " x  

BILL 

5 . 4 #  

OF 

X 

MATERIAL 

23 LG.CHANNEL 2 REQ'D. 

• WHEN BASE CHANNEL "C" IS 100" OR 
LESS. 4 BASE MOUNTING HOLES REQUIRED. 
WHEN BASE CHANNEL "C" IS MORE THAN 

4 " x  5 . 4 #  X 19-3/4 LG.CHANNEL 2 REQ'D. 
100". G BASE MOUNTING HOLES REQUIREO. 

4 " x  5 . 4 #  X 68 LG.CHANNEL 2 REQ'D. 
4  "x 5 . 4 #  X 7-3/16 LG.CHANNEL 2 REQ'D (USED WHEN BELT GUARD IS SPECIFIED.) 

FRAME 256T MOTOR SLIDE BASE BOLTED TO UNITARY BASE FRAME 
LG.BAR 2 REQ'D (326 FRAME AND LARGER) 

DWG. NOT TO SCALE 
DIMENSIONS SHOULD NOT BE USED FOR CONSTRUCTION PURPOSES UNLESS CERTIFIED. 

TOLERANCE: ±1/8" 

DATE 01/09/1996 CERTIFIED JKM CONTROL NO. 107 

CUSTOMER'S NO. _ 
CUSTOMER'S NAME 
TAG F- 1 400 

9522502-C 
EMC C0DP 

SIZE 21 IPS TYPE Pressure Dlower - ST 
BELT CENTERS 39-7/16 

CLASS NQNE q j y .  L  

ISOLATORS (WHEN REQ'D) 
AV OCT-1 RED-3 
BV OCT-1 RED-3 
CV OCT-1 YELLOW-2 

DV 
EV 
FV 

OCT -1 WHITE-4 

CERTIFIED I FORM NO 
D R A W I N G  I  U —  1  

The 
|New York Blower 

Compony 
7660 Quincy SU««I-Willo»bfOoW, H. 60521 

UNITARY RASE 
FOR 

ARR. 1 
POSITION "Z" 

WITH 
STANDARD MOTOR RASE 

DRAWING NUMBER 
FILE NOP 1 20- 1 05 ±_ 



F-DIA. BOLT 

E D A. HOLE 

Installation Instructions: 
1. Elevate base or equipment to operating height and insert blocks to hold In 

this position. (II jacking, lilt from all brackets simultaneously - Do not place ei 
cesslve load on any one bracket.) 

2. Place Isolators In position under brack?), base, or equipment leg. Isolators 
must be installed on a level surface. 

3. Turn lock nut onto leveling bolt, then Insert bolt down through hole In bracket 
or base and Into (breaded hole In Isolator top housing. 

4. Proceed to adjust Isolators by turning the leveling bolt clockwise several 
turns at a time alternately on each Isolator until load is transferred onto 
springs and base Is raised uniformly oil blocks. Remove the blocks. 

5. Turn lock nut clockwise and secure firmly against the top of the bracket or 
base. 

6. Mounts are now properly adjusted and ready lor the equipment to be 
operated. 

0ST2R 

MODEL NUMBER 
SPRING ISOLATOR DIMENSIONS (INCHES) 

MODEL NUMBER 
O.D. F.ll. A B C D E F G 

OST1 - 1 thru 8 2 1/2 3 1/2 5 4 2 1/2 5 1/4 9/16 5/8 1 1/4 

OST2R-F21 thru F26 1 3/4 3 1/8 4. 3 2 1/8 4 3/4 7/16 1/2 1 1/16 

OST3 -F30 thru F41 2 7/8 4 1/4 6 5 3 6 9/16 5/8 1 1/2 
OST4 -F50 thru F59 4 1/2 6 1/2 7 6 4 1/2 8 1/4 9/16 3/4 2 1/4 

TOLERANCE ± 

MATCHING BRACKET-OCT ONLY 
(OPTIONAL: FOR HEIGHT SAVING CLIP BASES ONLY) 

MATCHING BRACKET 
(OCT ONLY) 

NEOPRENE COVERED 
BASE PLATE WITH CUP 

LOCK NUT 

F DIA. BOLT 

"X" LEVELING 
NUT 

NEOPRENE CUP 

E DIA. HOLE 



NEOPRENE COVERED — 
DASE PLATE Willi CUP 

5/8" 

Dimensions should not be used (or construction purposes unless certified. 

DATE 01-09-96 CERTIFIED 

9522502-C 

1km kw CONTROL NO LQJL 

CUSTOMER'S NO. 
CUSTOMER'S NAME rMC C0RP 
TAG F-l ' tOO 

QTY. MODEL NO. COLOR 

1 OCT 1-2 YELLOW 
2 OCT 1-3 RED 

1 OCT 1 — 'i WHITE 

CERTIFIED 
DRAWING 

FORM NO. 
V-4 C 

7660 Qulucy Sticel 
Wlllowbrook, Illinois 60621 

lllll) I New York Rlower 
Ji I Comp titf 

OCT (MOUSED), & OST 
SPRING ISOLATORS 

for 
FLOOR MOUNTING 

DRAWING NUMUER 

F , L E  n n n i  2 9 - 1 0 7 - 5  

9116" SLOT 

2 3/4' 

1/2" BOLT 

6" 

(OPEn. IIQT.) 

OCT 1 

(OPER. HGT.) 

9/16"-
DIA. HOLE 



ni]b 
The 

New York Blower 
Company 

PERFORMANCE CURVE 

Ouinqr Srwt I 00221 
ko determine Performance 
^at another RPM multiply 

CFM x K 
SP x K' 
BHP X K3 

where K is new RPM divided 
by RPM shown at right. 

DATE : Jan 9 1996 
PERFORMANCE OPTIONS : 

CUST. NO : 9522502-C 
CUSTOMER : FMC CORP 
TAGGING '. F-1400 
FAN TYPE '. Pressure Blower - ST 
FAN SIZE -.211 OS CAPACITY TYPE: OPER 
CFM :2500 TEMP : 70 dea F 
SP- :25.0 DENS: 0.062 LB/FT3 

RPM :3405 
BHP \15.21 FILE : N00129 - 105 J KM 

50.00 

5.00 

0.00 

50.0 

45.0 

40.0 
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30.0 

25.0 

20.0 
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FURNACE WASTE WATER COLLECTION SUMP SYSTEM V-2400 
DESIGN ASSESSMENT AND CERTIFICATION 

APPENDIX 6 SUMP SYSTEM DRAWINGS 

P&IDs 

SK398980 -Wastewater Collection Sumps and Pumps, Rev 3 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

A-7 Sept-99 



V-2400 
COLLECTION SUMP NO. 2 FURNACE 

CAP: 3600 CAL. TO OVERFLOW 
SIZE: 17'-2" * 7*-3" * 4 -0" OEEP 

SLOPED BOTTOM 
MATERIAL OF CONSTRUCTION: CONCRETE (NOTE 6) 

NOTE 5 

NOTES; 
1. ENTER HEADER AT TOP OF UNE WITH 45* ENTRY ANGLE, 

SLOPE WITH BLOCK VALVE AS CLOSE AS POSSIBLE TO ENTRY. 
HEADER FROM WEST TO EAST. 

2. LOCATE CONNECTION TO HEADER AT LOW POINT. SLOPE TO SUMP 

3. HARD PIPE STEAM OUTS WITH WELDED CONNECTIONS. 

4. ISOLATION VALVES AT HEAOER HAVE SECONDARY CONTAINMENT. 
5. RCRA COMPLIANT OOUBLE WALL 316 S S. SUMPS. 
6. DOUBLE WALL PAN WITH LEAK DETECTION AROUND SUMP 

7 MANUAL SUMP INTERST1CIAL LEAK DETECTION 

8. MANUAL CONTAINMENT AREA INTERSTICJAL LEAK DETECTION. 

P-2 4-01 
NORTH COLLECTION SUMP PUMP 

250 GPM O 80 FT TDH 
25 HP XXX V 

HIGH CHROME IRON 
TOYO OEC-81-80-4C-72. 3" DISCH. 

P -2*02 
SOUTH COLLECTION SUMP PUMP 

250 GPM O 80 FT TDH 
25 HP XXX V 

HIGH CHROME IRON 
TOYO DEC-81-80-4E-72. 3" DlSCh 

THB KV6XM HAS K£» WWB m mma. u*» rx taxmcr «c 
v MXOUfCr Of IX SUAJCCT OAnbnC 
\wTVOJJ •OtPOCCAl XXW. AAW.T8S 

I vcwnano* BY MTTXOH AAY1X0N 
t *tt UAXJTT a*s£0 u«* 

i XLAltD TO IX ACCURACY ON 
r or tx subject oaamhc 

I THAN IX XONMAnON PXSWrtD 
jJvWo 

3 REVISED FOR JOB NO. 96096 088. POG 9-16-98 LPR 
2 ISSUED FOR MECH INTEGRITY PTOJ 9612042 7/31/98 VKC JEB 

IB FIELD VERIFIED 6-26-98 PAK 
1A FIELD VERIFIED 4-24-98 RPO 
1 SPUT FROM 395053 2/28/98 OSS 

IM zone XVA90MS OA It • Y AAVO 

ORGiNAL SICXD BY 
DATE QRCiNAL SICNEO — , 
ORlCWAL LOCATED AT RAYTHEON ENGINEERS k CONSTRUCTORS 

REVISION APPROVAL RECORD REV 

3E_ iiiiJii 
ARCHITECTURAL 

MST * CONTROL 

EMMRONMCMTAL 

ccn. arramc. 

qatt 

rap-r I' I I  In  

dtaCfiQr&rm FT K cof»lfuclor« 

DRAWING STATUS 

STATUS ISSUE 

ii/V* 

DATE 

H, 

SOE 

(' Ti­

mor »#*AMD FOR CONSTRUCTION UNLESS S£NCO A OATtD 
OCSTROY *1 RXNTS KAMNC EAX_tA OAX */<* XV NO. 

PHOSPHORUS CHEMICAL DIVISION 
FtlC COftfKMADON 

POCATELLO. OAHO 

REJTR£WC£ OHAHANCS 

WASTE WTR TANK/PUMPS 
395052 SYMBOLS A DESIGNATIONS 

run ANMT AMO MX MTONMAnaN MAI -
ON it OUR MAONtRTY It COA^OCMIIAL 
AMO MUST NOT AC MAO* NjNUC ON COTCO 
iMin Aun«anao •» m. >r <t UXCT 
ro ACTUM ON Obuwa 
PMOSPMORVJS CHCMiCAL OiUSAON 

P & ID 
WASTE WATER COLLECTION 

SUMPS AND PUMPS 
NO. 2 FURNACE 

0... OSS 2/29/98 

acaa) RJD 

F2 
La* 

390966- ! 
K398980b OWC SK 398980 
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FURNACE WASTE WATER COLLECTION SUMP SYSTEM V-2400 
DESIGN ASSESSMENT AND CERTIFICATION 

APPENDIX 7 INSTALLATION INSPECTION 

INSPECTION CHECKLIST & SIGN OFF 

PHOSPHOROUS CHEMICAL DIVISION 
FMC CORPORATION 

A-8 Sept-99 



Rust Constructors Inc. 
Client FMC PocateJIo 

Project: Point of Generation 
Location: V2400 Sump 
Contract No. 96616.068 Contractor: 
Prepared By: D Follis Date: 
Approved By B Beck Date: 

Sump Pressure Test Report 
Test No. 
System 

Design Press. 
Rust / Cole Test Press. 

Type:(Clrcf9one) 9-15-99 

V2400-01 
NA 
NA 

1"to2" wc 

Page: t of 1 

9-15-99 Gauge: 

Media: 
Pressure Inspection 

Use test set-up with dip tube. 

AIR 

00 
(S 

a: 
a 
r-

Soap Bubble 

Description of Test: 

1) Install both diptubes in the liner — ensure all welding Is complete and inspected. 

2) Install sump test equipment as shown on Detail 2 on drawing 300665 rev 0. 

3) Verify Protectoseal breather vent on dipstick is properly installed per instructions and operable. 

4) Ensure dipstick caps are installed with gaskets and are tight. 

5) Hook up plant instrument air (or clean and filtered air) to inlet valve on sump test equipment 

6) Pressurize space between primary and secondary liner with 1" to 2" water column air pressure. Use Magnehellc Gauge to verify 
pressure. a ' 
7) Use a soap solution to check all welds In the primary liner. 

8) Turn off air and perform pressure drop test for 1 hour. Note Pressure here: Beginning Pressure End Pressure 

^ Exceptions: Acceplance: Test Completed: Date: System Restored: Date: 
•j Contractor: 

• 

RUST: 
1 FMC: 

Exceptions completed: 



p*cnt*cc*r*.s 

*UST Constructors Inc. FMC Alliance 
Task: 96096.088 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

12Q1AM 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

Freld Equipment and Materials 

14" 316L SST Diamond Plate Material Certification v' /?usr 
14" 316L SST Diamond Plate Material Received Condition £uzi 

I ireather Vent Receiving Inspection */ oSr 

Z 
6L 4£. ten 

ressure Regulator Receiving Inspection 

] lisceltaneous Component Receiving Inspections 
yz>r 

lS 

'/ff» 

Shop Double Wall Pan Fabrication 

Po fcs&oo'yw t fa 

14" 316L SST Plale Material Certification \bk 
stainless Steel Hardware Material Certifications p" ROST 
; tain less Steel Pipe Material Certifications Ro*>T 

abricator Quality Control Manual 

Veld Procedure Speclflcallons and Qualification Records p^ 

' Velder Qualification Test Records 

iguid Penetrant Test Procedures gust 

ySk 

±2221 

131-9? 

Page 1 of 8 



pcnowcortjtts \m i/m 

NJST Constructors Inc. 

1 •T 

FMC Alliance 
Task: 96096.088 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

quid Penetrant Test Records/Reports y y 9-2<M9 
spector Credentials/Certifications S CEM) 9-29-V9 
epair Reports S (J&) 1-rr-w 
nop Drawings y 
1 Gauge 316L SST Sheet Material Certification y 
Gauge 3t8L SST Sheet Material Certification ty *A& 
oil/Stud Material Certification _—- (UfrT-
tud Visual Weld Inspection -— 

— 

hysicaI/Dimension Inspection y (2as~r (if#— 
lean/Dryness Between Primary & Secondary Plates —— fiOSrr ibh 

Field Double Wall Pan Fabrication/Installation (Cole) 

ontainment Area/Sump Existing Surface Inspection y 
abricator Quality Control Manual y y Cm) 
/eld Procedure Specifications and Qualification Records s y i?uii CS) T-aV-YY 
/elder Qualification Test Records y s CSI) 
Iquid Penetrant Test Procedures y y (&D 9'2f~91 

Page 2 of 8 



mWCMTWJ 12/21JW 

*UST Constructors Inc. FMC Alliance 
Task: 96096.088 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

Iquid Penetrant Test Records/Reports £ut+ f-2499 
ispector Credentials/Certifications s s <rm)> 9--*4-99 
epair Reports S s 99 
tud Visual Weld Inspection tJ/A — 

ressure/Soap Solution Test Report S s e«st cpo 9 *¥'91 
ide Wall Retainer/Side Wall Interface Clearance s e«!>f 9*4-9? 
*pansion Joint Inspection/Gasket Installation Verification Rovr 
:iean/Dryness Between Primary & Secondary Plates (&D 9*4-91 
Veld Identification Drawing (Weld Maps) <rŜ > 9-24-99 

Field Piping Erector ̂ Atlas} 

abricator Quality Control Manual 

Veld Procedure Specifications and Qualification Records gust 9*4-9? 
Velder Qualification Test Records (S£> 1*4-99 
ion-Destructive Test Procedures: V <̂ > 9*4-99 

Radiograph CiiiiS <**4-99 
Hydrostatic 1-Z9-99 

ion-Destructive Test Reports: 

Page 3 of 0 



•CCTONCOT *U 

UJST Constructors Inc FMC Alliance 
Task: 96096.088 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

Radiograph Records £-if 1-29-1f 

Hydrostatic Test Records • £tA.dr t-29-n 

ispector Credentials/Certifications S s iU<.f 1*29-11 

laterial Certitinations and Test Reports 

Veld identification Drawings (Weld Maps) 

isulation/Heat Trace Inspection 

Field Structural Steel Erector (Sump Lid & Misc. Steel) 

p&Ajot+c. i&f p/L&mits*- //vJ (. S&oo"*e8oi 9 

abricator Quality Control Manual <2us+ C&t> 

Veld Procedure Specifications and Qualification Records £uk+ 1-21-9? 
Velder Qualification Test Records 9 -29-91 

Jon-Destructive Test Procedures: 

Visual 9-29-f* 

Jon-Destructive Test Reports: 

Visual Inspection Records p&C* 1*1-11 

nspector Credentials/Certifications (&S) 1-21-19 

Page 4 of 6 



icnoMCftflf nl 12C2VK 

IUST Constructors Inc FMC Alliance 
Task: 96096.088 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

Field Civil Contractor 

oncrete Mix Design: 

Containment Walls /Zosr PP&. 
Containment Area Floor iT • H&r PPg* 

ontainment Wall Concrete Test Reports: 
t triT *• 

Slump & Air \S lite r Hbk* 
Strength (7 & 28 day) t/ £te-r — 

atch Tickets L/ dte>r rM 
ump Grout Mix Design V lS liter W-
ispector Name/Credentlals/Certlflcatlons X> VVo£./W Qmr f/»M 
ontainment Wall Surface Preparation: 

Cleaning iS lX /ZteT 
Roughing S liter 
Bonding Agent Application \S t/ (Iter' MO~ % 

loor Surface Preparation: 
s 

Cleaning MST ifwh* 
Surface Condition (/ liter l/xht 

Page 5 of € 



fLIKNCWI/U 12/21JW 
UJST Constructors Inc FMC Alliance 

Task: 96096.08B 

INSTALLATION INSPECTION CERTIFICATION SIGN-OFF 
WASTEWATER COLLECTION SUMP SYSTEM V-2400 

DOCUMENTATION INSPECTED RECEIVED FORMS COMPANY SIGNATURE DATE 

ebar Installation: 

Epoxy Doweling lt)$r pm 
Rebar Size & Spacing t/ Mr 
Floor Mesh Installation NA 

ontainment Area Slope /{/v-r 

Page 6 of 6 
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